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CITY OF ALBA N Y 
ST-15-03-B, CARA STREET IMPROVEMENTS PHASE 2 

SHEET INDEX 
SHEET NO. 1, COVER & GENERAL NOTES 

SHEET NO. 2, TYPICAL STREET CROSS SECTIONS 
erpark Senior Center * V(oters~ve. 

' 
~urkhart .,,,,.,,,---, , . 

quare 
SHEETS NO. 3 TO 17, STREET AND STORM DRAIN CONSTRUCTION / 1 

1st Ave. 1 
SHEETS NO. 18 TO 21, HORIZONTAL CURVE TABLES Post ' Offi5t< 2nd ,Ave. 
SHEETS NO. 22 TO 46, WATER LINE CONSTRUCTION , -
SHEETS NO. 47 TO 72, STREET LIGHTING AND ELECTRICAL PLAN * a 3rd ,,._ve. 

House 

SHEETS NO. 73 TO 90, TREE AND LANDSCAPE INSTALLATION PLANS \ City Ha, 

~ibrary *' * J 
SHEETS NO. 90 TO 103, STRIPING PLAN ~t'1 /Wt, Linn Coun 

I, 

SHEETS NO. 104 TO 115, SIGNAGE PLAN 
a, 

5th,M 8 • 
,a 

'K 
'; • ! a, ., .. • 1: SHEET NO. 116, EROSION PREVENTION AND SEDIMENT CONTROL PLAN 

\ ~ 0 .. a 
~ .. 

~ ~** ~ ··~: . -u ' puclflC~vd. a ~ o . .. 2. 6th\~,, •. l (ire Station ~ 
SHEET NO. 117, INLET PROTECTION AND CONCRETE WASHOUT AREA :, !!: 

'9. :, 
~ 

~·~\ 
';¥l DETAILS 0 ·o 

~ 2. :, 
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SHEET NO. 118, ADVANCE TEMPORARY TRAF'f'IC CONTROL PLAN ¥l ~ 
7th, Av•, 

SHEETS NO. 119 TO 192, LYON AND ELLSWORTH CURB RAMP DETAILS 8th,/J.V!J• 
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EXISTING WATER 
SERVICE 

RECONNECT EXISTING 
METER 

EXISTING WATER VALVE 

NEW WATER VALVE 

EXISTING WATER LINE 

EXISTING GAS LINE 

EXISTING STORM LINE 

EXISTING SANITARY 
SEWER LINE 

EXISTING QLN DUCT 

EXISTING l'OWER 
LINES 

NEW WATER LINE 

NEW STORM LINE 

NEW STREET TREE 
AND WELL 

--41·--NEW CATENA.RY 
LIGHT AND WIRE 

EXISTING 
DECORATIVE LIGHT 

EXISTING POWER POLE 

• EXISTING STORM MANHOLE 

@ NEW CURB INLET 

°""? EXISTING STREET LIGHT 

~ EXISTING TRAFFIC SIGN 

~ NEW TRAFFIC SIGN 

EXISTING HYDRANT 

QI NEW HYDRANT 

Cl REDUCER 

~ DIRECTION OF' GUTTER now 

(i) NEW SINGLE ACORN LIGHT 

(I) NEW DOUBLE ACORN LIGHT 

0 NEW BANNER POLE 

- I 

PROJECT LOCATION VICINITY MAP 
GENERAL NOTES Not to Scale Not to Scale 
1. ALL CONSTRUCTION SHALL CONFORM TO THE CITY OF ALBANY STANDARD CONSTRUCTION SPECIFICATIONS AND ASSOCIATED STANDARD DRAWINGS. THE CURRENT VERSION OF 
THE CITY OF ALBANY STANDARD CONSTRUCTION SPECIFICATIONS CAN BE FOUND ON THE CITY'S WEBSITE AT WWW,CITYOFALBANY,NET. 

2. UTILITIES SHOWN ARE FOR REFERENCE ONLY. FOR A FIELD LOCATE, CALL THE UTILITIES NOTIFICATIONS CENTER AT 1-800-332-2344 • 

3. OPERATING ACCESS FOR CITY MAINTENANCE PERSONNEL TO EXISTING AND NEW WATER VALVES AND MANHOLES SHALL BE CONTINUOUSLY MAINTAINED BY THE CONTRACTOR 
DURING ALL CONSTRUCTION ACTIVITIES. 

4. CONTRACTOR SHALL VERIFY ALL EXISTING PIPE ELEVATIONS, PIPE DIAMETERS, AND PIPE MATERIALS AT CONNECTION AND ABANDONMENT LOCATIONS PRIOR TO CONSTRUCTION. 
ANY DISCREPANCIES SHALL BE REPORTED TO ENGINEER PRIOR TO BEGINNING WORK. 

5. ATTENTION: OREGON LAW REQUIRES YOU TO FOLLOW RULES ADOPTED BY THE OREGON UTILITY NOTIFICATION CENTER. THOSE RULES ARE SET FORTH IN OAR 952-001-0010 
THROUGH OAR 952-001-0090. YOU MAY OBTAIN COPIES OF THE RULES BY CALLING THE CENTER. (NOTE: THE TELEPHONE NUMBER FOR THE OREGON UTILITY NOTIFICATION 
CENTER IS (503) 232-1987). 

6. CONTRACTOR SHALL BE RESPONSIBLE FOR PROPER INSTALLATION AND MAINTENANCE OF ALL EROSION PREVENTION SEDIMENT CONTROL (EPSC) MEASURES IN ACCORDANCE 
WITH LOCAL, STATE, AND FEDERAL REGULATIONS UNTIL ALL CONSTRUCTION IS COMPLETED AND APPROVED BY THE CITY OF ALBANY, AND VEGETATION/LANDSCAPING IS 
ESTABLISHED. FOR GUIDANCE, REFER TO THE CITY OF ALBANY EPSC MANUAL WHICH CAN BE FOUND AT www.cJtyofalbgny,net. 

7. ALL UTILITY AND DEMOLITION WORK SHALL TAKE PLACE AT NIGHT BETWEEN 7PM AND 6AM UNLESS OTHERWISE APPROVED BY THE ENGINEER. SEE SPECIAL PROVISIONS. 

8. EXISTING STREET SECTION FOR LYON STREET AND ELLSWORTH STREET IS APPROXIMATELY 4" AC ON TOP OF APPROXIMATELY 24" OF NON-DIGABLE CEMENT TREATED BASE. 

9. CONTRACTOR SHALL COORDINATE WITH PACIFIC POWER TO REMOVE EXISTING UTILITY POLES AND STREET LIGHTS WITHIN THE PROJECT AREA. NEW STREET LIGHTING MUST BE 
OPERATIONAL BEFORE EXISTING STREET LIGHTING CAN BE REMOVED. 

10. CONTRACTOR SHALL REMOVE OR GRIND EXISTING TREE STUMPS AND METAL BARRELS FOUND UNDER ASPHALT PATCHES IN SIDEWALK TO A MINIMUM OF 12 INCHES BELOW 
FINISHED GRADE. 

11. ALL PAVEMENT MARKINGS ON LYON AND ELLSWORTH SHALL BE REPLACED USING TEMPORARY PAINTED STRIPING. 
PERMANENT STRIPING SHALL BE INSTALLED BY ODOT AT A FUTURE DATE. 
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TYPICAL STREET CROSS SECTION 
2ND AND 3RD AVENUE 

(NOT TO SCALE) 

REPLACE CURB, GUTTER, AND 
SIDEWALK ON BOTH SIDES OF STREET. 

TYPICAL STREET CROSS SECTION 
BROADALBIN STREET 

(NOT TO SCALE) 

GRIND OFF 3" OF EXISTING ASPHALT AND 
PAVING FABRIC AND INSTALL (1) 3" LIFT OF 
LEVEL 2, 1/2" DENSE GRADED WARM MIX 
ASPHALT CONCRETE. 

NOTE: 
EXISTING PAVEMENT SECTION IS 
3" HMAC ON PAVING FABRIC 
OVER 2" HMAC, TYPICAL. 

INSTALL 7" OF LEVEL 2, 1/2" DENSE 
GRADED WARM MIX ASPHALT CONCRETE 
PLACED IN (3) LIFTS; (1) 3" BOTTOM LIFT 
UNDER (2) 2" LIFTS. 

1----------- ---------- 66' RIGHT-OF-WAY---------------,'---------1 

1--------- 32' ---------,--, 

1--------- 22' TYPICAL---------1 

.·,, 1.Sll:MAX-

TREE WELLS AND LINED STORMWATER 
QUALITY PLANTERS, TYPICAL. 

•-------- 30' --------+---i- -12' TYPICAL 

1% SLOPE 

12" CRUSHED AGGREGATE BASE. 

STRAIGHT CURB, TYPICAL. 

STANDARD CURB AND 
GUTTER, TYPICAL. 

SUBGRADE GEOTEXTILE FABRIC 
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REMOVE AND REPLACE EXISTING CURB DRAIN. 

REMOVE EXISTING ASPHALT 

SEE STANDARD DRAWING NO. 306 AND 307. 
(4) TYPICAL THIS SHEET. 

INSTALL 16' WIDE COMMERCIAL DRIVEWAY 
APPROACHES. SEE STANDARD DRAWING 

NO. 309A. SEE SPECIAL PROVISIONS. 

ti 

AND REPLACE WITH 4" 
PCC SIDEWALK. 
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-PARKING 
LOT 

I 

FORM UP EXISTING GRATED OPENING IN 
SIDEWALK NEXT TO BUILDING AS DIRECTED 

I 

i 
AYBAR PROFESSIONAL 

CENTER 
425 

; 
\\ I I BY THE ENGINEER. (7) TYPICAL THIS SHEET.\ 

I 415 STUDIO 401 p 
r___LY), 1 

- r-

REMOVE EXISTING DECORATIVE LIGHT 
· POLE. {2) TYPICAL THIS SHEET. 
COORDINATE WITH BUSINESS OWNER TO 
ACCESS ELECTRICAL PANEL FOR LIGHTS. 
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c-< LEFT TFOC S=0.003 ----'!!• 
-so--~ - 111 

2ND AVE 
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SEE SHEET 12 FOR 
INTERSECTION DETAILS. 

KELLER WILLIAMS REALITY 
200 

INSTALL 2' MINIMUM TRANSITION 
PAVING BEHIND NEW DRIVEWAY 
APPROACH AND SIDEWALK. TYPICAL 

REMOVE AND REPLACE 4" PCC SIDEWALK ON 2ND 
AVENUE FROM STA A4+00 TO STA A10+45. SEE DETAILS 
A, B AND C ON SHEET 17 FOR SIDEWALK DETAILS. 

l PERSON' AL WINDERMERE I l 

DO NOT DISTURB SIDEWALK 
OVER EXISTING BASEMENT. 

II NO D-LAY 
~ 3 39 
t ~_ ,;;i --' 

)(--- ... 

BARBER REAL ESTATE BIG TOWN j 
SHOP 331 I HERO 
335 /V' _ 327 

-~~ -1. 

--~ ~ - ~- - - - I 

PIX THEATER 
321 

LEFT TFOC S=0.003 
I 

2ND AVE 
" 
I 0 

0 
+ 
~ 

,----- -, .,, 
- --- ~ 

RILEY'S BAR AND GRILL 
124 

~ 

SEE SHEET 13 FOR 
INTERSECTION DETAILS. 

SEE SHEET 74 FOR STREET 
TREE INSTALLATION PLAN. 

PARKING 
LOT 

11 

I 

~ ... ~:Of' BOX J~E REMOVED BY 
OTHERS. PROVIDE POST OF'F'ICE WITH ONE 

WEEK NOTICE TO REMOVE MAIL DROP 
BOX FOR SIDEWALK CONSTRUCTION. 

TOKI TERIYAKI 
300 

I INSTALL 24' WIDE COMMERCIAL DRIVEWAY 
APPROACH. SEE STANDARD DRAWING NO. 

309A. SEE SPECIAL PROVISIONS. 
I I. 

I 
TWO RIVERS MARKET 
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EXTENT OF 3• GRIND INLAY 
TO BE MARKED IN THE FIELD 
BY THE ENGINEER, TYPICAL. 

\ 

\ 
\ 

0 

\ 
\ 

(. 

0 
0 
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OLD CITY HALL 
240 

I I 
DO NOT DISTURB SIDEWALK 
OVER EXISTING COAL CHUTES. 

ENDEX 
ENGINEERING 

231 

MURPHY'S 
SEED 

STORE 
227 

.j..., 
- - oh- '--' 

I 

l 
2ND AVE 

I 

\ 
INSTALL 24' WIDE COMMERCIAL DRIVEWAY 
APPROACH. SEE STANDARD DRAWING NO, 

309A. SEE SPECIAL PROVISIONS. 
i 

\ 

ALBANY ANTIQUE MALL 
145 

REMOVE AND REPLACE 4n PCC SIDEWALK 
ON 2ND AVENUE FROM STA A10+45 TO 
STA A16+90. SEE DETAILS A, B AND C 
ON SHEET 17 FOR SIDEWALK DETAILS. 

1 

REMOVE AND REPLACE EXISTING CURB DRAIN, 
SEE STANDARD DRAWING NO, 306 AND 307. 
(13) TYPICAL THIS SHEET. 

FUN ZONE 
223 

THE STILL 
220 

L 

ANTIQUE STORE 
205 

• 

NOVAK'S 
208 

DO NOT DISTURB SIDEWALK 
OVER EXISTING COAL CHUTES. 

PARKING 
LOT 

PARKING 
LOT 

./ 

0 
0 
+ 
I') -< 

CUSTOM 
STAINED 
GLASS 

206 

' 
MUSI CAFE' 

ROCK 
SCHOOL 

202 

T 

Ju 

DO NOT DISTURB SIDEWALK 
OVER EXISTING COAL CHUTES. 

. I 

:ii 

I 

INSTALL 24' WIDE COMMERCIAL DRIVEWAY 
APPROACHES. SEE STANDARD DRAWING 
NO, 309A. SEE SPECIAL PROVISIONS. 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE C 

REMOVE AND REPLACE 4" PCC SIDEWALK I 
ALONG THE CARNEGIE LIBRARY F'ERRY STREET 

FRONTAGE. SEE DETAILS A, B AND C ON. 
SHEET 17 FOR SIDEWALK DETAILS. I 

INSTALL NEW CITY PROVIDED 

INSTALL 2' MINIMUM TRANSITION· 
PAVING BEHIND NEW DRIVEWAY 

APPROACH AND SIDEWALK. TYPICAL• 

REMOVE AND REPLACE APPROXIMATELY 4' 
OF EXISTING ALLEY DRIVEWAY APPROACH AS 

MARKED IN THE FIELD BY THE ENGINEER. 
SEE STANDARD DRAWING NO. 309A. 

SEE SHEET 79 F'OR STREET 
TREE INSTALLATION PL.AN. 

~ fffflfflMf 

REMOVE AND REPLACE CURB AND 
GUTTER IN PLACE WHERE SHOWN. SEE 
STANDARD DRAWING NO. 304. TYPICAL. 

WATER METER BOX. SEE SHEET 14 FOR 

CARNEGIE 
LIBRARY 

FERRY ST 

INTERSECTION DETAILS. 
' . 

, 

x I 

·x 

B0+00 

w 
> < 
C 
a::: 
ti) 

MATCH LINE 

STA B0+85 SHEET 6 

EXTENT OF 3" GRIND INLAY 
TO BE MARKED IN THE FIELD 
BY THE ENGINEER. TYPICAL. 

EXPIRATION DATE: 12/31/2017 

SHEET NO. 5 Of" 192 
PROJECT NO:ST-15-03-8 

flLE: BASE.DWG 
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EXTENT OF 3• GRIND INLAY TO BE MARKED 
IN THE FIELD BY THE ENGINEER. TYPICAL 

I 

I 

I 
1" f-xsol 
~ I I I 

- 1/1 1/1 I 
INSTALL 16' WIDE COMMERCIAL DRIVEWAY 
APPROACH. SEE STANDARD DRAWING NO. 

309A. SEE SPECIAL PROVISIONS. 

1.; I 

)I I-(/) CXJ !ii 

I ,, 1/1 ~ I-

I CD LL.I ...J LL.I 
<( ::i: !ii 
0 (/) I ti <( I o LL.I a::: LL.I 

j CD (/) 

.SEE SHEET 14 FOR 
INTERSECTION DETAILS. 

D 0' so 
0 

PARKING 
LOT 

II 

+ 
('II 
m 

=-- --
LINN COUNTY PROPERTY 

MANAGEMENT 
330 

INSTALL 12' WIDE COMMERCIAL DRIVEWAY 
APPROACH. SEE STANDARD DRAWING NO. 

309A. SEE SPECIAL PROVISIONS. 

REMOVE AND REPLACE 4" PCC SIDEWALK 
ON 3RD AVENUE FROM STA 80+85 TO 
STA 87+75. SEE DETAILS A, B AND C 
ON SHEET 17 FOR SIDEWALK DETAILS. 

237 

V ,-

I 

I 

I 

1-L 

GROWLER 
GARAGE 

227 

t:i ... ti :c 
... In 

* 
'!iii T REMOVE AND REPLACE CURB AND" 

GUTTER WHERE SHOWN. SEE STANDARD, 
DRAWING NO. 304. TYPICAL' 

V 1/1 
z In 
::J -:c 

"' 3RD AVE 

INSTALL 2' MINIMUM TRANSITION 
PAVING BEHIND NEW DRIVEWAY 
APPROACH AND SIDEWALK. TYPICAL 

I 

SEE SHEET 15 FOR 
INTERSECTION DETAILS. 

INSTALL 24' WIDE COMMERCIAL DRIVEWAY 
APPROACH. SEE STANDARD DRAWING NO. 
309A. SEE SPECIAL PROVISIONS. 

'Lw. J~vr=~= TWO RIVERS MARKET 

)t 

ti 

• II. 

+ m .JL 

Ill ¥ 

Ill; 

LINN COUNTY 
LAW LIBRARY 

304 
INSTALL 24' WIDE COMMERCIAL DRIVEWAY 
APPROACH. SEE STANDARD DRAWING NO. 
309A. SEE SPECIAL PROVISIONS. 

' INSTALL 28' WIDE COMMERCIAL DRIVEWAY 
APPROACHES. SEE STANDARD DRAWING NO. 

309A. SEE SPECIAL PROVISIONS. 

PIXIE'S 
225 

V 

223 221 

V - I 

PARKING 
LOT EDWARD 

JONES 

LEFT TFOC S=0.003 
~====== 

a 

0 
0 

' 
REMOVE AND REPLACE EXISTING CURB DRAIN. 0 

0 .i I :c I-

~ C • 
I a o I I I ~ 

PROTECT EXISTING CURB AND :£ 3RD AVE 
r 
I 
a + co 

m 

SEE STANDARD DRAWING NO. 306 AND 307. 
(8) TYPICAL THIS SHEET. + ..... 

m , m 
::E ~ 

ID 

"' I-
In 

f GUTTER AND SIDEWALK IN ~ 
FR~NT OF CITY HALL .TYPICAL 

·~ ' -----=-
• 
I l 

II 
I 

I _, / I ~ -- ~( --=,_...........,,---:----==--) 

I , ". -~ ~ - f- -~~-
1 \_ SEE SHEET 80 FOR ST~ E~ 

TREE INSTALLATION PLAN. 

NOTES: 
1. SEE SHEETS 119-192 FOR LYON AND ELLSWORTH CURB 

RAMP DETAILS. 
2. EXISTING STREET SECTION FOR LYON AND ELLSWORTH IS 

APPROXIMATELY 4" OF AC ON TOP OF APPROXIMATELY 
24" OF NON-DIGABLE CEMENT TREATED BASE. 

CITY HALL 
333 

I 

PARKING 
LOT 

' '"' ,, 
C.JL7 

INSTALL 16' WIDE COMMERCIAL DRIVEWAY 
APPROACHES. SEE STANDARD DRAWING 
NO. 309A. SEE SPECIAL PROVISIONS. 

J WASHINGTON . 

r FEDERAL BANK '-
300 

STA B5+74,38 R21,oo 
MATCH EXISTING CURB AND GUTTER. 
TFOC = 210.00 
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INSTALL 25' WIDE COMMERCIAL DRIVEWAY 
APPROACHES. SEE STANDARD DRAWING NO. 

309A. SEE SPECIAL PROVISIONS. 

INSTALL 2' MINIMUM TRANSITION 
PAVING BEHIND NEW DRIVEWAY 

APPROACH AND SIDEWALK. TYPICAL. 

CHASE 
BANK 
231 

. 
/_,..... 

( . 1 

,/ REMOVE AND REP:. CURB AND~ / 

GUTTER WHERE SHOWN. SEE STANDARD_/ 
DRAWING NO. 304. TYPICAL ----

DO NOT DISTURB SIDEWALK 
OVER EXISTING BASEMENT. 

L_ 

145 

PARKING 
LOT 

3RD AVE 

113 

0 
0 
+ 
0 

m 

JACK N JILL 
2.36 

1 .,._, -~ - ·~ ;- - -RIGHT TFOC S=0.003 ... --....,, 
~ I ~.---~i----~1~----r------,P"i-----!~!"19"----...r 
~ rJ!'I :'----_ f .. ---, _'---i../ I 11 I -~ -~ --- - --

fc I 

~ J 11 

FOR STREET 
TREE INSTALLATION PLAN. 

KEYBANK 
128 

1. SEE SHEETS 119-192 FOR LYON AND ELLSWORTH CURB 
RAMP DETAILS. 

2. EXISTING STREET SECTION FOR LYON AND ELLSWORTH IS 
APPROXIMATELY 4" OF AC ON TOP OF APPROXIMATELY 
24" OF NON-DIGABLE CEMENT TREATED BASE. 

I PARKING 
LOT INSTALL 26' WIDE COMMERCIAL DRIVEWAY 

APPROACH. SEE STANDARD DRAWING NO. 309A. 
SEE SPECIAL PROVISIONS. 

j REMOVE AND REPLACE EXISTING CURB DRAIN. 
SEE STANDARD DRAWING NO. 306 AND 307. 
(4) TYPICAL THIS SHEET. 

REMOVE AND REPLACE 4" PCC SIDEWALK 
ON 3RD AVENUE FROM STA B7+75 TO 
B10+80 SEE DETAILS A, B AND C ON 
SHEET 17 FOR SIDEWALK DETAILS. 

PARKING 
LOT 

-J 

I 

11 

I 
I 
.,.,.-; 

) I
V) 

' Z 
0 
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I 
I 

~ 

EXTENT OF 3" GRIND INLAY TO BE 
MARKED IN THE FIELD BY THE 
ENGINEER. TYPICAL. 
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INSTALL NEW CURB AND GUTIER 
WHERE SHOWN. SEE STANDARD 

DRAWING NO. 304. TYPICAL. 

r'V 

C3+00 ,,, ... ,, ... +-······ 
STA C3+00.00 L21.00 

. . END STANDARD CURB AND 
GUTTER. BEGIN STRAIGHT CURB . 
SEE STANDARD DRAWING NO. 304. 
LEFT TFOC = 210.52 

208 ,,,,,,,,,,.,., .... :, .. , ... , ······< 

206 

APPROVED FOR 
CONSTRUCTION 

ADJUST EXISTING 
t.tANHOL! Rlt.t TO GRADE. 

I 
REt.tOVE EXISTING 

DECORATIVE LIGHT POL!. 
(3) TYPICAL THIS SHEET. 

l f 
\ 

~ \i 
® T& 

BROADALBIN ST ] 

® --T 

C4+o0 ., .. . .. 

;l.- , ',r· 
ADJUST EXISTING VALVE s: 

BOX TO GRADE. (6) \ TYPICAL THIS SHEET. 

~ - -~ 

i 

INSTALL DECORATIVE GROUND PLANTER. 
LOCATIONS TO BE t.tARKED IN THE FIELD 
BY THE ENGINEER. (2) TYPICAL THIS 
SHEET. SEE SHEET 77 . 

STA C5+10.26 L21.00 
GRADE BREAK. 

/ EXISTING C'.NTERUNE, 
END STRAIGHT CURB AND GUTTER. 

BEGIN STANDARD CURB AND GUTTER. 
SEE STANDARD DRAWING NO. 304. 

LEFT TFOC = 209.89 

. . ---.;... 

LaJ 
> 
<t 

C 
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N 

X 
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0 
r 

/ 

f'-1"" 

- so 

\l 

~ 1_ 
II! 

0 

I ' l'l \ -~ 
I ·~ REMOVE AND REPLACE ODOT 

CURB AND GUTTER WHERE 
SHOWN PER ODOT STANDARD • 

TYPICAL. 
--s 

0 
0 
+ 
(JI 

C ELLSWORTH ST 

. ~ ~ 

~ 

...... 
'' 

I-
La.I 
La.I 

I :::C 00 
(/) 

La.I 
La.I 
(/) 

-..:I' 

I-
La.I 

La.I La.I 
> :::c 1.- ..... - .. < (/) 

+ ,n ... 
N 0 

C + 
~ .::i 

C 

i- i:! 
Ill 

-so I o llD ' 0 

0 I 

\ 

CHASE BANK 
23 1 

(1); I INSTALL 18' WIDE ALLEY DRIVEWAY 
APPROACH. SEE STANDARD DRAWING 

NO. 309A. SEE SPECIAL PROVISIONS. 

THE POTTER'S 
HOUSE 

0. 201 
t \ I 

--~--' ··:-~/'~ 
... 

REMOVE AND REPLACE EXISTING CURB DRAIN. 
SEE STANDARD DRAWING NO. 306 AND 307. 

(7) TYPICAL THIS SHEET. 

· 0 --SD -- ; 

0 
0 
+ 
N 
N 
C 

BRICKWALLS 
BARBER SHOP 

124 

f'v 
L .ti..~-- -

I ~ < -- ~-
:,---__ lj 

I I 
I 

.f 

REMOVE AND REPLACE 4" PCC SIDEWALK 
ON ELLSWORTH STREET FROM STA D18+00 

I 
PARKING 

LOT 

TO STA A24+00. SEE DETAILS A, B AND C )I 
ON SHEET 17 FOR SIDEWALK DETAILS. 

\ .. I. 

INSTALL 16' WIDE ALLEY DRIVEWAY 
APPROACH. SEE STANDARD DRAWING 
NO. 309A. SEE SPECIAL PROVISIONS. 

i COVER 
OREGON 

122 

0 
0 
+ 
t"I 

~-

JORDAN 
JEWELERS 

202 

fl 

I 
PROTECT EXISTING 
CURB AND GUTTER. 

-sn ~ 
1 -

. -so -so -so-+-
(' 

!I 

t 

i---v:ix c ~ I J' 
~~I ~ ff rr==1--===--= ALBANY ANTIQUE 

MALL S: 
1. SEE SHEETS 119-192 FOR LYON AND ELLSWORTH CURB 

RAMP DETAILS. 
2. EXISTING STREET SECTION FOR LYON AND ELLSWORTH IS 

APPROXIMATELY 4" OF AC ON TOP OF APPROXIMATELY 
24" OF NON-DIGABLE CEMENT TREATED BASE. 

145 

INSTALL 18' WIDE ALLEY 
DRIVEWAY APPROACH. SEE 

STANDARD DRAWING NO. 309A. 
SEE SPECIAL PROVISIONS. 

RED DAISY 
COFFEE CO 

115 

SID STEVENS 
JEWELERS 

140 . 1 
I I 

SEE SHEET 85 FOR STREET 
TREE INSTALLATION PLAN. 

•- - II\. 

,n 
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C 

- -c J 
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I-
La.I 
La.I 
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706 

/ 

sTA 00+00.00 LO.oo 
MATCH EXISTING CURB AND GUTIER. 

TFOC = TBD 

PROTECT EXISTING 
CATCH BASIN. 

11 

IL 

• 
I 

,. 

! 

LL.I 
> < 
:r: 
I
r--

- "° -

-- .. - --.. )<- -

TRI VALLEY FOOD 
MAR!<ET AND DELI 

628 

I 
I.;;). U-=--

I 
I 

- L 

SIA 00+00.00 LO,oo 
MATCH EXISTING CURB AND GUTIER. 
TFOC = TBD 

, 
I 

PARKING 
LOT 

I 

ol 

t 
r 11 

0 
0 
+ co 
C 

INSTALL CURB AND GUTIER 
PER ODOT STANDARD. 

·1 I 
0 
0 
+ 

0 ~, ELLSWORTH ST 
I 

- 0 

........ ,,---

, :+; -~-
t .f l Iv":,_,, 

I 
I 

~ 

i \ 

j-

PROTECT EXISTING 
CATCH BASIN. 

" C 

- - 0 

138 sTA 00+00.00 LO,oo 
MATCH EXISTING CURB AND GUTTER. 

NOTES: 
1. SEE SHEETS 119-192 FOR LYON AND 

ELLSWORTH CURB RAMP DETAILS. 
2. SEE SHEET 21 FOR HORIZONTAL CURVE DATA. 

TFOC = TBD 

3. STREET SECTION FOR LYON AND ELLSWORTH IS 
APPROXIMATELY Of 4" AC ON TOP OF 
APPROXIMATELY 24" OF CEMENT TREATED BASE. 

II 

PROVIDE POST OFFICE WITH ONE WEEKS 
NOTICE TO REMOVE MAIL DROP BOX FOR 

SIDEWALK CONSTRUCTION. 

• II. 

sTA oo+oo.oo Lo,oo 
MATCH EXISTING CURB AND GUTIER. 
TFOC = TBD 

- so • I 

- _ l'i'\, --0 -
- \QP-a,.s-

~-- - -t 
.,.. 

DEMOCRAT-HERALD 
600 

Sil + 

I 
6 

I 0 

l. ---
~ I !C 

STATIONING AND OMITTED 
ELEVATIONS WILL 

BY THE 
BE PROVIDED 

ENGINEER. 

rr 

-WL 

0 
iii 
> ~a. 

ZI 

~ 
!c I 
QI 
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I 
_ _j 

- - IO - - s;:i 

• wt. 

. . Cl 
·o 
... + 
·r~ 
~ 

- so 

T 
I 
" 

I 

DO NOT DISTURB SIDEWALK 
OVER EXISTING BASEMENT. 

JACK N JILL 
236 

0 
0 
+ a, ... ..... 

FURNITURE 
STORE 
230 

REMOVE AND REPLACE ODOT CURB 
AND GUTTER WHERE SHOWN PER- - ..,. 1. _ __: 

ODOT STANDARD. TYPICAL. """ 

~--
1 .- --

\. J 

u 

r, / 
ALL STAR 

PIZZA 
231 

REMOVE AND REPLACE 4" PCC SIDEWALK 
ON LYON STREET FROM STA E18+00 TO 

STA A24+00. SEE DETAILS A, B AND C ON 
SHEET 17 FOR SIDEWALK DETAILS. 

ii 

I 
? 

I INSTALL 2' MINIMUM TRANSITION 
PAVING BEHIND NEW DRIVEWAY 

APPROACH AND SIDEWALK. TYPICAL 
I 

INSTALL 16' WIDE COMMERCIAL DRIVEWAY 
APPROACH. SEE STANDARD DRAWING NO. 

309A. SEE SPECIAL PROVISIONS. 

115 

---

1. SEE SHEETS 119-192 FOR LYON AND ELLSWORTH CURB 
RAMP DETAILS. 

2. EXISTING STREET SECTION FOR LYON AND ELLSWORTH IS 
APPROXIMATELY 4" OF AC ON TOP OF APPROXIMATELY 
24" OF NON-DIGABLE CEMENT TREATED BASE. 

PARKING 
LOT 

f 

INSTALL 16' WIDE ALLEY DRIVEWAY 
APPROACH. SEE STANDARD DRAWING NO. 
309A. SEE SPECIAL PROVISIONS. 

PARKING 
LOT 

/' 
\~~ ·,;; --- - ~ -'-· 

PROTECT EXISTING CURB 
AND GUTTER. TYPICAL. 

0 
0 
+ 
0 
N 
LLJ 

cX- - -)( 

1 

-131. 

' -13.1.-

" 
X 

LINN COUNTY PAROLE 
OFFICE 

118 

INSTALL 16' WIDE ALLEY DRIVEWAY 
APPROACH. SEE STANDARD DRAWING 
NO. 309A. SEE SPECIAL PROVISIONS. 

-'UL 

-~ 

REMOVE AND REPLACE EXISTING CURB DRAIN. 
SEE STANDARD DRAWING NO. 306 AND 307. 
(4) TYPICAL THIS SHEET. 

PARK 

X 

I 
-l 

I I 1·: 
1 I I 

I "It' I-w 
w w 
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1-
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L:J 

STA A6+80.34 L41.68 
MATCH EXISTING CURB AND GOTTER. 

TFOC = 210.30 

SEE SHEET 3 FOR 
CURB DRAIN DETAILS. 

/ D 

1 o" PVC S=0.005 

STA A6+83.49.69 L32.97 
TO STA A6+80.40 L39.38 
TRANSITION FROM 0" 
TO 6" CURB HEIGHT. 

STA A7+19.08 L32.99 TO 
STA A7+22.27 L41.02 

TRANSITION FROM O"' 
TO 6"' CURB HEIGHT. 

I 

STA A6+76.20 L23.31 
SDMH-1 
REMOVE EXISTING CATCH BASIN AND 
CONSTRUCT 24" DIAMETER MANHOLE. 
RIM = 210.28 
NEW IE 10" PVC (W) = 207.60 
EX IE 1 O" PVC (SE) = 207 .40 

'1 0 -. ~ 
(, -· 

/ - • .<>i,C' <, 
S() l) 

/ 

STA A6+58.35 L21.00 
SDCB-1 

CONSTRUCT CURB INLET. SEE 
STANDARD DRAWING NO. 412 & 413. 

-- 12" CONC SD - so -- so 1": ~ Ii! 

RIM = 210.62 
NEW IE 1 o• PVC (E) = 207.68 

2ND AVE 

STA A6+60.69 L21.00 TO 
STA A6+68.29 L 17.82 
TRANSITION FROM O"' TO 
6"' CURB HEIGHT. 

STA A6+68.26 R17.83 TO 
STA A6+60.27 R21.00 

TRANSITION FROM O" TO 
6" CURB HEIGHT. 

REMOVE EXISTING 12" RCP STORM 
DRAIN AND REPLACE WITH 12" PVC 

/ S=0.004. SET NEW PIPE INVERT TO 
EXISTING INVERT AT EX SDMH-1. 

STA A6+58.02 R20.96 
SDCB-2 

CONSTRUCT CATCH BASIN. SEE 
STANDARD DRAWING NO. 414. 

RIM = 210.18 
NEW IE 10" PVC (E) = 207.18 

STA A6+80.24 R42.66 
SDCB-3 

CONSTRUCT CURB INLET. SEE STANDAR15 
DRAWING NO. 412 & 413. 

RIM = 210.53 , 7 ,,,. 
NEW IE 1 O" PVC (N) = 206.42 e> 

L, 

NOTE: 
SEE SHEET 18 FOR 
HORIZONTAL CURVE DATA. 

I 

• I 

STA A6+80.24 R40.93 
MATCH EXISTING CURB AND GUTTER. 

TFOC = 210.33 

/ 

00 zo 
o+ 
0 " • < 
N 

6l 
I 

STA A6+98.18 L9.41 
EX SDMH-1 
REPLACE 12" RCP PIPE. 
EX RIM = 211.08 
NEW IE 12" PVC (SW) = 204.98 
EX IE 10" PVC (NW)'= 207.38 
EX IE 12" CONC. (W) = 191.68 
EX IE 12" CONC. (S) = 191.66 

STA A6+77.52 R24.22 
SDMH- 2 
REMOVE EXISTING CATCH BASIN AND 
CONSTRUCT SHALLOW PRECAST MANHOLE. 
SEE STANDARD DRAWING NO. 402. 
RIM = 210.37 
EX IE 6" PVC (SE) = 208.70 
NEW IE 10" PVC (W) = 207.09 
NEW IE 1 O" PVC (S) = 206.34 
NEW IE 12" PVC (NE) = 205.14 

~ 
- - so -10"' CONC SD I I -.,, 

STA A7+18.98 R32.97 TO 
STA A7+22.30 R40.98 

TRANSITION FROM O"' TO 
6" CURB HEIGHT. 

a 
I 

C 
VI 

• NO 
-z 

I 

0 u 

STA A6+83.41 R32.91 TO 
STA A6+80.24 R40.93 
TRANSITION FROM O"' TO 
6" CURB HEIGHT. 

I 

I
(/) 

>e:::: 
e:::: 
w 
LL 

STA A7+22.30 R40.98 
MATCH EXISTING CURB AND GOTTER. 

TFOC = 210.43 

Ill 
0 
0 
ci 
II 
Cl) 

~ 
• 0 

STA A7+22.27 L42.05 
MATCH EXISTING CURB AND GUTTER. 
TFOC = 210.51 , . 

SEE DETAIL B ON SHEET 17 FOR 
CURB EXTENSION SIDEWALK DETAILS. 

STA A7+24.08 R25.47 
SDMH-3 

D 

STA A7+34.21 L17.83 TO 
STA A7+42.20 L21.00 
TRANSITION FROM O" 
TO 6" CURB HEIGHT. 

REMOVE EXISTING CATCH BASIN AND 
CONSTRUCT SHALLOW PRECAST MANHOLE. 
SEE STANDARD DRAWING NO. 402. 
EX RIM = 210.36 
NEW IE 10" PVC (S) = 204.65 
EX IE 10" CONC (W) = 204.45 

STA A7+34.18 L17.83 TO 
STA A7+42.20 L21.00 
TRANSITION FROM O" 
TO 6"' CURB HEIGHT. 

STA A7+22.26 R42.75 
SDCB-4 
CONSTRUCT CURB INLET. SEE STANDARD 

- DRAWING NO. 412 & 413. 
RIM = 210.46 
NEW IE 10" PVC (N) = 204.73 

10 
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.... .... 
'I" 'I" 

0 0 
N ~ -m N 'I" -- m OI 

z z 
0 0 
0 0 
Ill Ill 

~ ~ 
0 0 
a. a. 
:::, :::, 

a=: a=: 
Ill Ill 
z z 
a=: a=: 
0 0 
u u 
Ill I 
tn tn 
a=: a=: 
0 0 
II. II. 

cc cc 
t- t-cc cc 
0 0 
Ill Ill 
> > ac ac 
:::, :::, 
u u 

STA A10+02.56 R17.84 
GUTTER = 209.52 

STA A10+02.56 R17.84 
TO STA A9+94.59 R20.90 
TRANSITION FROM O" TO 

6" CURB HEIGHT . 

2ND AVE 

STA A9+92.32 R21,01 
SDCB-5' 

CONSTRUCT CATCH BASIN. SEE, 
STANDARD DRAWING NO. 414. 

Rlt.A = 209.49 
NEW IE 1 O" PVC (SW) = 206.49 

pVC SD 

,., w{ 
S=o.003 ---..:: 

SEE DETAIL B ON SHEET 17 FOR-- ,_'---~
CURB EXTENSION SIDEWALK DETAILS. 

FILL 10" CONCRETE STORM / 

STA A10.17.74 R33.00 
GUTTER = 209.46 

DRAIN WITH FLOWABLE CDF ___/' 
OR REMOVE ENTIRELY. 

NOTE: 
SEE SHEET 19 FOR 
HORIZONTAL CURVE DATA. 

STA A10+14,55 R41.00 
TRANSITION TO 

STRAIGHT CURB. 
TFOC = 209.89 

I 

Cl 
ti) 

u 
z 
0 
u 

°N 

f 

I 

STA A10+68.56 L21.06 
t.AATCH EXISTING CURB AND GUTTER. 

'2" RC'r' SD 

STA A10+12.14 R23.54 
SDMH-4 

lM 

REt.AOVE EXISTING CATCH BASIN AND 
CONSTRUCT SHALLOW PRECAST t.AANHOLE. 
SEE STANDARD DRAWING NO. 402. 
H Rlt.A = 209.31 
NEW IE 1 O" PVC (NW) = 206.40 
EX IE 10" PVC (SW) = 205.01 
EX IE 12" RCP (N) = 204.70 

Ill 
C 
C 
c:i 
II u, 

~ 
• 0 -

STA A10+50.08 R20.50 
INSTALL HIGH POINT IN 

NEW CURB AND GUTTER. 

di 

~
~ ... 
Qo 

~ 
STA A10.45.56 R33.00 TO 

STA A10+46.51 R45.04 
TRANSITION FROM O" TO 

6" CURB HEIGHT. 

1-
(/') 

z 
CD 
_J 

< 
0 
< 
0 
a:::: 
CD 

S=0.049 

lO ...... 
1-
w 
w 
I 
(/') 

w 
w 
(/') 

TFOC = 209.88 

STA A10.17.74 R33.00 TO 
STA A10+14.55 R41.00 
TRANSITION FROM O" TO 
6" CURB HEIGHT. 

TFOC = 209. 72 

\:f. 1 

• • . . ·, 
••• 
•••• 

\ 
STA A10+43.00 L30.75 
EXSDMH-2 
CONNECT NEW 10" PVC TO EXISTING 
MANHOLE. 
EX RIM = 289.98 209.59 
NEW IE 1 O" PVC (S) = ~ 203.94 
EX IE 12" RCP (SW) =-199.ff 203.94 
EX IE 12" RCP (N) = flt9.61- 203.84 

n 

STA A10.68.56 R17.00 TO 
STA A10+80,56 R21,02 
TRANSITION FROM O" TO 
6" CURB HEIGHT. 
S=0.019 

S=0.003 -
w. --

\REt.AOVE EXISTING CATCH BASIN. 

...... 
00 

•• N N 
LIJ ..... 

~~~I 
Q ...- ,_ I 
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STA B0+62.10 L41.03 
MATCH EXISTING CURB AND GOITER.---------- , I 

TFOC = 211.10 , ~ 

II I 

STA B0+65.24 L32.85 TO 
STA B0+62.10 L41.03 
TRANSITION FROM O'" 
TO 6" CURB HEIGHT. 

I 

STA B0+40.34 L21.06 
SDCB-6 

CONSTRUCT CURB INLET. SEE_ 
STANDARD DRAWING NO. 412 & 413. ' 

RIM = 211.22 
NEW IE 1 O" PVC (E} = 208.02 

STA B0+32.09 L21.02 
MATCH EXISTING CURB 

AND GUTTER. 
TFOC = 211.18 

STA B0+50.11 R17 .88 TO 
;o -- 50 STA B0+42.09 R21.07 - so 

TRANSITION FROM O'" TO 
6'" CURB HEIGHT. 

3RD AVE 
STA B0+40.34 R21.07 

SDCB-7 
CONSTRUCT CURB INLET. SEE 

STANDARD DRAWING NO. 412 & 413. 
Rlt.t = 211.06 

NEW IE 1 O" PVC (E) = 206.59 

STA B0+32.09 R21.02 
UATCH EXlsTING CURB 

AND GUTTER. 
TFOC = 211.12 

SOUTH WEST CURB EXTENSION 
AND ITS STORM DRAIN 
INFRASTRUCTURE SHALL BE 
PAID FOR UNDER SCHEDULE C. 

\ 

NOTE: 
SEE SHEET 20 FOR 
HORIZONTAL CURVE DATA. 

' 

I i 
I 

STA B1+00.81 L32.96 TO 
STA B1+04.23 L41.00 

TRANSITION FROM O'" 
TO 6" CURB HEIGHT. 

STA B0+51.57 L21.12 
SDMH-5 

I
(/) 

>-
0::: 
0::: 
Lu 
L,_ 

REMOVE EXISTING CATCH BASIN AND 
CONSTRUCT 24"' DIAMETER MANHOLE. 
EX RIM = 210.75 
NEW IE 10" PVC (E) = 208.07 
EX IE 12" CONC. (SE) = 207.97 

' •'o 

, STA B0+50.09 L17.89 TO ~ 
· STA B0+42.09 L21.07 80 

TRANSITION FROM O'" TO 
6'" CURB HEIGHT. 

-- s.:i - . - 12" CONC. SD I so 

fl 

I 

I 

STA B1+07.68 L23.75 
SDMH-7 

REMOVE EXISTING CATCH BASIN AND 
CONSTRUCT 24'" DIAMETER MANHOLE. 

RIM = 210.93 
NEW IE 10" PVC (S) = 207.94 

EX IE 10" CONC. (W) = 207.74 

l 
STA B0+59.43 R23.65 
SDMH-6 
REMOVE EXISTING CATCH BASIN AND 
CONSTRUCT SHALLOW PRECAST MANHOLE. 
SEE STANDARD DRAWING NO. 402. 
EX RIM = 210.80 
NEW IE 1 O" PVC (S) = 206.50 
NEW IE 10" PVC (W) = 206.50 
EX IE 10" CONC. (E) = 206.30 
EX IE 12" RCP (NE) = 206 .10 

10• Pvc s=o.005 
-- 1 O" CONC. SD . so -- SD 

in 
0 
C! 
0 
II 
II) 

~ 
"o 

I 
STA B1+00.84 R33.01 TO 

STA B1+04.03 R42.75 
TRANSITION FROM O'" TO 

6'" CURB HEIGHT. 

STA B0+65.27 R33.03 TO 
STA B0+62.10 R41.03 
TRANSITION FROM O'" TO 
6" CURB HEIGHT. 

I 

a ~ 

\ 

I I 
STA B0+62.10 R42.75 
SDCB-8 
CONSTRUCT CURB INLET. SEE STANDARD 
DRAWING NO. 412 & 413. 
Rlt.t = 211.02 
NEW IE 1 o• PVC (N) = 206.59 

STA B1+04.23 L41.00 
~ MATCH EXISTING CURB AND GUTTER. 

/ TFOC: 211,01 

I 

SEE DETAIL B ON SHEET 17 FOR 
CURB EXTENSION SIDEWALK DETAILS. 

STA B1+16.01 L17.84 TO 
STA B1+24.00 L21.00 
TRANSITION FROM O'" 
TO 6'" CURB HEIGHT. 

--SD -- SD -- SO -- SO.,,,.- SD - - ,o --SD --SD --SO --SD --SD 

• 0 -

STA B1+16.03 R17.85 TO 
STA B1+24.00 R21.00 
TRANSITION FROM O'" 
TO 6'" CURB HEIGHT. 

- STA B1+04.03 R45.75 
SDCB-9 
CONSTRUCT CURB INLET. SEE 

- l 

< Rlt.t = 211.15 
0 NEW IE 1 O" PVC (N) = 208.03 

/

STANDARD DRAWING NO. 412 & 413. 

0 

" STA B1+04.03 R45.24 ~ MATCH EXISTING CURB AND GUTTER. 
TFOC = 211.12 

~~~ 
0 
iii 
> -
~o~ 

Z• I I 
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Ill: z 8 cc 
w I z z 
Ill: Ill: 
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:::, :::, 
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,I i 
REMOVE EXISTING CATCH BASIN 

AND 1 O" CONCRETE STORM DRAIN. 

f'ILL 1 O" CONCRETE STORM DRAIN WITH 
F"LOWABLE CDF" OR REMOVE ENTIRELY. 

STA B3+74.62 L21.39 SEE DETAIL B ON __ . ..J lit . 
SDCB-10___ SHEET 17 FOR 

CONSTRUCT CURB INLET. SEE STANDARD-. - - CURB EXTENSIONJ\ 
DRAWING NO. 412 & 413.' SIDEWALK DETAILS 

RIM = 210.41 • 
NEW IE 1 O" PVC (SE) = 207.48 

I 

STA B3+76.24 L21.00 
TFOC = 210.41 

--

STA B3+84.29 L17.81 TO 
STA B3+76.24 L21.00 

TRANSITION FROM O" TO 
t 6" CURB HEIGHT. 

--so -- so --so -

STA B3+84.29 L17.81 
GUTTER• 210.10 

.., -- .., -1 2" CONC. 
I STA B0+50.11 R17.88 

GUTTER= 210.06 

STA B3+84.41 R17.87 TO 
STA B3+76.24 R21.00 

TRANSITION FROM 0" TO 
6" CURB HEIGHT • 

3RD AVE 

STA B3+73.99 R21.00 
SDCB-11 

CONSTRUCT CATCH BASIN. SEE 
STANDARD DRAWING NO. 414. 

RIM = 210.23 
NEW IE 1 O" PVC (E) = 207 .23 

NOTE: 

~ 

STA B3+91.58 R21.06 
SDMH-8 

REMOVE EXISTING CATCH BASIN AND 
CONSTRUCT SHALLOW PRECAST MANHOLE. 

SEE STANDARD DRAWING NO. 402. 
EX RIM = 210.20 

NEW IE 10" PVC (W) = 207.15 
NEW IE 10" PVC {S) = 206.60 , -~==~=,=-, 
EX IE 12" PVC {SE) = 205.60 li 
EX IE 12" RCP {N) = 205.55 I 

STA B3+96.09 R42.72 
SDCB-12 

CONSTRUCT CURB INLET. SEE STANDARD 
DRAWING NO. 412 & 413. 

RIM = 210.49 
NEW IE 1 O" PVC {N) = 206. 70 

8 
0 
ci 
II 
en 

~ 
•o 
~ 

-0. 
5%MAX, -

SEE SHEET 21 FOR 
HORIZONTAL CURVE DATA. 

MATCH 
STA B3+96.25 R46.20 ~ I 

EXISTING CURB AND GOTTER. 
TF"OC = 210.49 

STA B3+99.42 L32.98 TO 
STA B3+96.24 L41.00 
TRANSITION FROM O'" 
TO 6'" CURB HEIGHT. 

STA B4+28.24 L32.99 TO 
STA B4+28.24 L42.99 

rr:'~!t---..!.......~ TRANSITION FROM 0" 
,I 

STA B3+99.42 L32.98 
GUTTER= 210.17 

NEW CURB AND GUTTER. 
TFOC = 210.40 STA B4+50.25 L17.00 

INSTALL HIGH POINT IN 
NEW CURB AND GUTTER. 

TFOC = 210.41 

STA B3+98.50 L6.09 
EX SDMH-3 
CONNECT NEW 1 O" PVC PIPE TO EXISTING MANHOLE 
AND ABANDON 1 O" CONCRETE STORM DRAIN 
CONNECTION WITH NON SHRINK GROUT • 
EX RIM = -24e:8& 210.96 
NEW IE 10" PVC (NW) = 207.34 
EX IE 12" RPC {S) = 204.86 
EX IE 12" CONC. (W) = 204. 76 

STA B3+96.72 R20.51 
INSTALL HIGH POINT IN 
NEW CURB AND GUTTER. 
TFOC = 210.35 

STA B3+99.46 R32.88 

'<'• GUTTER= 210.13 

'°v. 
C' -
STA B3+99.46 R32.88 TO 
STA B3+96.24.10 R40.99 
TRANSITION FROM O" TO 
EXISTING CURB HEIGHT. 

' ~ 
I " A VED 
CONSTRUCTION 

I
(/) 

z 
(D 
_J 
<( 
0 
<( 
0 
0::: 
(D 

TO 6'" CURB HEIGHT. 
S=0.050 

INSTALL (2) 10' LONG RIBBON DRAINS 
AT LOW POINT AS DIRECTED BY THE 
ENGINEER. USE 3" PVC TO CONNECT 
RIBBON DRAINS TOGETHER AND TO 

1

1 
PIPE THEM INTO STORMWATER 
QUALITY PLANTER. SEE STANDARD 

AX --.-

S=0.020 -

0 

DRAWING NO. 611. 

--

0 

S=0.003 -
STA B4+59.10 L20.62 
TFOC = 210.27 
BEGIN S=0.003 

STA B4+50.25 L17.00 TO 
STA B4+62.26 L21.00 
TRANSITION FROM O" 
TO 6" CURB HEIGHT. 
S=0.026 

~~~~ 
0 -
in i:i - "' > -..... .. .. 
a,:Oi>:8 

Z jE 0 
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.... ... 
Cl 

~ ... 
oi 
Cl 
Ill 

= Cl 
a. 
::::, 
en z 
0 

i ... 
Ill 
Cl 
Ill 

~ -:E 
0 

LaJ 
> 
<( 

C 
0:: 
t,t') 

/ 

-___,_. -=-=-------..=--.::=.~ 

,·-- _ _ 11 ;1,--:____ -~,-:r.,_,_ --\ - - - - ------ --- /JI-~ --_,_\ __ 
(, . INSTALL 4" PERFORATED PIPE AT \ 

i • THE BOTIOM Of' EACH LINED 
--'-'STORMWATER QUALITY PLANTER. SEE 

STANDARD DRAWING NO. 604B. 
-- ss - S·, -A~ --

CONNECT EACH STORMWATER QUALITY PLANTER 
PIPING TOGETHER WITH 4" SOLID PVC PIPE. 
INSTALL ALL PIPE AT S=0.003. 

SEE SHEET 8. 

NEW IE 4" PERFORATED 
PIPE= 206.64 

APPROVED FOR 
CONSTRUCTION 

. I Ii 

BROADALBIN ST 

\',\ct-.. .,. 
I 

STA C5+06.23 R11.00 ~ ~- I +f l:11, soca-11 ::t1 
CONSTRUCT CATCH BASIN. SEE, 
STANDARD DRAWING NO. 414. c,_ 

RIM = 209.02 -
NEW IE 4" PVC (E) = 206.02 

NEW ID 1 O" PVC (N) = 204.32 

~~ i 
0 5 10 20 

OMITTED STATIONING AND 
ELE\IATIONS 'NILL BE 

PROVIDED BY Tl IE ENGINEER. 
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DETAIL A: TYPICAL NEW SIDEWALK SCORING PATTERN 
(NOT TO SCALE) NOTE: 

CONTRACTOR SHALL MATCH 

DETAIL A SHOWS THE TYPICAL SCORING PATIERN FOR THE 
FOLLOWING LOCATIONS; 
• 2ND AVENUE 
• 3RD AVENUE 
• LYON AND ELLSWORTH STREET FROM 1ST TO 3RD AVENUE 
• WEST SIDE OF BROADALBIN STREET 

DETAIL 8: TYPICAL CURB EXTENSION SCORING PATTERN 
(NOT TO SCALE) 

INSTALL TRAFFIC RATED BLACK 
RADIUS TRUNCATED DOMES. SEE 
STANDARD DETAIL 315. TYPICAL 

4'X4' SCORING. TYPICAL 

LIMITS OF s• PCC 

2'X2' SCORING. TYPICAL. 
ALL CURB EXTENSIONS SHALL BE 
CONSTRUCTED WITH 8" PCC. 

NEW FACE OF CURB 

EXISTING SCORING PATTERNS ON 
SIDEWALKS SOUTH OF 3RD AVENUE 
ON LYON AND ELLSWORTH STREETS. 

I ... 

2' X 2' 
SIDEWALK PANELS IN 

FURNITURE ZONE 

4' X 4' 
SIDEWALK 
PANELS NEW BACK OF SIDEWALK 

DETAIL C: TYPICAL SIDEWALK CROSS SECTION 
(NOT TO SCALE) 

w •----- 12' TYP.-----i 
z 
::J 

3: 
ci 
c:::-- 8' TYP. 4' TYP. 

. 
DOMES. SEE STANDARD DETAIL 315. TYPICAL . DETAIL D BROADALBIN EAST SIDEWALK SCORING PATTERN INSTALL TRAFFIC RATED BLACK RADIUS TRUNCATED 

4'X4' SCORING. TYPICAL\ (NOT TO SCALE) 

2'X2' SCORING IN\ 2'X2' SCORING AT CURB 
BETWEEN TREE WELLS. BROADALBIN ST EXTENSIONS. TYPICAL. ~ 

- .• !Ii ...... ~ 

~" 
II II \ \ II II ' 

I I I I I / II II I II II I --~~-~k~ T l l l l . 
111 -~=: . I I I ' I • I 

I I I ' I I\ I , - ·== 
... ;: 
;: ...... __ .._ I///// I I I f:1/ // / I I I "//// I I i, I I I '///// J '//// I I I I ~-/// I I I f I ,;/ /// I I I v//7/ ~ 

:; I I I I I I I f I I I I I I l I I I I I I I I I 

=:--c...~ I I I I 
,... 

I " I / 
:t !- -=- 1-~ j '(_ - ' -±::.!=- -=- == =-- =- :=-t- J_ l - - '--~ - - I__ I _I 

\s 
- - I I I I 

I 
. - - -

l 11 -r--I ,_ 
11 

I 

i ~~ I L-L...L-
TREE WELL PLANTER. I I 1-l 

4'X4' SCORING. TYPICAL. TYPICAL I 2'X2' SCORING IN -~ r--- - - ·- L-L... 

I DRIVEWAY APPROACH. j TREE WELL AND PLANTER OPENINGS. 

I 
~~ 

I I I 
L-L... -

..... ~ [ I I, '-'-

,~>-I zm I 
0 
in 
> i.J .. 
D:: 0 I 

ZI 

w ~. 
c• 
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\ 
HORIZONTAL CURVE DATA CORRESPONDING TO SHEET 12 

u ~ I~ VI:;.: I I I 
CHORD 

zm 
CURVE# LENGTH RADIUS DELTA CHORD DIRECTION START STATION START TFOC END STATION END TFOC 0 

LENGTH 
~ 1-

vi 
> 

t;!S 
....... 
ii O I I I 

~...1 ZI I I 

C1 C. c 
LL •• ..... 

~! :lo:: •• w Oi..i 

C2 
..... I-

~II I LL ct: :::C< cc oc CI I I 

C3 

C4 

C5 ""' ~ 
~ ~ C6 

~ ~ 
Q..; 

C7 CURV DATA W~LL BE ~ ~ ~ 
=r::: ~ ~ ca ~~ ~~ PROV~DED BY THE ~C,j 
~ ~ ~~ 

C9 

~~ 
c~ 
~~ 

C10 ENGINEER c~ ~ t§ 

~~ 
~(',.) 

® ~~ C11 ~ ~ ~~ 
C12 

~ ~ t; ~ ~ 

C13 ~~ 

t t u 
.... 

C14 ~ 
""'> 
~ 

C15 -A -... 
&!. 

C16 c:--.:i 

C17 

C18 
1,~tDPRO~ '\ - & 

~~GINE.~/? ~-1,: 
C19 56,471PE ~ 

1A11"!:-L i.,fl 1 H-

C20 
, .. ~ REGON#/ 

?-a 11Lw\l\)1. ;!'. 
'Pfi£R L. Cr:.~~ 
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CURVE# LENGTH RADIUS 

C21 

C22 

C23 

C24 

C25 

C26 

C27 

C28 

HORIZONTAL CURVE DATA CORRESPONDING TO SHEET 13 

DELTA CHORD DIRECTION CHORD 
LENGTH 

CURVE DATA 
PROV~D D 

ENG~N 

START STATION START TFOC 

W~LL B 
BY THE 
ER. 

END STATION END TFOC 

w 
~II I 
CI I I 

..-.'tl-'i:.D PROF.En 
'\'v - "& &' '<-~GIN£€';;, ~ 

~ 56,471 PE {-

~ u. :+: L 'i_ /!JI,.. 1 
1/f ~ -~ OREGON~ $2 

~)'-Q .!IJL ~()\"l'l- ~ 
:01-f£R L. er:.<?-~ 
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~ 
HORIZONTAL CURVE DATA CORRESPONDING TO SHEET 14 

IU ~~ VI~ I I I ZIDI I 

CURVE# LENGTH RADIUS DELTA CHORD DIRECTION CHORD START STATION START TFOC END STATION END TFOC ~$ 0 

LENGTH I~~ iii 
> 

' 
Loi •• 
a:O I I I 

1-- .J u ... z I I I 

C29 ;. ci Ii~ Loi 

~~ .;,j 

C30 iii< Loi t- '< I I I ~ a: ::C< O I I I - 0 00 

C31 

C32 

C33 "' 
~ 

C34 ~ ~ 
~ ~ ~ 

C35 u ~ 

CURVE DATA W~LL BE ~ ~ ~ ~ 

C36 ~ ~ 
~::j ~ C,j 

PROV~DED BY HE 
~~ 

C)~ C37 

~~ ~~ 
C38 c~ ~~ 

ENGINEER. ~~ 
""'-cu 
~~ 

C39 ~~ ~~ 
~~ ~~ 

C40 t; ~ ~ 

C41 ~~ 

Gt u 
"' C42 ~ 

"'1"') 
~ 

C43 
I 
~ -. 
~ 

C44 c..-.:i 

C45 

C46 -<...v.,,~<;;.'u PRO,i:-~S.9. 
<§' ~~GINE,E"'r ~ 

C47 if 56,471PE ~ 

1u,}t-:1:-_ t. /J.1 ,.. 
C48 -

q; T OREGO~ 
~)'Q "'4.Yg,201)1-;st. 

'f:}ffl:R L. cs~~ 
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\ 
a~ ·~ 
~~ HORIZONTAL CURVE DATA CORRESPONDING TO SHEET 15 i~ ~ VI> I I I 

ZIii I I I 

~ I~ 0 

~ s iii 
CHORD > 

CURVE # LENGTH RADIUS DELTA CHORD DIRECTION START STATION START TFOC END STATION END TFOC 
....... 

LENGTH t.il~ a:0 I I I 1- ... z 

c 
Ii ~ 

..... 
lo:: •• 

~ C49 01,1,1 
<I( ......... ~. ~ a: ::C<I( I I 

c• I I C UC 

cso 

C51 

C52 CURVE DATA W~LL BE ""' 
~ 

C53 ~ ~ 
PROV~DED BY THE ~~ ~ 

C54 ~~ ~ 
~~ ~ C55 

ENG~NEER ~~ ~~ ~ C".,j 

C56 @ ~ ~ ~~ 

~~ 
c~ 
~~ 

C57 c~ ~~ 
~ ~ 

~w 
C58 ~~ ~~ ~~ C59 E§ ~ t; ~ ~ 

C60 ~~ 

t t ~ 
C61 

~"' 

~ 
-A ...... 

HORIZONTAL CURVE DATA CORRESPONDING TO SHEET 10 ~ 
~ 

CURVE # LENGTH RADIUS DELTA CHORD DIRECTION CHORD START STATION START TFOC ENO STATION END TFOC 
LENGTH 

~<c,~~D PRO;:-~&& 
C62 

CURVE DATA W~LL BE 
~ ~~GINE~"i> '\ 

/f 56,471PE < 
C63 j,A.J~L_ t /J 1_~ •.. ~J_. 

C64 

PROV~DED BY HE ENGINEER. 
i r OREGO"?! 

iP;-Q "llLYs ,21:11:11-~ 
C65 "°HcR L. Ct.~~ 
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---= -

WA1ER AVE = ' 

----------

-- SEE SHEET 2.3 - - -- -

- -
- - -- - SEE SHEET 2.5 -

- - -

--sEE sHEEl 2.7 · --

\-
(f) 

- - - z 
0 
~ 

--

~ I ~ - ___ 4 
NOT TO SCALE \ I 

\ 
i I I I 

\ \ -~------r----t---

----
SEE sHEE1' 2.9 

- - -

\-
FIRE 

STATION 11 
(f) 

0:: 

* w 
~ 
-4. 
co 

/ / 

\ 
\ 

----+ 
\ 

\ 

- - -

- - --· 

- ---

---

I 
\ 

\ 1 

\ \ 
\- I \ 

: L-- - ~ 
0::1 \ (/) \ 

~ \ 0 
0 ·, -4. \ 
c., i O · 
\- . --- - -· 0:: ~-\ ~ \ ~ -4. a::: I 

- --

------/ ~ 



I 
fl, 

!II 

ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE B 

I
V) 

RAYBAR PROFESSIONAL 
CENTER 

425 

STA A4+Q2.33 8',63 

ABANDON EXISTING 
SPIGOT CONNECTION. 

.. 
PARKING 

LOT 
i 

STA A&+9J.89 LJ&.QJ 
AFTER ACCEPTANCE OF NEW WATER LINE, REMOVE EXISTING 

12· x a· FLG CROSS, 12• BUTTERFLY VALVE AND a· FLG X 
MJ GATE VALVES. INSTALL 12• DI PIPING AND SOLID SLEEVE 

COUPLERS TO CONNECT TO EXISTING 12• DI PIPE (N,S). 

411 L _ -- --- --------_,, 

413 

REMOVE ABANDONED FIRE 
415 HYDRANT AND LEAVE ONSITE TO n BE RECLAIMED BY CITY CREWS • . 

, ~l 
I' , I ~ / l \ k· 

INSTALL 2• TEMPORARY BLOWOF'F' (E). AFTER 
ACCEPTANCE OF NEW WATER LINE REMOVE TEMPORARY 
BLOWOF'F AND EXISTING 12· x e• TEE (W). CONNECT 
TO EXISTING 12" 01 WATER LINE WITH 12" DI PLAIN 
END SPOOL AND 12• DI MJ SOLID SLEEVE COUPLER. 1__1 (2) TYPICAL THIS SHEET. 

• 
I 

!II 

I 
,; 

I 

~1 
I 
'I 

-· ,;, 0 

0 
0 

--so -so 

0 2ND 0 
+ 

• Sil -- ~~ II 
- ltl -

AVE I ' WL ,-,\ -WL 

\ 

+/"" 

-% - ... ----------.--..---
Ill II <- CONSTRUCT 12" DI WL 

I
V) 

' ' 

'-

AFTER ACCEPTANCE OF NEW WATER' 
LINE, ABANDON s· AC AND a· DI 

WATER LINES WITH CELLULAR 
CONCRETE. TYPICAL THIS SHEET, 

I I 

I 

CREO 
BELLUS 
SALON 

456 

436 

-1 

NEW FACE 
OF' CURB. 

PARKING 
LOT 

~ M. 

PARKING 
LOT 

WL )E--6" AC WL --WL 

PARKING 
LOT 

. -···-·I 

-- . - -

~ .: ,.; : I 

STA A6+52.95 R4,28 
CUT IN 12" F'LG CROSS ON EXISTING 12" DI WATER LINE. 
INSTALL 12" F'LG X MJ BUTTERFLY VALVE (W,E). INSTALL 

12" F'LG X MJ BUTTERFLY VALVES, 3' LONG 12" DI 
PLAIN END SPOOLS AND SOLID SLEEVE COUPLERS (N,S), 

NORTH AND SOUTH BUTTERFLY VALVES SHALL REMAIN 
CLOSED UNTIL ACCEPTANCE OF' NEW WATER LINE. 

I 

METER BOXES SHALL BE SET A MINIMUM-· -

PARKING 
LOT 

OF' 5• APART FROM EACH OTHER. 
I~ I 

STA A9+88.12 R4,SQ 
INSTALL 12• MJ X 6" FLG TEE. INSTALL 6" FLG X MJ 

GATE VALVE AND STANDARD FIRE HYDRANT ASSEMBLY (S). 
SEE STANDARD DRAWING NO. 50-4. HYDRANT LOCATION TO 

BE MARKED IN THE FIELD BY THE ENGINEER. 

TWO 
RIVERS 
MARKET 

II STA A10+32,44 R13,47 
AFTER ACCEPTANCE OF' NEW WATER LINE, REMOVE EXISTING 1 

8" X 6" TEE AND 4 VALVES. INSTALL 8" DI PIPING SOUTH 
FROM NEW 8" GATE VALVE AND CONNECT TO EXISTING 8" 

DI WATER LINE WITH 8" DI MJ SOLID SLEEVE COUPLER. 

I
V) 

z 

II 

I 

81 

I 

~ 
... l;j 
z w 
::J ~ 

~ 

l \ 
\ 

\ 
I 

~~ 
0 
vi 
> L,J •• 
tt:O z 

.;,,i 
!c I 
o• 

i------:i r-------::::::====::::----. 
g '!'-- --WL 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE 8 i 

; i r~ , 
<C AFTER ACCEPTANCE OF NEW WATER 

I 
BOLTS AND i Q 

BLOCKS I 
233 

LJ 
STA A13+30.37 R4.50 

INSTALL 12" MJ X a• FLG TEE. INSTALL 6" 
FLG X MJ GATE VALVE AND STANDARD FIRE 

HYDRANT ASSEMBLY (S). SEE STANDARD 
DRAWING NO. 504. HYDRANT LOCATION TO 

BE MARKED IN THE FIELD BY THE ENGINEER. 

I 

INSTALL 9• ASPHALT TRENCH PATCH 
ACROSS ELLSWORTH STREET. SEE 

SPECIAL PROVISIONS AND ODOT PERMIT. 

FUN ZONE 
223 ANTIQUE STORE 

205 

SUREFIRE 
DESIGN 

201 
C I LINE, ABANDON a• AC AND 4• GI 

Jo 9 I WATER LINES WITH CELLULAR 
..._ CONCRETE. TYPICAL THIS SHEET. m __ .,.,..__ I 

., t 

ENDEX 
ENGINEERING 

231 

+---

MURPHY'S 
SEED 

STORE 
227 

,_ j / ,...... 
[ __ _ ., 

___ ,_ • I. 

.(j 
) 

I I 
I j , 
I v• 

I I 

®.-k 

t 

0 I t,() 

I- t 
l.&J 

I l.&J 
:::r: 
(/) 

t 
l.&J I l.&J 
(/) 

t 

I- I (/) 

:::r: 61 
I-

I a:: 
0 
3:: 

I 
I 
I 
I 

(/) 
...J 
...J 

I 
·1 1 

l.&J 

I 
61 

I 

0 
0 
+ ---------- ::;j:--- .. ---,----CONSTRUCT 12" 

I 
I 

[ 

-- WI. -H-- WI. -- WI. )f--- WL _JWL --WL --X-111. 

-.. 

___ -c _ _ _ ~~~ - ~- ~-L--- T- ' ~ \_ 

J r 
l] '-1 I I 

ALBANY 
ANTIQUE 

MALL 
145 

NEW FACE 
OF CURB. 

OLD CITY HALL 
240 

= 

d l "-· ·~ 
STA A12+30.61 R4,65 

INSTALL 12• MJ X 4• FLG TEE AND 4• FLG X MJ GATE 
VALVE (N). AFTER ACCEPTANCE OF NEW WATER LINE, 

CONSTRUCT 4•x4" CONNECTION ASSEMBLY. SEE STANDARD 
DRAWING NO 511, DETAIL B. 

CONTRACTOR SHALL COORDINATE WITH BUILDING OWNER'S 
FIRE SPRINKLER CONTRACTOR TO ENSURE SYSTEM IS ACTIVE 

AFTER CONNECTION ASSEMBLY HAS BEEN CONSTRUCTED. 
' ' 

CONSTRUCT STANDARD 1• 
SERVICE ASSEMBLY SEE 

STANDARD DRAWING NO. 507 
AND SPECIAL PROVISIONS. 

LOCATION TO BE SPECIFIED IN 
THE FIELD BY THE ENGINEER. 

(10) TYPICAL THIS SHEET. REMOVE ABANDONED VALVE 
BOX. (9) TYPICAL THIS SHEET. 

THE STILL 
220 

~ . . 1 -
- -~., ---c,;:--- =- \.... 

I 
J 

I_______ l --

WI. 
-i: I 
t;· -- WL )f---111. --'4l( -5" AC WL 

- D -

fil 
I 

" I , .... 

) US BANK 
205 

STA Al 3+59.85 R4,64 
INSTALL 12• X 12" FLG CROSS. 

t... INSTALL 12• FLG X MJ BUTTERFLY VALVE 
(W,E). INSTALL 12• X 4" FLG REDUCER 

AND 4" FLG X MJ GATE VALVE (N,S). 

NOVAK'S 
208 

CUSTOM 
STAINED 
GLASS 

206 

ALBANY REGIONAL MUSEUM 
115 

=== ~-

SEE SHEET 44 FOR WATER 
LINE NOTES AT INTERSECTION. 

' I _ J 0. 

0 

:::r: I
I- l.&J a:: l.&J 
0 :::r: 
3:: (/) 
(/) l.&J 
...J l.&J 
ci (/) 

t:i ... 
::c 
Ill 

!!! 61 
i!: 
,n ..... 

0 
0 
+ ..,. +---...... ---~ t<:I 

- :ii <( 

~ -- WL )f--- WI. 

j] 
II 

w 
!:i I 
c• 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE B 

CONSTRUCT STANDARD 1" 
SERVICE ASSEMBLY SEE 

STANDARD DRAWING NO. 507 
AND SPECIAL PROVISIONS. 

j 
REMOVE ABANDONED 

I VALVE BOX. (10) 
TYPICAL THIS SHEET. 

ft I 

II 

I 
WI. --,( 

1-
(/) 

>-
0::: 
c::: 
w 
I.&.. 

p -

PARKING 
LOT 

STA B1 +20.52 L14,ZZ 
INSTALL 2" TEMPORARY BLOWOFF (E). AFTER 
ACCEPTANCE OF NEW WATER LINE, REMOVE 
TEMPORARY BLOWOFF AND EXISTING 12"X12" TEE. 
CONNECT NEW AND EXISTING 12" DI WATER LINES 
USING 12• DI MJ SOLID SLEEVE COUPLER. 

LOCATION TO BE SPECIFIED IN 
THE FIELD BY THE ENGINEER. 

(9) TYPICAL THIS SHEET. 

l TWO RIVERS MARl<ET 
. J 

NEW FACE r.,.,,,..,"4'.'"4':~d".""'?("'u",.,.&..,.,...,J1
.' 

OF CURB. 

u 
v '· 

' . 
AFTER ACCEPTANCE OF NEW WATER LINE, ABANDON 

12" CIP, 4" CIP, 12" DI AND 6" DI WATER LINES 
WITH CELLULAR CONCRETE. TYPICAL THIS SHEET. 

- 0 o-
0 
+ 
N m 

--WL 

r.o -- - SD -so --so - - v., --

3RD AVE 

II 
d-· 10 
0 
+ 
I") m, ,., 

WL }f-- WI. -- WI)(-- WI. -----Ho-J_ 12" CIP WL ---.)(...I 
CT STA B3+54,19 L14.88 

INSTALL 12" MJ X 6" FLG TEE AND 6" FLG X MJ GATE VALVE (N). 
_ AFTER ACCEPTANCE OF NEW WATER LINE, CONSTRUCT 6"X6" 

• CONNECTION ASSEMBLY. SEE STANDARD DRAWING NO 511, DETAIL B. 
CONTRACTOR SHALL COORDINATE WITH BUILDING OWNER'S FIRE 
SPRINKLER CONTRACTOR TO ENSURE SYSTEM IS ACTIVE AFTER 

CONNECTION ASSEMBLY HAS BEEN CONSTRUCTED. 

CONSTRUCT STANDARD 2" 
SERVICE ASSEMBLY SEE 
STANDARD DRAWING NO. 507 
AND SPECIAL PROVISIONS. 
LOCATION TO BE SPECIFIED IN 
THE FIELD BY THE ENGINEER. 0 

LINN COUNTY 
LAW LIBRARY 

304 

NOTE: 

i ,~: 
CD La.I 

1 ...J La.I 
<C I 
0(/) 
<( 

.J O La.I 
a::: La.I 
CD U1 

I 
PARKING 

LOT 

LINN COUNTT 
PROPERTY 

MANAGEMENT 
330 PARKING 

LOT EXISTING STREET SECTION FOR LYON AND 
ELLSWORTH IS APPROXIMATELY 4" OF AC ON 

I-
(/) 

Ill 
z 

I 

- 5S 

I 
.A.. i 

---------------------------------------------------------i. TOP OF APPROXIMATELY 24" OF 
I 

I I I 
II 
I STA B5+75,27 L14,99 NON-DIGABLE CEMENT TREATED BASE. 

I i il 

I I 
...I I 
~ 

i5 

' ·, 

STA B4+20.62 L14,95 
CUT IN 12" X 8" FLG TEE ON EXISTING 8" DI 
WATER LINE. INSTALL 12" FLG X MJ 
BUTTERFLY VALVE {W). INSTALL 8" FLG X MJ 
GATE VALVE, 3' LONG 8" DI PLAIN END 
SPOOL AND SOLID SLEEVE COUPLER {N), 
NORTH GATE VALVE SHALL REMAIN CLOSED 
UNTIL ACCEPTANCE OF NEW WATER LINE. 

'. V 

' 

GROWLER 
GARAGE 

227 

N 

PIXIE'S 
225 

INSTALL 12" MJ X 8" FLG TEE. INSTALL 5• FLG 
X MJ GATE VALVE AND 8" DI WATER LINE (S). 

22 1 

·NEW FACE 
·OF CURB. 

PARKING g, EDWARD 
LOT ~ JONES 

I \ 234 

I I 

WS.1111'-J-...;;:::;===1::......llJf-------J..1~-L-+J----+-1--~W-----..L-+,---l~- coNSTRUCT 12" 

I I I! 

rJ 
~ I 

I 

' 
I 

I I 

0 
0 
+ 
LO m 

I! I! 

I I I 
II II II 

-w@)(-WL Jj_.,,_ L 
STA B4+64,32 L14.99 

--WL 

INSTALL 12" MJ X 6" FLG TEE. INSTALL 6" FLG 
X MJ GATE VALVE AND STANDARD FIRE HYDRANT 
ASSEMBLY (N). SEE STANDARD DRAWING NO. 
504. HYDRANT LOCATION TO BE MARKED IN THE 
FIELD BY THE ENGINEER. 

REMOVE ABANDONED FIRE HYDRANT AND 
LEAVE ONSITE TO BE RECLAIMED BY CITY 
CREWS. (2) TYPICAL THIS SHEET. )I, 

I ~ OSE EXISTING VALVE 
PRIOR TO INSTALLING THE 
TEE AT STA B4+20.62 

CITY HALL 
333 

L 14.95 AND KEEP CLOSED. 

PARKING 
LOT 

l 
AFTER ACCEPTANCE OF NEW WATER LINE, REMOVE TEMPORARY BLOWOFF 
ON 6" GATE VALVE (E). INSTALL 3' LONG 6" DI PLAIN END SPOOL, (2) 
6" DI MJ 45" BENDS, AND CONNECT TO EXISTING 6" DI PIPE WITH 
SOLID SLEEVE COUPLER (E). CONNECT TO EXISTING 4" DI WATER LINE 
WITH SOLID SLEEVE COUPLER (S). CONTRACTOR SHALL COORDINATE WITH 
BUILDING OWNER'S FIRE SPRINKLER CONTRACTOR TO ENSURE SYSTEM IS 
ACTIVE AFTER CONNECTION ASSEMBLY HAS BEEN CONSTRUCTED. 

I- m 
(/) rt) 

1-
tj Ii! 

I I 
(/) 

ti 

I 
WL 

• 

'° N ... ...... z ... 
:::; 1'i 
::c g 
"' ::::E 

l 

j 

I 
I 
i 

I 
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I- 0, 
(I) ...., 

:c I
I- ..... 
0:: ..... 
0 ::r: 
3:: (I) 

..... 

ITEMS ON THIS SHEET 
SHALL BE PAID FOR UNDER 

SCHEDULE B UNLESS 
OTHERWISE NOTED 

CHASE 
BANK 
231 

l>====-· -

CONSTRUCT STANDARD 1" SERVICE ASSEMBLY SEE 
STANDARD DRAWING NO. 507 AND SPECIAL 

PROVISIONS. LOCATION TO BE SPECIFIED IN THE 
FIELD BY THE ENGINEER. (3) TYPICAL THIS SHEET. 

113 

STA B10+99,69 LI 4,80 
REMOVE APPROXlt.tATELY 10' OF' EXISTING 24• DI 

WATERLINE. INSTALL 24" X 12" F'LG CROSS. INSTALL 
24" F'LG X MJ BUTTERFLY VALVE (N) . INSTALL 2-4• 

F'LG X t.tJ ADAPTER (S}. INSTALL 12" F'LG X MJ 
BUTTERFLY VALVE (E,W}. CONNECT TO EXISTING 2-4" 

DI WATER LINE USING 2-4" DI PLAIN END SPOOLS 
AND 24" DI SOLID SLEEVE MJ COUPLERS (N,S). 

EXISTING 24" DI WATER LINE IS APPROXIMATELY 4.5' 
DEEP TO TOP OF' PIPE. 

' 
JACK N JILL 

1

, 
236 q~ I 

l_ _ !1 
....J ..... ..... -1' 

(I) I 
0 

I I • 

------ CONSTRUCT 12" DI WL -...,.---------t----------~-=""l"" ..;.;,;,;.,..-....a. __ .(.).;.•~--~.....!'-""'- - ~-- - --....,j~!}l.'11iM ~ -..;... ..... 
' l!l ~ 

Iii 

I 
I 

~ !:i 
-':z: 

0 I 86 :z:~ ~ ~ 
~ ~+ ffl STA B9+16,35 R2J.oo (APPROX,) --.c·· 3RD AVE ... m 

x-
i 

- INSTALL 2" TEMPORARY BLOWOF'F. · -

___ Iii ___ -..,'.,;,'.~,,.· -:;~'i" ~~--'!!-- -_X.,-·~ 2;. '-~~.::::~:~W~L~---,,~~coi-.,-.~'P'I;;,..-.... - ~..,,;.--. .,!·;-)(;., -1 __ ;;;;"'-_ -_-:_.....;,;~!;;.!-,.~,.~_;-><;;_;;;;;;;;;_~2~" GI WL 
J 

• . - I ,__;:: 
AFTER ACCEPTANCE OF NEW:-_ .

WATER LINE. ABANDON 2• GI 
WATER LINES WITH CELLULAR 

CONCRETE. lYPICAL THIS SHEET. 

I 
I 

·i-
AFTER ACCEPTANCE OF NEW WATER LINE, REMOVE 

TEMPORARY BLOWOFF. INSTALL a• MJ X 6" MJ 
REDUCER 2' SOUTH OF WATER SERVICE CONNECTION. 
CONNECT TO EXISTING 6" F'IRE SERVICE OUTSIDE OF 

BUILDING. VERIFY EXISTING PIPE DIAMETER AND 
MATERIAL PRIOR TO INSTAWNG TEE ON MAINLINE. I THIS WORK IS TO BE PAID FOR UNDER SCHEDULE E. 

6l~ 

I 
B 

I 

KEYBANK 

11 CONSTRUCT STANDARD 2· •• ~~: ASSEMBLY WITH 1,5" METER. J+, SEE STANDARD DRAWING NO. 508 AND SPECIAL PROVISIONS. 
- \ - LOCATION TO BE SPECIFIED IN THE FIELD BY THE ENGINEER. 

THIS WORK IS TO BE PAID FOR UNDER SCHEDULE E. 

\ 

----., _T-
- WL - -t )(_ 

ss -- -- ~ 

- )( -)( - )( 

- -- --- ------
Iii 

ti! 

I 

I 

!
L_ 
-:r-

i'lf-

STA BJ0,:41,15 LJS,11 
INSTALL 12" MJ X 6" FLG TEE. INSTALL 6" 
F'LG X MJ GATE VALVE AND STANDARD FIRE 

HYDRANT ASSEMBLY (N). SEE STANDARD 
DRAWING NO. 504. HYDRANT LOCATION TO BE 

MARKED IN THE FIELD BY THE ENGINEER. 
' 

PARKING 
LOT 

-,,-

I 
REMOVE ABANDONED 

VALVE BOX. 

/' i 
: I . 

AFTER ACCEPTANCE OF NEW WATERLINE, r, 
CONSTRUCT 12•x4• CONNECTION ASSEMBLY. 

SEE STANDARD DRAWING NO. 511, DETAIL A. "' I .. I II I ~ 

/ I -I i I I 
; ti! I 

¥-
. ' I INSTALL PRIVATE 2• WATER SERVICE TO 3RD AVE 

AVENUE USING HORIZONTAL DIRECTIONAL DRILLING. V i 1 1,;T ~ THIS WORK IS TO BE PAID FOR UNDER SCHEDULE E. 

- --------- Olf>--

CONTRACTOR SHALL VERIFY 
WHERE PRIVATE WATER LINE _ 

- - PIPING EXITS BUILDING. 

' -----1 =-·- ,~ 1 ' 
-- OttP ------ ~ ~ I ~ ;1~ ~-,.. -- . x=~· :~ -l, c,_; )(-$,-- ~-

)( ,_,,--cl X-- n. ~ , . ·- ·1 - . ss - I . i - , · y;;-ss I !_. : - I 

__l 

t ---- - - - ----- - - ------1 NOTES: 

I 

I 
I 
I 

If 

1. EXISTING STREET SECTION FOR LYON AND ELLSWORTH IS 
APPROXIMATELY 4" OF AC ON TOP OF APPROXIMATELY 
24" OF NON-DIGABLE CEMENT TREATED BASE. 

2. TELEPHONE LOCATES INCOMPLETE AT 3RD AVENUE. 
CONTRACTOR SHALL NOTIFY ENGINEER OF ANY 
APPARENT UTILITY CONFLICTS AFTER CONSTRUCTION 
LOCATES ARE COMPLETE. 
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in 
> -....... 
n:i ~ I 
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0 

,. N 

..... ~ 
I- N 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

I ~1 " ~ 
! I~ I ~ 
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PARKING 
LOT 
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315 
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I-en 
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1. -WL --WL --WL 

'.~ (j 20" AC WL WL --WL --WL --WL --WI. --WL --WL --WL -- WL -- "'- -- WL -- 20" AC WL - WL -- ..._ -- ... --WL ---'111. -- - ~WL __ J -- .,. -- 'M. 
'{ t:i 

L 

- ·\-

ti 

I 

Ien 

_, 
3= -

i5 

'ti 

I 

0 
0 
+ 
~ 

\ "' :c 
"' Ill 
ii!: Ill 
..J :i: 0 

0 
+ 
i'.;: 

SD so so - ., 

0 
0 
+ 
N 
LL. 

4TH AVE 

-- ,o -- D __ _, -

0 
0 
+ 
~ 

· w ~ 
:c I-
C, ,n 
!c .... 
:I + 

12 
-c 

0 
0 
+ 
a:! 

-- )( - - s" CIP WL --WL -)E---- r,l --WL )f-- WL --, )( --WL 111. )f-- -WL -- ,)( --WL ~ '- --WI. -}f- WL 
/ 

\\ 

-~ 6"CIPWL 

---- -- - - AF'TER ACCEPTANCE OF' NEW 
I/ 

STA f0+39.66 Bl 6.78 
AITTR ACCEPTANCE OF' NEW WATER LINES, REMOVE 
6" F'LG X MJ GATE VALVE ON EAST BRANCH OF' 
EXISTING CROSS AND INSTALL 6" BLIND FLANGE. 

WATER LINES, ABANDON 
EXISTING WATERLINES WITH 
CELLULAR CONCRETE. 

LINN COUNTY 
COURTHOUSE 

PARKING 
LOT :r' ii 1.: i=~ wool-~ 

INSTALL TYPE A CURB RAMP. SEE \ 
STANDARD DRAWING NO. 315. "'*' C::: w 

I CITY HALL 
333 

I AF'TER ACCEPTANCE OF' NEW WATER LINES, L i ] 0 :C: 
1 REMOVE 6" GATE VALVE FROM 20" x 6" cRoss r I l 3:: en 

AND INSTALL 6" BLIND FLANGE. INSTALL AND """\ - - ~ I i ~ w 
•TEMPORARILY BRACE THRUST BLOCK. SEE __ _, - ·!1 ...J w 

Iii ..._ )f-- WL --

STANDARD DRAWING NO. 501. IJ W en 

----- ----- ~ =---~-------- -----~-- -=-=-a·=-=----=-------=--- WL~-=_::-_-- ---.~ y - WL - WL -- Wl.f ·, -

-wi. --wi. -- ... --WL --WL --WL -WL -- 20 .. Ac wL -"'- - - -:;;; 

~ : ~ '0 ffe(-REMOVE ABANDONED 
VALVE BOX. (2) 
TYPICAL THIS SHEET. 

0 
0 
+ 
~ 

4TH AVE 
0 
0 
+ 
IO .... 

:J ~ I 
:c >s~ 
i ~ I It 

-c 
"'- -H-- WL Iii 6" CIP WL - r -- 'Iii. - )E--"" - -)(. -- WL ---H- WL -"-- ""-- v Iii r-x f 6" C ~ ·- -- \_"'~ Wt.--"'" -_- -- I , -- ... i' IP WL 

-- WL)(6" CIP WL ~ -- wt. -* 111. --W.\. 

- 'f 

LINN COUNTY 
COURTHOUSE 

-::-:r- -- - · AF'TER ACCEPTANCE OF' NEW 
WATER LINES, ABANDON 
EXISTING WATERLINES WITH 
CELLULAR CONCRETE. 

-- r -

NOTE: 
EXISTING STREET SECTION FOR LYON AND 
ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" OF 
NON-DIGABLE CEMENT TREATED BASE. 

I I 

~ 
'< I I I 
O I I I 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 111 [hl J 
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SEE SHEET 5 
KEY BANK 

128 

---
-;s

_.,_ )( - . X - · - 10" CIP WL IL 

u •• AFTER ACCEPTANCE OF NEW 
WATER LINES, ABANDON 

EXISTING WATERLINES WITH 
CEU.UL.AR CONCRETE. 

U PQUA BANK 
333 

J 
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I 
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\ I 
' 

PARKING 
LOT 

PARKING 
LOT 

I 
I 
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I 

/ -) 

~- - _ ·- :::::::-- · 
-OK"-OH ---l-

I 

I 

X - -~ - -- X-

- , 
I 
I 
I 

T 
CONTRACTOR SHALL VERIFY 
WHERE PRIVATE WATER LINE 
PIPING EXITS BUILDING. 

0 

I 
[ 

PARKI G 
LOT INSTAU. PRIVATE 1" WATER SERVICE TO 4TH 

AVENUE USING HORIZONTAL DIRECTIONAL DRIU.ING. 
} 

~ 

T 

j 
-==J 

----
I-
LI.I 

p I- Iii LI.I :1 :::r: 

I u, 

0 1 LI.I 

iii ~, LI.I 
u, 

Iii 

- 11\. 
J_ 

I RICHARDS ~ I 
: : 330 I :::l I 

12 

I 

I I ii! 

CLEANERS - ]- P 

I ~-- ---- p 
f-l . I CONSTRUCT STANDARD 1" SERVICE ASSEMBLY SEE STANDARD @ I 
I 

L-

1

1 

DRAWING NO. 507 AND SPECIAL PROVISIONS. LOCATION TO d 
BE SPECIFIED IN THE FIELD BY THE ENGINEER. i1J Iii 

- - - -• - -- -- __ I -- - - ~ + 
Ir·· ! _ ,. ~ ~ , 
-~·~~ -~=--------- --- ---- - ---__.,r'----------- ------------ ----

I 
I 

I 
a 

I 
I 

_j_ .)( 

20" AC WL "- - - - - -. - "-

4TH AVE 

STA EZ+46.65 L16,01 
COORDINATE INSTALLATION OF 20" X 6" LIVE TAP AND 6" FLG X 
MJ GATE VALVE. NON INVASIVE EXCAVATION REQUIRED AROUND 
20" AC WATER LINE. INSTAU. CONCRETE THRUST BLOCK. SEE 
STANDARD DRAWING NO. 501. 

PARKING 
LOT 

- "'- · "'- • - 20" AC WL 

~ COORDINATE INSTMUTION OF 20· X ,. 

~ 
... ti z ... 
:J :c 

VI \ 
:c 
g 8 
i 6 

= 

LIVE TAP ON EXISTING 20" AC WATER LINE. ;;: \ 

STATE BUILDING 
104 

i! 

NOTE: 
EXISTING STREET SECTION FOR LYON AND C 

ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" OF 
NON-DIGABLE CEMENT TREATED BASE. 

~~II I 
0 
iii 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

' 

T 

-OHP- l __ ~>1 ·:x. .:---: . )( ' . . 1 

--- _ }P" CIP WL 
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I 1 11 z (/) 
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., 
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p t, I I 

I 
0
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I I 
' 

I 

t" 

) I 

ALBANY VISITORS ASSOCIATION 
315 

- L -)c 10" CIP WL if - ... 

AFTER ACCEPTANCE Of NEW _ _ 
WATER LINES, ABANDON 

EXISTING WATERLINES WITH 
CELLULAR CONCRETE. 

WILLAMETTE 
COt.lMUNITY BANK 

333 

J 

PARKING 
LOT 

X 

r 
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I 
I 
I 
I 
I 

PARKING 
LOT 

),( - c- - )( .__-- .)(10" CIP WL ( ~ • ---~ 

I 

1 

I 

l_ 

CONTRACTOR SHALL VERIFY 
WHERE PRIVATE WATER LINE 
PIPING EXITS BUILDING. 

REMOVE EXISTING TEE AND INSTALL 1 O" 
BLIND FLANGE ON REMAINING TEE (S) . · 1 

I 
INSTALL PRIVATE 1 • WATER SERVICE TO 4TH 
AVENUE USING HORIZONTAL DIRECTIONAL DRILLING. 

OREGON EMPLOYMENT DEPARTMENT 
139 

' 

CONSTRUCT STANDARD 1 • SERVICE ASSEMBLY SEE STANDARD 
DRAWING NO. 507 AND SPECIAL PROVISIONS. LOCATION TO 
BE SPECIFIED IN THE FIELD BY THE ENGINEER. 

X 

/I 

I ~ 

' r1 jl* I I~' - I x i -0 I 
1------ ----G 9 j "' ,~ _-'0: !---a!a1_~-~~ --'--- - -- - -;=------'--~-----~- - ~~-~------ --~~~~___, 

/ J \ I__ I- T [ ( ~ ~ - 20• AC WL - I & C -- ~ _ -j · - ... u, 
N T IL - 20" AC WL _,___ 

... ti z ... 
::J :c en I I\ * I \ g I g t, 

- I 11 - ' ~~--.36 s 4TH AVE 1-E-,; T 
0 .... , 0 ~ 

-+ - +. 
~ II) ~ ~.... I ::E + 
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'- \ ' f ·.::.:::: 
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I I! 

~ 

-,., .., 

I \. I I COORDINATE INSTALLATION Of 20• X 1 n Ii \ ¥ I LIVE TAP ON EXISTIN~ 20" AC WATER LINE. I 

;:;: ;:;: 

1-
(/) 

l 
t, 

I 
II 

I I -

: ii 
I • I 

i 
I 

PARKING 
LOT 

SEE SHEET 42 

118 

( 
r-13;-

-- - - -- ~-- 1 

NOTE: 

z 
-ct cc 

EXISTING STREET SECTION FOR LYON AND 
ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" OF 
NON-DIGABLE CEMENT TREATED BASE. 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE 8 

--ss 

0 
0 
+ 

VERIFY EXISTING WATER 
LINE PIPE IS DUCTILE IRON. 

- i:, - I - · -s 
....I 
:t 
c 
"'-.t 

--WL -~ L --WL -8 " DI WL -WL --WL ~WL-, 

- ; -

r 

- -CJ- - -o 
r 

CONSTRUCT STANDARD 1• SERVICE ASSEMBLY SEE 
STANDARD DRAWING NO. 507. LOCATE METER BOX AS 

DIRECTED BY THE ENGINEER. INSTALIL 1 • SERVICE IN 1 O' 
LONG 2• SOLID PVC CONDUIT UNDER PLANTER STRIP 

WITH 4' MINIMUM COVER. (3) TYPICAL THIS SHEET. 

I 

r 

I 
COORDINATE INSTALLATION OF 8" X 1" 
LIVE TAP ON EXISTING 8" DI WATER 
LINE. (5) TYPICAL THIS SHEET. 

s - -
ti 

I BROADALBIN ST 
I 

0 1 
0 1 

I 

WL -- WL -~r WL 
--WL 

11 

II 

VERIFY EXISTING WATER 
LINE PIPE IS DUCTILE IRON. 

ABANDON EXISTING WATER SERVICE 
CONNECTIONS WITH BRASS PLUGS. 
(4) TYPICAL THIS SHEET. 

- s · -

8" DI WL -
0
o --wi.--WL· + 

CONSTRUCT STANDARD 1" SERVICE ASSEMBLY SEE 
STANDARD DRAWING NO. 507. LOCATE METER BOX AS 
DIRECTED BY THE ENGINEER. (2) TYPICAL THIS SHEET. 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE B 

\ 

l_ 

NOTE: 

I! 
STA C8+30.95 L.2.96 
REMOVE EXISTING a• BLIND FLANGE ON 
EXISTING 10• X a• FLG TEE. INSTALL 
a• FLG X MJ GATE VALVE (N). 

I, 
11 

I I 

lj 305 
EXISTING FACE 
OF CURB. 

INSTALL 4" MIN AC TRENCH PATCHING OVER NEW 
WATER LINE TRENCHES OR MATCH EXISTING AC 
THICKNESS, WHICHEVER IS GREATER. 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

~,1 12" CIP WL 

1-
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CL / _<3 
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l 
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/ 

- - -- 1 

I 
l 
I 

REMOVE AND REPLACE EXISTING TREE 
AS DIRECTED BY THE ENGINEER. -, . 

r -

I 

I 

I 
_j 

AFTER ACCEPTANCE OF NEW 
WATER LINES, ABANDON 
EXISTING WATERLINES WITH 

- CELLULAR CONCRETE. 

/ 

12" CIP WL;, 

t-J/ 8TH AVE 

1 
I 

STA G1 +09,77 B2,28 
AFTER ACCEPTANCE OF NEW WATER LINE, CUT INTO EXISTING 12n CAST IRON 
WATER LINE EAST Of' THE EXISTING FIRE HYDRANT TEE. INSTAU. 3' LONG 12• 
DI SPOOL USE TRANSITION COUPLER TO CONNECT 1 2• DI SPOOL TO EXISTING 
WATER LINE AND INSTALL MJ PLUG ON END OF SPOOL (E). INSTAU. THRUST 
BLOCK WITH TEMPORARY BRACING (E). SEE STANDARD DRAWING NO. 501. 

I I 

I I 
I 

J l 

r 
I_ 

I 
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I 

NOTE: 

l 

I 

>iC 

D3+00 

R 
' 

EXISTING STREET SECTION FOR LYON AND 
ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" OF 
NON-DIGABLE CEMENT TREATED BASE. 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

STA 03+38.28 LB4.65 
AFTER ACCEPTANCE OF NEW WATER LINE, REMOVE TEMPORARY 
BLOWOFF AND CONSTRUCT 4nx4• CONNECTION ASSEMBLY. SEE 

STANDARD DRAWING NO 511, DETAIL B. 
CONTRACTOR SHALL COORDINATE WITH BUILDING OWNER'S FIRE 
SPRINKLER CONTRACTOR TO ENSURE SYSTEM IS ACTIVE AFTER 

CONNECTION ASSEMBLY HAS BEEN CONSTRUCTED. 

w 
> 
<( 

:I: 
1-
0) 

1! 
APPROXIMATE LIMITS 

' OF 4• GRIND INLAY. 

1· 
I: 

STA 00+98,06 L16,55 
AFTER ACCEPTANCE OF NEW WATER LINE, REMOVE 
EXISTING 4n GATE VALVE ON EXISTING TEE AND 
INSTALL 4• BLIND FLANGE (N).. INSTALL THRUST 
BLOCK AND TEMPORARY BRACING (N). SEE STANDARD 
DRAWING NO. 501. INSTALL 9• TRENCH PATCHING AND 
PERFORM A 4• GRIND INLAY OF INTERSECTION. LIMITS 
OF GRIND INLAY TO BE MARKED IN THE FIELD BY THE 
ENGINEER. SEE ODOT PERMIT AND SPECIAL PROVISIONS. 

STA P3+38,28 L6o,oo (APPROX) 
!INSTALL 2" TEMPORARY BLOWOFF. 

CONSTRUCT STANDARD 2" SERVICE ASSEMBLY 
SEE STANDARD DRAWING NO. 507 AND 
SPECIAL PROVISIONS. LOCATION TO BE 

SPECIFIED IN THE FIELD BY THE ENGINEER. 

ST. MARY'S 
CATHOLIC CHURCH 

706 f 
" - - - ,/ ir.,---

-r- ---

-== ~ I (J 

I 

EXISTING 4" 

- 4" CIP WL / , ... _ 
I X - 4" CIP WL ._ -)C. )( -

I 

-l- --so 

0 
0 
+ .... 
:c 

' --so 

0 
0 
+ 
N 
C 

D -

ELLSWORTH ST 

I 
11 

--,o 

0 
0 
+ ,., 
C 

1.:. --so --

- - - --· l 0~ 

-- G..S - n I -- ~//<~ , -- _,_ ---~ ~ 

'se ' >::_ ,, II I_--: f ~jJ ~~~ 
STA 03+36,66 L13,1Z-

INSTALL TEMPORARY BLOWOFF TO BE UTILIZED DURING ' 
_ TESTING AND CHLORINATION PROCEDURES. AFTER = ACCEPTANCE OF NEW WATER LINE REMOVE TEMPORARY 

BLOWOFF AND INSTALL 8" MJ PLUG ON NEW TEE (S). 

AFTER ACCEPTANCE OF NEW fr --r--
WATER LINES, ABANDON 1

1 

r - 1 -- - -
EXISTING WATERLINES WITH 

CELLULAR CONCRETE. 

l~ I' ii' 

I~ I 

NOTE: 
EXISTING STREET SECTION FOR LYON AND 
ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" OF 
NON-DIGABLE CEMENT TREATED BASE. 

I 
I 
l 

j \ :- ·-,/ 
I ' 

STA P3+40,12 Ll 3,11 
INSTALL 8" MJ X 4" FLG TEE AND 4" FLG X 

MJ GATE VALVE {W). INSTALL 8" MJ PLUG {S). 

AASUM-DUF'OR 
F'UNERAL HOME 

805 
( 

CONSTRUCT STANDARD 1" SERVICE ASSEMBLY SEE 
STANDARD DRAWING NO. 507 AND SPECIAL PROVISIONS. 

LOCATION TO BE SPECIFIED IN THE FIELD BY THE 
ENGINEER. LONGSIDE SERVICE SHALL BE INSTALLED IN A 2• 

CONDUIT INSTALLED BY HORIZONTAL DIRECTIONAL DRIWNG. 

INSTALL PRIVATE 1 • WATER SERVICE TO 
EXISTING METER LOCATION USING HORIZONTAL 

DIRECTIONAL DRIWNG AND CONNECT TO 
EXISTING PRIVATE PIPING. DRILL SERVICE 

THROUGH EXISTING CONCRETE HEADWALL. 

DI WL I I I 

I I 

l I I 

: I 

I 
,.. )(--

- - so -

I I 
I 

I 
I 
I 
I 

I 

II 
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1-w 
w ...J w 
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w 

~ Ul 
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~~ w 
w 
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' . 
EXISTING CONCRETE HEADWALL 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

-=:=- -. I I _. ','\l.1 . -\ 
I • I~ ~ --x 

1--- ---= · -~ -- -w-'.,, -·. _r 
-- .~ 

II 
~ 

j 
- )( )(- flf1 

(APPROX) STA D4+08,57 L1 3,QO 
INSTALL 8" MJ X 6" FLG TEE. INSTALL 6" FLG 

X MJ GATE VALVE AND STANDARD FIRE 
HYDRANT ASSEMBLY (W). SEE STANDARD 

DRAWING NO. 504. HYDRANT LOCATION TO BE 
MARKED IN THE f'IELD BY THE ENGINEER. 

NOTE: 

L,J 

> 
<( 

I 

I 
I 
I 
I 

728 1l 

L 1 

. 0 
l 

CONSTRUCT STANDARD 1" SERVICE ASSEMBLY SEE 
STANDARD DRAWING NO. 507 AND SPECIAL 

PROVISIONS. LOCATION TO BE SPECIFIED IN THE 
FIELD BY THE ENGINEER. 

(4) TYPICAL THIS SHEET. LONGSIDE SERVICES 
SHALL BE INSTALLED IN A 2" CONDUIT INSTALLED 

BY HORIZONTAL DIRECTIONAL DRILLING. 

EXISTING STREET SECTION FOR LYON AND 
ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" OF 
NON-DIGABLE CEMENT TREATED BASE. 

l 

STA D6+48,93 L29,Q3 
INSTALL STANDARD 12"X12" CONNECTION ASSEMBLY SEE 

STANDARD DRAWING NO. 511 DETAIL A. INSTALL CONCRETE 
THRUST BLOCK ON 45• BEND. SEE STANDARD DRAWING NO. 501. 

STA D6±41,67 L43,16 
CUT IN 2" BLOWOFF ASSEMBLY ONTO 4" CIP 

WATERLINE 4' EAST OF THE LAST SERVICE. 
SEE STANDARD DRAWING NO. 506. 

706 

l 
I 

r1 
' - REMOVE ABANDONED 

VALVE BOX. (2) 
TYPICAL THIS SHEET. / 

----~ 

138 

\. - x 

0 
0 
+ co 
C 

/ 

.--t 

STA D6+48,68 R3Q,54 
INSTALL STANDARD 12"X12" CONNECTION ASSEMBLY WITH 12"X12" FLG 
CROSS. SEE STANDARD DRAWING NO. 511 DETAIL A. INSTALL CONCRETE 

THRUST BLOCK ON 45• BEND. SEE STANDARD DRAWING NO. 501. 

I!! 

I I 

STA 06+48,68 R3Q.54 
INSTALL 12" X 4" FLG REDUCER AND 4" 

FLG X MJ GATE VALVE (N). 

I 
~ 

f-11 
I , 

I L 
~ 1 

I 
I 11 

I ,: I J 
STA 06+48,84 L12,54 

INSTALL 12" MJ X 8" 
FLG TEE AND 8" FLG X 
MJ GATE VALVE (S), 

[ 

4" 

/ 
JI 

0 
0 
+ 
" C 

~ ~. 
c• 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

COORDINATE INSTALl.ATION Of' 8" X 1 n LIVE TAP ON 
EXISTING 8n DI WATER LINE. (2) TYPICAL THIS SHEET. 

B 

1, 
STA D3+30,00 832,58 (APPROX) 

, [ UNS,:ALL 2" TEMPORARY BLOWO~f'. ,1 

l·I ; I'/ I 
11 ! ~ ~ : JI 

STA PZ+13,20 832.58 
Af'TER ACCEPTANCE Of' NEW WATER LINE, 

REMOVE TEMPORARY BLOWOF'f' AND CONSTRUCT 
4•x4• CONNECTION ASSEMBLY. SEE STANDARD 

DRAWING NO 511, DETAIL B. 
CONTRACTOR SHALL COORDINATE WITH BUILDING 

OWNER'S FIRE SPRINKLER CONTRACTOR TO 
ENSURE SYSTEM IS ACTIVE AFTER CONNECTION 

ASSEMBLY HAS BEEN CONSTRUCTED. 

NOTE: 

L 

0 
0 
+ 
" 0 

STA D9+35.37 L16.37 
Af'TER ACCEPTANCE Of' NEW WATER LINES, REMOVE 4• 
f'LG X MJ GATE VALVES AND 8" X 4" f'LG REDUCERS 

ON EXISTING 12" MJ X a· f'LG CROSS. INSTALL a· 
BLIND FLANGES ON EXISTING CROSS (N,S). 

I .J til _ 
CONSTRUCT STANDARD 1" SERVICE ASSEMBLY SEE STANDARD DRAWING 
NO. 507 AND SPECIAL PROVISIONS. LOCATION TO BE SPECIFIED IN THE 
f'IELD BY THE ENGINEER. LONGSIDE SERVICE SHALL BE INSTALLED IN A 

2" CONDUIT INSTALLED BY HORIZONTAL DIRECTIONAL DRILLING. 

TRI VALLEY F'OOD 
MARKET AND DELI 

628 

,, 

I 
I 

Af'TER ACCEPTANCE Of' NEW 
WATER LINES, ABANDON 

EXISTING WATERLINES WITH 
CELLULAR CONCRETE. 

PARKING 

! l 
r;- i1 ~·:1 

~II Il 
L LOT ll, 

::;::._,--=--===-T - ~ 

jf c..s -=-_I -

101 

X- 4" CIP WL )E ·x--- L - >d 
I 

I 
ELLSWORTH ST 

I 
0 - SO --so --

( 
)( - 4" CIP WL X 

0 

·X L - )( - • Wl )(-- Wl ~X - 4" AC WL )t ~- X 

J ,l 
\ 

VERIFY EXISTING PIPE / 
DIAMETER AND TYPE PRIOR 
TO START Of' WORK. 

~, ~r ±J;:HO ~-- r, f 
===I:- \1.--,l,......._ 1 ____ ~;;--==::----'--

L l 
' 

DEMOCRAT-HERALD I ; 
600 I I 

I J 

STA D9+35.50 Bl 8.32 
Af'TER ACCEPTANCE Of' NEW WATER LINE, REMOVE 
EXISTING 8" f'LG X MJ GATE VALVE AND INSTALL 

8" BLIND f'LG ON EXISTING 12" X 8" f'LG TEE. 

202 

ff 

1 

(APPROX) STA P9+35,56 R36.71 
COORDINATE INSTALLATION Of' 12" X 6" LIVE TAP AND 6" f'LG X MJ 

GATE VALVE. INSTALL CONCRETE THRUST BLOCK. SEE STANDARD 
DRAWING NO. 501. INSTALL STANDARD FIRE HYDRANT ASSEMBLY (S). 

SEE STANDARD DRAWING NO. 504. HYDRANT LOCATION TO BE MARKED 
IN THE FlELD BY THE ENGINEER. 

EXISTING STREET SECTION FOR LYON AND 
ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" OF 
NON-DIGABLE CEMENT TREATED BASE. 
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ID 
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., I 

REMOVE ABANDONED 
VALVE BOX. (5) 

I
TYP

1
lfAL THIS SHEET. 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

11 

Lt.I 

I I 
..J 
3: > $ <( 
0 I • :i:: I I 
00 I-

(D 

I 530 ;s 

I 
· 8119 

I 

CONSTRUCT STANDARD 1" SERVICE ASSEMBLY SEE STANDARD DRAWING 
NO. 507 AND SPECIAL PROVISIONS. LOCATION TO BE SPECIFIED IN THE 
FIELD BY THE ENGINEER. LONGSIDE SERVICE SHALL BE INSTALLED IN A 
2" CONDUIT INSTALLED BY HORIZONTAL DIRECTIONAL DRIWNG. 
RECONNECT PRIVATE IRRIGATION SYSTEM TO NEW SERVICE. 

I I 
I I STA Ol 2+23.22 L1 z,os 

AFTER ACCEPTANCE OF' NEW WATER LINES, REMOVE 
8" FLG GATE VALVES ON EXISTING 12" X 8" FLG 

! I I AFTER ACCEPTANCE OF' NEW 
WATER LINES, ABANDON 

EXISTING WATERLINES WITH 
CELLULAR CONCRETE. 

I 
PARKING 

LOT 

=-

CROSS AND INSTALL 8" BLIND FLANGES (N,S). 

:1 
ENTERPRISE 

520 

~ b"···ING LOT ~ '-,1 . 
- - - L__ t . . 

- . ----' 
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0 lj N 
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NOTE: 
EXISTING STREET SECTION FOR LYON AND 
ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" Of" 
NON-DIGABLE CEMENT TREATED BASE. 

I 
DEALERSHIP 

LOT 

~ ) 

.r_ ---· 

MARK THOMAS BUICK 
GMC DEALERSHIP 

505 

COORDINATE INSTALLATION OF 12• X 1" 
LIVE TAP ON EXISTING 12" DI WATER LINE. 

1 I 

J. 

l 
REMOVE ABANDONED 
VALVE BOX. (2) 
TYPICAL THIS SHEET. 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

! 
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I 

x---r 

I 
j 
11 
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)(. 4" CIP WL 
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N 
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NOTE: 

I 
g 
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/ 

·c 

CONSTRUCT STANDARD 1" SERVICE ASSEMBLY SEE 
STANDARD DRAWING NO. 507 AND SPECIAL PROVISIONS. 

LOCATION TO BE SPECIFIED IN THE FIELD BY THE 
ENGINEER. SERVICE SHALL BE INSTALLED IN A 2" CONDUIT 

INSTALLED BY HORIZONTAL DIRECTIONAL DRIWNG. 

l '. !i i ! 

EXISTING STREET SECTION FOR LYON AND 
ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" OF 
NON-DIGABLE CEMENT TREATED BASE. 

I 
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I 

/ 
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I 
~ 

I 

tl 
LINN COUNTY 
COURTHOUSE 
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~ ---- ,· X· 4" CIP WL X 1
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ELLSWORTH ST 
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d -
0 "'· + .... -C 

I ., so -- so 

-., 

REMOVE ABANDONED 
VALVE BOX. (3) 

TYPICAL THIS SHEET. 

AFTER ACCEPTANCE OF NEW 
WATER LINES, ABANDON 
EXISTING WATERLINES WITH 
CELLULAR CONCRETE. 

X - - ~ 4 " CIP WL X 

/ 0 
I 0 

1'J ;1; )C 
- ...I 
0 3: 

-so - so --
,g ~ 

--~ -o --'}-.;s;,O 

I ~~illl~ll!ffl~~r---7""""""""~~~-~~~~
1-Fi~'fl -~ 

~ -~,--
'_, -=-=-· -- ~-- ----' 

D PARKING 
LOT 

REMOVE ABANDONED FlRE 
HYDRANT AND LEAVE ONSITE TO 
BE RECLAIMED BY CITY CREWS. 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

x 
I 
I 

J 

...1 AFTER .ACCEPTANCE OF' NEW 
31:: WATER LINES, ABANDON 

EXISTING WATERLINES WITH 
CELLULAR CONCRETE. 

l ~· 

CITY !!ALL 
333 

ARKING 
LOT 

STA PtZ+46,58 L23.96 
AFTER ACCEPTANCE OF' NEW WATER LINE, 

CONNECT TO EXISTING 4• AC WATER LINE USING 
4 • DI MJ 45• BENDS AND TRANSITION COUPLER. 

I i 
CONSTRUCT STANDARD 2• SERVICE ASSEMBLY 

SEE STANDARD DRAWING NO. 507 AND SPECIAL 
PROVISIONS. LOCATION TO BE SPECIF'IED IN 

THE F'IELD BY THE ENGINEER. AFTER 
ACCEPTANCE OF' NEW WATERLINE, CONNECT 

SERVICE TO 4• DI WATER LINE. 
I 

V 

) r1 
am 

REMOVE ABANDONED F'IRE 
HYDRANT AND LEAVE ONSITE TO 
BE RECLAIMED BY CITY CREWS. 
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- I( 
r !:ioo 

... ti 
CIP WL *-

- ---'S =n 

t I 
; \I L 1 

I ~I 
I i _J 

z ... 
::::I ::c 

- ::c 
In 

~ 0 < ... 
::E + II) 

c 

CX) 
<'I 

1-
L,J 
L,J 

:c 
V') 

i 
0 
N 

0 
0 
+ co -Q 

UMPOUA BANK 
333 

L,J 
L,J 
V') 

SEE SHEET 28 

I\ 
\ 

lo 

NOTE: 

F8+00 

EXISTING STREET SECTION FOR LYON AND 
ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" OF 
NON-DIGABLE CEMENT TREATED BASE. 

- ~ 
L - )( - -x- --1-. ·)( 10" CIP WL (-

I I 

1~~ PA~~.!_NG 1,, 
LOT . 

f. ~ I 

¥1' 0 
0 

ELLSWORTH ST + .... -C 

I j / 
PARKING gl LOT 

Q.. 
0~ ~, e 

'J 

11 \ ~ 
I 

(APPROX) STA P1Z+B0,94 UQ,13 
INSTALL 8" MJ X 6" F'LG TEE. INSTALL 6" F'LG X MJ 

GATE VALVE AND STANDARD F'IRE HYDRANT ASSEMBLY (W). 
SEE STANDARD DRAWING NO. 504. HYDRANT LOCATION TO 

BE MARKED IN THE F'IELD BY THE ENGINEER. 

KEY BANK 
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REMOVE ABANDONED 
VALVE BOX. (4) 

- :TY~~AL~ THIS SHE_EJ· .,_ 
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NOTE: 

ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

L 
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-, I 

LO 
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·e1+01 t-
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> I 
<( (/) 

C W 
- ~ - I.LI 
' I') (/) 

I 
CONSTRUCT STANDARD 1" SERVICE ASSEMBLY 

SEE STANDARD DRAWING NO. 507 AND 
SPECIAL PROVISIONS. LOCATION TO BE 

SPECIFIED IN THE FIELD BY THE ENGINEER. 
(3) TYPICAL THIS SHEET. 

_, 

EDWARD 
JONES 

234 
232 

I I 
I 

REMOVE ABANDONED 
VALVE BOX. (5) 
TYPICAL THIS SHEET. 

l 230 
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B8+00 
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t-w 
w 
I 
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w 
w 
(/) 

I 

I 
ol 

II 

PARKING 
LOT 

CONSTRUCT STANDARD 2" SERVICE ASSEMBLY SEE STANDARD 
DRAWING NO. 507 AND SPECIAL PROVISIONS. LOCATION TO 
BE SPECIFIED IN THE FIELD BY THE ENGINEER. LONGSIDE 
SERVICE SHALL BE INSTALLED IN A 4" CONDUIT INSTALLED 
BY HORIZONTAL DIRECTIONAL DRILLING. 

EXISTING STREET SECTION FOR LYON AND 
ELLSWORTH IS APPROXIMATELY 4" or AC 
ON TOP or APPROXIMATELY 24" or 
NON-DIGABLE CEMENT TREATED BASE. 

STA D19+91,30 L]D,27 
INSTALL 4" MJ X 4" FLG TEE AND 
4" FLG X MJ GATE VALVE (E). 

AFTER ACCEPTANCE OF NEW 
WATER LINES, ABANDON 
EXISTING WATERLINES WITH 
CELLULAR CONCRETE. 
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US BANK 
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14+00 

"if" 
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STA D19+88.07 R15.00 (APPROX) 
IINSTALL 2" TEMPORARY BLOWOFF. 

I 

t
i.LI 
w 
I 
(/) 

w / 
w / 
(/) 

$TA 019+,ee,09 R22,64 
AFTER ACCEPTANCE OF NEW WATER LINE, REMOVE TEMPORARY 
BLOWOFF AND CONSTRUCT -4"X-4" CONNECTION ASSEMBLY. SEE 
STANDARD DRAWING NO 511, DETAIL B. 
CONTRACTOR SHAU. COORDINATE WITH BUILDING OWNER'S FIRE 
SPRINKLER CONTRACTOR TO ENSURE SYSTEM IS ACTIVE AFTER 
CONNECTION ASSEMBLY HAS BEEN CONSTRUCTED. 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

II I 
• 

)( I 

I 
I 

®-

... 
)( 

I 
ONE COMPRESSION COUPLER JOINT WILL BE 

ALLOWED ALONG THIS 130' SERVICE. 

II 

' 

I/ IB ! 
COMPRESSION COUPLERS ON OTHER SERVICES 

WILL NOT BE ACCEPTED. 

,; 1------im1 
' I -- :i Jf 

...:t 
N 

1-

AFTER ACCEPTANCE OF NEW 
WATER LINES, ABANDON 

EXISTING WATERLINES WITH 
CELLULAR CONCRETE. 

w ~ 
~ .... --.. ~ ~ 

_ _; 
I 

)( - ""' - - ,.)( --

- 'ICI' 

, 
El 

NOTE: 

I 

~ 
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)JC 

-' 
3: 
u 
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(0 
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La.I 
(/) 

I 
I 
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I 
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L - ---
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I 

EXISTING STREET SECTION FOR LYON AND 
ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" OF 
NON-DIGABLE CEMENT TREATED BASE. 

THE POTIER'S 
HOUSE 

201 

/ 

- 0 

ALBANY ANTIQUE 
MALL 
145 I II 

STA P22+82,35 L19,76 3j 
INSTALL 4• MJ X 4" FLG TEE ANO 4" FLG X MJ GATE I 

VALVE (W). AFTER ACCEPTANCE or NEW WATER LINE, . 
CONNECT NEW 4" DI WATER LINE TO EXISTING 4• DI 

WATER LINE WITH SOLID SLEEVE COUPLER. 
II I I 

.CONSTRUCT STANDARD 1" SERVICE ASSEMBLY SEE STANDARD 
DRAWING NO. 507 AND SPECIAL PROVISIONS. LOCATION TO BE 
SPECIFIED IN THE FIELD BY THE ENGINEER. (6) TYPICAL THIS 
SHEET. ALL LONGSIDE SERVICES SHALL BE INSTALLED IN A 2" 
CONDUIT INSTALLED BY HORIZONTAL DIRECTIONAL DRIWNG. 

l 
I 

L-

REMOVE ABANDONED 
VALVE BOX. (2) 

TYPICAL THIS SHEET. 

I 
i" 

I 
..J 
3: 
a. 
0 

/ 

EXISTING 4• DI WL 

I COVER 
OREGON 

122 
-9-

JORDAN 
JEWELERS 

202 

0 
' 0 + ..,., 

s 
' q,,. 

--so -

- --- - ---~ l 

- ) 

- - ~ 

STA D23+83,QZ L10,39 
INSTALL 12" MJ X 4" FLG TEE AND 

4" FLG X MJ GATE VALVE (S). 

RED DAISY 
COFFEE CO 

115 

SID STEVENS 
JEWELERS 

14-0 

!J 

t 

STA D23+19,02 L33.32 
AFTER ACCEPTANCE OF NEW 
WATER LINE, INSTALL STANDARD 
12"X10" CONNECTION ASSEMBLY. 
SEE STANDARD DRAWING NO. 511 
DETAIL B. INSTALL CONCRETE 
THRUST BLOCK ON 45• BEND. SEE 
STANDARD DRAWING NO. 501 . 

0 
0 
+ .... 

55' ~ 

---I '-

I 

r j 
I 
L 
r 
I 
L 
r 

l J 

2" ~~,;~·! 
STA D23+79,62 835.07 
AFTER ACCEPTANCE or NEW 
WATER LINE, INSTALL STANDARD 
12"X10" CONNECTION ASSEMBLY. 
SEE STANDARD DRAWING NO. 511 
DETAIL B. INSTALL CONCRETE 
THRUST BLOCK ON 45' BEND. SEE 
STANDARD DRAWING NO. 501. 

I I I 

~ 
!c I 
c• 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

N 

I 1 

J I 
STA E6+4B.20 l29.07 

INSTALL STANDARD 12"X12" CONNECTION ASSEMBLY SEE 
STANDARD DRAWING NO. 511 DETAIL A. INSTALL CONCRETE 

THRUST BLOCK ON 45• BEND. SEE STANDARD DRAWING NO. 501: 

I
la.I 
La.I 
:::t: 
(/) 

La.I 
La.I 
(/) 

REMOVE ABANDONED FIRE 
HYDRANT AND LEAVE ONSITE TO 
BE RECLAIMED BY CITY CREWS. 

I ii 
AFTER ACCEPTANCE OF NEW WATER LINE. REMOVE 
12" BUTTERFLY VALVE ON WEST BRANCH OF 
EXISTING CROSS AND INSTALL 12" BLIND FLANGE. 

. ]; 
STA E4+05.4Q Rl 6.54 
AFTER ACCEPTANCE OF NEW WATER LINE, CONNECT 
TO EXISTING 4" DI WATER LINE WITH SOLID SLEEVE 
COUPLER AND 3' LONG 4" DI PLAIN END SPOOL 

CONSTRUCT STANDARD 1 • SERVICE 
ASSEMBLY SEE STANDARD DRAWING NO. 
507 AND SPECIAL PROVISIONS. LOCATION 
TO BE SPECIFIED IN THE FIELD BY THE 
ENGINEER. (7) TYPICAL THIS SHEET. 
LONGSIDE SERVICES SHALL BE INSTALLED 
IN A 2" CONDUIT INSTALLED BY 
HORIZONTAL DIRECTIONAL DRILLING. 

...... SC 

. .),(. 
I 

If; 
~ 

-- .,._ I 
)-,. 

~ _\.:~l.c 
..J. 

'\ 
\ f;I 

~8+~0 : \ 

. I i' ·, 

/ STA [~+15.93 °R12 • .J (~PPROX.) 
1 1. 

/ INSTALL TEMPORARY BLOWOFF. 

J l i_ I_I . . ·- · -~ i --1iM J. - - - - - t -

~- -
733 

EXISTING 12" DI WL 
I' 

Ii I , 

l> 

/ 

., 
0 
0 
+ 
II) ..... l 1-

-s - r I 

_: tc .-1-- ~ - I 
= · I rr==i 

__ D_ l '11 -- -- . = --1 _ I 
· ·" \ru E4+11.96 .R16.48 ANP 
, .,. .. SIA E4+37.79 Ll l-l 6 -_- L 
· ~ - ' INSTALL 4" DI 45" MJ BENDS. -

-! - '1: , . I 
731 I h I I I I j 

AFTER ACCEPTANCE OF NEW / 
WATER LINES, ABANDON 

EXISTING WATERLINES WITH I 

PRIVATE 
PARKING LOT 

0 
0 
+ 
10 
w 

REMOVE ABANDONED // 
VALVE BOX. (4) 

TYPICAL THIS SHEET, , 

r Ii 
--, 

705 

I 11 
(APPROX) SIA E3+6o.oo R13.84 

_J CELLULAR CONCRETE. I 
· , I : / I I 

AFTER THE 12" CAST IRON WATER LINE HAS BEEN 
ABANDONED, REMOVE 12" BLIND FLANGE FROM 
EAST BRANCH OF EXISTING CROSS. INSTALL 12" 
FLG X 6" MJ REDUCER, 6" FLG X MJ GATE VALVE 
AND STANDARD FIRE HYDRANT ASSEMBLY (E). SEE 
STANDARD DRAWING NO. 504. HYDRANT LOCATION 
TO BE MARKED IN THE FIELD BY THE ENGINEER. 

I ~ l! j : t 
I L r- I 

I I 

I I J 

1 

SIA E6+47,99 R3&.ss, 
INSTALL STANDARD 12"X12" CONNECTION ASSEMBLY SEEi 

STANDARD DRAWING NO. 511 DETAIL A. INSTALL CONCRETE 
THRUST BLOCK ON 45' BEND. SEE STANDARD DRAWING NO. 501 . 

---...-d-L_" !I I; 

i 1: _ -

118 I I ________ _ ___.!,_+-----, I 
NOTE: .-

L..- -

EXISTING STREET SECTION FOR LYON AND l- '-~~:J 1 

ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" OF 
NON-DIGABLE CEMENT TREATED BASE. -

120 

I 

I 

I I 
I 

I 
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I 

- a. 

I~ 

...I 
3: 
0 
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Ii-
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1- -
La.I 
La.I 
:::t: 
(/) 

La.I 
La.I 
(/) 

, j 

I 
l:i 

I I 
STA E6+48.0Z Ll Q.69 

INSTALL 12" MJ X 4" 
FLG TEE AND 4" FLG X 
MJ GATE VALVE (S). 

( ,..,_l 
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0 .... w, 

~ :!l I 
C"' I 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

0 

1 
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I 1 

I 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

I I 
I I 

· I I 

I 
_J _I 

STA E12+22.79 810,68 
AFTER AU. SERVICES BETWEEN 5TH AND 1ST AVENUE 
HAVE BEEN SWITCHED OFF Of' THE 4• WATER LINE, 
REMOVE EXISTING 8" f'LG X MJ GATE VALVE AND 
INSTAU. 8" BLIND FLANGE ON EXISTING CROSS. I, II T I 

I I I 
USED CAR .1 I ill 

LOT 

STA E12+21,07 824,57 11 Li 
"COORDINATE INSTALLATION Of' 12" X 1· -=--,;r \ 

1 

STATE BUILDING 
130 

REMOVE ABANDONED VALVE 
BOX. (3) TYPICAL THIS SHEET. 

_..J....-= r \ 
- !fl 

_ LIVE TAP ON EXISTING 12" DI WATER LINE. --I--+ 
-~ - -- -~-~~--~--~.:!ll~-------=m;__ ____ ~~=~----i) 1-t ; 1L~ ____ __ -_m_-_-_-=-~m=_=-f=..=~~ =--,.-~ 

·~-t' 

-- - - ~ ' ; /) 
~ ' -/ /_ 

iii. . - j -

I 1 
I ~ 0 

0 1 
+1 
N -L&J 

c 

...I 
3: 

i5 

~ 

LaJ 
> 
<( 

:::c 
I-
LO 

/ ,. 
! 

Ill 

CONSTRUCT STANDARD 1" SERVICE ASSEMBLY SEE 
STANDARD DRAWING NO. 507 AND SPECIAL PROVISIONS. 

LOCATION TO BE SPECIFIED IN THE FIELD BY THE 
ENGINEER. (3) TYPICAL THIS SHEET. LONGSIDE SERVICES 

SHAU. BE INSTALJ.ED IN A 2" CONDUIT INSTALLED BY 
HORIZONTAL DIRECTIONAL DRIWNG. 

NOTE: 

CIDDICl'S 
PIZZA 
133 

EXISTING STREET SECTION FOR LYON AND 
ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" OF 
NON-DIGABLE CEMENT TREATED BASE. 

0 
0 
+ .,, -L&J 

- ,., 

- ss - -

1 r -
·'-f-

I 

AFTER ACCEPTANCE Of' NEW 
WATER LINES, ABANDON 

EXISTING WATERLINES WITH 
CELLULAR CONCRETE. 

' LYON ST 
0 
0 
+ ..,. .... 
L&J 

i5 
0 

I ;J; 

STA E15+37,36 827,29 
COORDINATE INSTALLATION Of' 20" X 1" LIVE TAP ON EXISTING 

20" AC WATER LINE. NON INVASIVE EXCAVATION REQUIRED 
AROUND 20" AC WATER LINE. (2) TYPICAL THIS SHEET. 
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so 

(11 >= I 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

OJ 
N ;! 

I-w 
"' 

L&J w ...J > I 3: < Vl u 
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-
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I 
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® 

-

COORDINATE INSTALLATION OF 24• X 1 • LIVE TAP ON 
EXISTING 24" DI WATER (3) TYPICAL THIS SHEET. 

.., 

RICHARDS 
CLEANERS 

330 

J 

-<o tir 
+ 
ID -l&.I 

DI WL-i... - -
-111. )( 

l 
INSTALL NEW WATER 
METER BOX OVER 
EXISTING 1" SERVICE. 

------

-- =- -so 

' II 
810+00 

SEE SHEET 26 
TELEPHONE LOCATES INCOMPLETE 

AT 3RD AVENUE INTERSECTION. 
~ (0 

llJ i'"'!""--- N 

KEY BANK 
PARKING LOT 

- tD - -o -

DI WL 

)f -Ill ->f ., 4" GI W~ *(lj ~--.; f 
' I 

1-
1.&J w 
>w 
<I 

(/) 

C LJ ' 0::: 
t() w / 

Vl .I 

--"'-~ 

-r-~ ~ : ==:::...oj .r I L.: -- -J .. , '° - \d>IO _•I.:_ . ' . ~ I f - - 4) 0 

l I ~ I ·1°' 
11 : :g j~ I w ~ iU 

I I Vl br J 
I I N 

CONSTRUCT STANDARD 1 n SERVICE ASSEMBLY SEE 
STANDARD DRAWING NO. 507 AND SPECIAL 

PROVISIONS. LOCATION TO BE SPEClnED IN THE nELD 
BY THE ENGINEER. CONNECT SERVICES TO EXISTING I 

24• DI WATER LINE. (3) TYPICAL THIS SHEET. 

NOTE: 
1. EXISTING STREET SECTION FOR LYON AND 

ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" OF 
NON-DIGABLE CEMENT TREATED BASE. 

2. EXISTING 24" DI WATER LINE TRANSITIONS 
FROM APPROXIMATELY 4.5' DEEP TO 11.5' 
DEEP FROM 3RD AVENUE TO 2ND AVENUE. 

3. CONTRACTOR SHALL NOTIFY WATER 
TREATMENT PLANT ONE WEEK PRIOR TO 
ALL WATER SHUTDOWNS ON 24" DI 
WATER LINE. 

WILLAMETTE 
COMMUNITY 

BANK 
333 

I I 
I I 

I 
I 

I 
I 
I 

REMOVE ABANDONED VALVE 
BOX. (3) TYPICAL THIS SHEET. 

O') 

TN 1 ><.r 
I- I 

w f,J i I w ,. 
I 
Vl 

' I 

)( 

il.. 

u 
= 0 

ALBANY 
ViSITORS 

ASSOCIATION 
315 
110 

l 
Ii 
I 

EXISTING 24" DI WATER LINE 
IS APPROXIMATELY 4.5' DEEP 
FROM 3RD TO 4TH AVENUE. 

AFTER ACCEPTANCE OF NEW 
WATER LINES, ABANDON 
EXISTING WATERLINES WITH 
CELLULAR CONCRETE. 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

UNLESS OTHERWISE NOTED 

CONSTRUCTING TO THE SOUTH, INSTALL 4" DI 45' MJ 
BEND, 3' LONG 4" DI PLAIN END SPOOL, 4• DI 45' 

FLG X MJ BEND AND 4" FLG X MJ GATE VALVE. 

CONSTRUCT STANDARD 2" SERVICE ASSEMBLY SEE 
STANDARD DRAWING NO. 507 AND SPECIAL PROVISIONS. 

LOCATION TO BE SPECIFIED IN THE FIELD BY THE ENGINEER. 

I B10+00 I I 
\~ 

I 
I 

~ 
tO 
N 

·P r 
STA E19+57.66 L,50,45 

AFTER ACCEPTANCE OF NEW WATER LINE, 
CONNECT NEW 4" DI WATER LINE TO 

-., EXISTING 4" STL WATER LINE AT BUILDING. 
_CONNEC! 2" SERVICE TO NEW WATER LINE. 

-
//\ 0 I-

I.LI 
I.LI I.LI 
> :c 

I 
<( (/) 

* C I.LI 
0::: I.LI ..,, (/) 

I I 
~I 

)( 

I 

I I 
- !.'.I __ .,, j· g -.- 1 

-

I ~+ 
I ~ 

l,J 

- ,t. ·)($ 1 ~ .)( 
.,c 

- Iii . -* L 
·)( 

24" DI 

-- -;--d 
- =t -

I 

~' f 
I ALL STAR PIZZA 

231 

I 
~ I 

COORDINATE INSTALLATION OF 24" X 1" LIVE TAP ON 
EXISTING 24" DI WATER LINE. NEW SERVICE SHALL NOT 

BE TAPPED AT 12 O'CLOCK. EXISTING 24" DI WATER LINE 
IS APPROXIMATELY 5' DEEP AT T~IS LOCATION. 
I . 

REMOVE ABANDONED 
VALVE BOX. 

/ CONSTRUCT STANDARD 1" SERVICE ASSEMBLY SEE 
F STANDARD DRAWING NO. 507 AND SPECIAL PROVISIONS. 
. LOCATION TO BE SPECIFIED IN THE FIELD BY THE ENGINEER. 

CONNECT SERVICE TO EXISTING 24" DI WATER LINE. 

NOTE: 
1. EXISTING STREET SECTION FOR LYON AND 

ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" OF 
NON-DIGABLE CEMENT TREATED BASE. 

2. EXISTING 24" DI WATER LINE TRANSITIONS 
FROM APPROXIMATELY 4.5' DEEP TO 11.5' 
DEEP FROM 3RD AVENUE TO 2ND AVENUE. 

3. CONTRACTOR SHALL NOTIFY WATER 
TREATMENT PLANT ONE WEEK PRIOR TO 
ALL WATER SHUTDOWNS ON 24" DI 
WATER LINE. 

STA E19+62,71 Rt 2.44 
COORDINATE INSTALLATION OF 24" X 4" LIVE 
TAP AND 4" FLG X MJ GATE VALVE. INSTALL 

CONCRETE THRUST BLOCK. SEE STANDARD 
DRAWING NO. 501. 24" DI WATER LINE IS 

APPROXIMATELY 6' DEEP AT THIS LOCATION. 

$IA Al §+62,04 R4,50 TO STA A16+83,28 L15,85 
INSTALL (2) 12" DI 45' MJ BENDS TO TRANSITION 

TO HORIZONTAL ALIGNMENT SHOWN. ROTATE 45' 
BENDS AS NECESSARY TO TRANSITION TO THE DEPTH 

OF THE EXISTING 24" DI WATER LINE 
(APPROXIMATELY 11.5' DEEP). CONTRACTOR SHALL 

POTHOLE EXISTING 24" DI WATER LINE IN ADVANCE 
OF TIE IN WORK TO DETERMINE EXACT DEPTH. 

STA A17+1B,oo L15,56 
REMOVE APPROXIMATELY 10' OF EXISTING 24" DI 

WATERLINE. INSTALL 24" X 12" FLG CROSS. INSTALL 24" 
FLG X MJ BUTTERFLY VALVE (N). INSTALL 24" FLG X MJ 

ADAPTER (S). INSTALL 12" FLG X MJ BUTIERFLY VALVE 
(E,W). CONNECT TO EXISTING 24" DI WATER LINE USING 

24" DI PLAIN END SPOOLS AND 24" DI SOLID SLEEVE MJ 
COUPLERS (N,S). EXISTING 24" DI WATER LINE IS 

APPROXIMATELY 11.5' DEEP TO TOP OF PIPE, 

-f--

ITEMS WITHIN BUBBLE TO BE 
PAID FOR UNDER SCHEULE B. 

TELEPHONE LOCATES 
INCOMPLETE. 

131--UJ. -

. ~ :;;;::;--: - "[ -- "[ 

· i::> 
0 
+ 
0 
N 
l,J 

WI. -- WL 24" 
-- WI. 

LINN COUNTY PAROLE 
OFFICE 

118 

ABANDON WATERLINES WITH 
CELLULAR CONCRETE. 

APPROX, STA A17+60.84 R2Q,l0 
INSTALL 1" COMBINATION AIR VACUUM RELEASE 

VALVE AT HIGHT POINT. SEE STANDARD DRAWING 
NO. 509. 

\ 

CROSS UNDER EXISTING TELEPHONE DUCTS. 
CONNECT TO EXISTING 6" AC WATER LINE USING 

(4) 6" DI 45' BENDS TO TRANSITION TO THE 
PROPER HORIZONTAL AND VERTICAL ALIGNMENT. 

t 
U). 

AFTER ACCEPTANCE OF NEW WATER LINE, 
CONSTRUCT 12•x5" CONNECTION ASSEMBLY. SEE 
STANDARD DRAWING NO. 511, DETAIL A. LAY 6" 

DI PIPE FLAT AT APPROXIMATELY 11.5' DEEP, 

~ 
N 

I
I.LI 
L&.I 
:c 
(/) 

CROSS UNDER 
'· I EXISTING 
~ TELEPHONE DUCTS \tr APPROXIMATELY 

11.5' DEEP. 
~4-=,-. - -' w 

~~~ 
0 
iii 
> -l,J •• 

a:: 0 i:i z.., 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE E 

u- '\ 
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I <( ~I l I I 
CONSTRUCT STANDARD 1" SERVICE ASSEMBLY SEE 

STANDARD DRAWING NO. 507 AND SPECIAL PROVISIONS. 

NOTE: 

LOCATION TO BE SPECIFIED IN THE FIELD BY THE 
ENGINEER. CONNECT SERVICES TO EXISTING 24" DI 

WATER LINE. (2) TYPICAL THIS SHEET. 

EXISTING STREET SECTION FOR LYON AND 
ELLSWORTH IS APPROXIMATELY 4" OF AC 
ON TOP OF APPROXIMATELY 24" OF 
NON-DIGABLE CEMENT TREATED BASE. 

AFTER ACCEPTANCE OF NEW 
WATER LINES, ABANDON 

EXISTING WATERLINES WITH 
CELLULAR CONCRETE. 

! 
PARKING 1 LOT 

1 , 

I 
/ 11 ,, 

/ 

BODA FURNITURE 
109, 104, 113, 115 , 

117 

STA E23+8Q,19 L41,63 
INSTALL STANDARD 12"X10" CONNECTION 

ASSEMBLY. SEE STANDARD DRAWING NO. 511 
DETAIL B. INSTALL CONCRETE THRUST BLOCK ON 

45" BEND. SEE STANDARD DRAWING NO. 501. 

STA E23,79,94 L,33,99 
INSTALL TEMPORARY CAP ON EXISTING 

1 O" CIP WATER LINE BEFORE 
INSTAWNG 12"X1 O" CONNECTION 

ASSEMBLY AT STATION EO+OO L0.00. 

CROSS UNDER EXISTING TELEPHONE 
CONDUITS THAT ARE APPROXIMATELY 8' 

DEEP. SEE STANDARD DRAWING NO. 512. 

ABANDON WATERLINES WITH 
CELLULAR CONCRETE. 

--ru-- m - 1.=...- -
tll--

- llL-- ci - 11 

0 
+ 
I') 
N 

- - 0 - - i.J- -so --so 

REMOVE ABANDONED 
VALVE BOX. (3) 

TYPICAL THIS SHEET. 

STA E23+74,97 824,04 
AFTER ACCEPTANCE OF NEW WATER LINE, CUT OUT 

EXISTING TEE AND VALVES. CONNECT TO EXISTING 6" 
DI WATER LINE WITH 3' LONG 6" DI PLAIN END SPOOL 

AND SOLID SLEEVE COUPLER. 

STA E23+84,62 R27.JO 
AFTER ACCEPTANCE OF NEW WATER LINE, INSTALL 

STANDARD 12"X6" CONNECTION ASSEMBLY. SEE 
STANDARD DRAWING NO. 511 DETAIL B. INSTALL 

CONCRETE THRUST BLOCK ON 45" BEND. SEE 
STANDARD DRAWING NO. 501. 

l 
- 'll -\13J. --13J. 
- ':Ii. ~ 

...I 
:I!= 
tl.. 
0 
: 
0 

\ 

LL.I 

~ 
I
V) 

INSTALL 12" X 6" FLG TEE. 
INSTALL 12" FLG X MJ BUTTERFLY 
VALVE (W). INSTALL 6" FLG X MJ 
GATE VALVE (S). 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULED 

CONSTRUCT STANDARD 1" SERVICE ASSEMBLY SEE 
STANDARD DRAWING NO. 507 AND SPECIAL 

PROVISIONS. LOCATION TO BE SPECIFIED IN THE 
FIELD BY THE ENGINEER. (9) TYPICAL THIS SHEET. 

\ \~-
' / -~ 

NOTE: 
INSTALL 4" MIN AC TRENCH PATCHING OVER NEW 
WATER LINE TRENCHES OR MATCH EXISTING AC 
THICKNESS, WHICHEVER IS GREATER. 

AFTER ACCEPTANCE OF NEW WATER 
LINE, ABANDON 6" STL WATER LINE 
WITH CELLULAR CONCRETE. 

./ 

METER BOXES SHALL BE SET A MINIMUM 
OF 6" APART FROM EACH OTHER. 

\ _) .., 

( 

432. 

STA H4+46.82 LJ0.30 
AFTER ACCEPTANCE OF NEW WATE LINE, REMOVE 
EXISTING TEE AND CONNECT TO EXISTING 8" DI 
PIPE WITH SOLID SLEEVE COUPLER. 
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GENERAL NOTES FOR STREET 
LIGHTING AND ELECTRICAL 
SHEETS: 

1. CONTRACTOR SHALL PROVIDE THE 
DESIGN FOR WIRING AS NEEDED TO 
MEET THE NATIONAL ELECTRIC CODE. 

2. CONTRACTOR SHALL CALCULATE 
APPROPRIATE CONDUCTOR SIZE IN 
ACCORDANCE WITH THE NATIONAL 
ELECTRIC CODE. 

3. CONTRACTOR SHALL SUBMIT STREET 
LIGHT FOOTING DESIGN THAT MEETS 
LOCAL BUILDING CODE TO THE 
ENGINEER FOR APPROVAL. 
CONTRACTOR SHALL BE RESPONSIBLE 
FOR DETERMINING WHERE SPREAD 
FOOTINGS MAY BE REQUIRED WHEN 
LIGHT POLES ARE LOCATED OVER 
EXISTING UTILITIES. 

4. CONTRACTOR IS RESPONSIBLE FOR 
OBTAINING ALL REQUIRED ELECTRICAL 
AND BUILDING PERMITS. 

5. SEE ODOT STANDARD DRAWING TM472 
FOR JUNCTION BOX DETAILS. 

6. CONTRACTOR SHALL VERIFY THE 
MINIMUM SIZE JUNCTION BOX TO BE 
USED AT EACH LOCATION. 

7. FIBERGLASS OR GALVANIZED RIGID 
STEEL ELBOWS SHALL BE USED ON 
ALL CONCRETE FOOTINGS. 

8. ALUMINUM CONDUCTORS SHALL NOT 
BE USED. 

9. CONDUCTORS FOR WIRING USED 
SHALL BE XHHW. 
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NOTATION KEY 

PANEL(A OR B)/CIRCUITS/LIGHITNG 

NOTES: 

1. INDIVIDUAL LINES REPRESENT THE 
AREA EACH CIRCUIT WILL SERVE. 
THEY DO NOT REPRESENT THE 
CONDUIT IN WHICH THE WIRES WILL 
BE INSTALLED. 

2. SEE SHEET 70 FOR CIRCUIT 
SCHEDULE. 
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NOTATION KEY 

PANEL(A OR B)/CIRCUITS/RECEPTACLES 

NOTES: 

1. 

2. 

INDIVIDUAL LINES REPRESENT THE 
AREA EACH CIRCUIT WILL SERVE. 
THEY DO NOT REPRESENT THE 
CONDUIT IN WHICH THE WIRES WILL 
BE INSTALLED. 

SEE SHEET 70 FOR CIRCUIT 
SCHEDULE. 
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@ TYPE 3 LIGHTING DISTRIBUTION 

@ TYPE 5 LIGHTING DISTRIBUTION 

D TAMPER-RESISTANT JB1 JUNCTION BOX 

2• MIN ELECTRICAL CONDUIT 

(I) DOUBLE ACORN LIGHT 

0 BANNER POLE • 
CATENARY 
LIGHT 

Iii 

@ t-
(/) 

I z 

'1~ 
0 
t-
c., 
z 
~ 

I (/) 
<( 

3: 

' I 

\ 
4 
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\ 

- so 

0 
0 
+ .... 

- _<C( ~ 

:,:i 

@ ·-

CREO 

RA YBAR PROFESSIONAL 
CENTER 

425 

- .. (-

$ 

BELLUS SALOT .. , 
456 

I 

INSTALL ELECTRICAL CONDUIT WITH 2' MINIMUM 
COVER. ALL WIRING AND CONDUIT SHALL MEET 
NATIONAL ELECTRICAL CODE. 

I 
INSTALL DOUBLE ACORN LIGHT POL£ AND FIXTURE. 
(12) TYPICAL THIS SHEET. LOCATIONS FOR EACH 
POLE SHALL BE MARKED IN THE FIELD BY THE 
ENGINEER. SEE SPECIFICATIONS ON SHEET 65. 

PARKING 
LOT 

PARKING 
LOT 

0 "' --

2ND AVE 

Cl 

6.5' FROM roe 

- Si) -- 0 

1 
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STUDiO 401 f 
-o cl_ r 

~ 
I 

PARKING 
LOT 

==:r:: - ri 
KELLER WILLIAMS REALITY 1 

INSTALL TAMPER-RESISTANT JB1 JUNCTION BOX 
WHERE SHOWN. INSTALL 110 OUTDOOR RATED GFI 
OUTLET IN EACH JUNCTION BOX NEXT TO A TREE 
WELL. SEE DETAILS E AND F ON SHEET 68. 

I I 

200 

II 1 

I I 

INSTALL STERNBERG BANNER POLE. (8) TYPICAL THIS SHEET. 
BANNER POLES WITH JUNCTION BOXES SHALL BE INSTALLED 
ON THE SOUTH SIDE OF THE STREET. LOCATIONS FOR EACH 

* ... ... ... 
.:i 

:c en 
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POLE SHAU. BE MARKED IN THE FIELD BY THE ENGINEER. DO NOT DISTURB SIDEWALK 

,. 
ti /~ 

¥ 

-

SEE SPEClnCATIONS ON SHEET 66. 

NO D-LAY 
339 

PERSON'AL 
I BARBER 

SHOP 
j 335 

-0-M_.L __ 

:-::..·J ==--=-1-.,,--, 
6:5' FROM FOC 

BIG TOWN j 
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J27 ----

OVER EXISTING BASEMENT. 
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MONKEY FRIDAY'S 

INSTALL CATENARY LIGHT AND SUSPENSION 
300 

WIRING. (4) TYPICAL THIS SHEET. SEE 
SPECIFICATIONS ON SHEET 67. 

I INSTALL 2• CONDUITS 
WITHIN 2• OF EACH OTHER. 

INSTALL MIDWEST ELECTRIC SUB-PANEL PEDESTAL ON 2'X2', 4• 
CONCRETE PAD AS DIRECTED BY THE ENGINEER. SEE PEDESTAL 
AND SUB-PANEL SPECIF'ICATIONS ON SHEETS 71 AND 72. 
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@ TYPE 3 LIGHTING DISTRIBUTION 

@ TYPE 5 LIGHTING DISTRIBUTION 

00 NOT DISTURB SIDEWALK 
OVER EXISTING COAL CHUTES. 

D TAMPER-RESISTANT JB1 JUNCTION BOX 

2• MIN ELECTRICAL CONDUIT 

INSTALL DOUBLE ACORN LIGHT POLE AND F'IXTURE. 
(12) TYPICAL THIS SHEET. LOCATIONS F'OR EACH 
POLE SHALL BE MARKED IN THE FIELD BY THE 
ENGINEER. SEE SPECIFICATIONS ON SHEET 65, 

I 
- - - 3" MIN ELECTRICAL CONDUIT 

(I) DOUBLE ACORN LIGHT 

0 BANNER POLE 
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ENDEX 
ENGINEERING 

231 

MURPHY'S 
SEED 

STORE 
227 

.---' t-f 

FUN ZONE 
223 

ANTIQUE STORE 
205 

I e r-,~--. ==-;lj--- "':".""~- 6.5' FROM FOC 

I 
INSTALL ELECTRICAL CONDUIT WITH 2' MINIMUM 
COVER. ALL WIRING AND CONDUIT SHALL MEET 
NATIONAL ELECTRICAL CODE. 

T 
2ND AVE 

THE STILL NOVAK'S 
220 208 

INSTALL 2" CONDUITS 
WITHIN 2• OF EACH OTHER. 

I 

00 NOT DISTURB SIDEWALK 
OVER EXISTING COAL CHUTES. 

CUSTOM 
STAINED 
GLASS 

206 

ALBANY ANTIQUE MALL 
145 

INSTALL CATENARY LIGHT AND SUSPENSION 
WIRING. (4) TYPICAL THIS SHEET. SEE 
SPECIFICATIONS ON SHEET 67. 

ALBANY REGIONAL MUSEUM 
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--\/1 _j ...::::...._ -=; 
- J • 1-~..,;,.;-, 
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+ 2ND AVE IO 

SUREFIRE 
DESIGN 
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I 
INSTALL 2" CONDUIT 

AND (4) f1 WIRES 
TO SUB-PANEL 
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US BANK 
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INSTALL STERNBERG BANNER POLE. (8) TYPICAL THIS SHEET. 
BANNER POLES WITH JUNCTION BOXES SHALL BE INSTALLED 
ON THE SOUTH SIDE OF THE STREET. LOCATIONS FOR EACH 
POLE SHALL BE MARKED IN THE nELD BY THE ENGINEER. 
SEE SPEClnCATIONS ON SHEET 66. 
L _,../ 

PARKING 
LOT 

INSTALL TAMPER-RESISTANT J81 JUNCTION BOX '1 
WHERE SHOWN. INSTALL 110 OUTDOOR RATED GFI / 
OUTLET IN EACH JUNCTION BOX NEXT TO A TREE 
WELL SEE DETAILS E AND F ON SHEET 68. 
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@ TYPE 3 LIGHTING DISTRIBUTION 

@ TYPE 5 LIGHTING DISTRIBUTION 

D TAMPER-RESISTANT JB1 JUNCTION BOX 

2" MIN ELECTRICAL CONDUIT 

- - - 3" MIN ELECTRICAL CONDUIT 

(I) DOUBLE ACORN LIGHT 

0 BANNER POLE • s~i~ARY 
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PARKING 
LOT 
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I a 

3 I 
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237 

0 
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+ 
11"1 
m 

INSTALL ELECTRICAL CONDUIT WITH 2' MINIMUM 
COVER. ALL WIRING AND CONDUIT SHALL MEET 
NATIONAL ELECTRICAL CODE. 

PARKING 
LOT 

/ 

- - 0 

UNN COUNTY 
PROPERTY 

MANAGEMENT 
330 

3RD AVE 

@ 

I INSTALL DOUBLE ACORN LIGHT POLE AND FIXTURE. 
(12) TYPICAL THIS SHEET. LOCATIONS f'OR EACH 

I 
POLE SHALL BE MARKED IN THE FIELD BY THE 
ENGINEER. SEE SPECIFICATIONS ON SHEET 65. 
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0 
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LINN COUNTY 
LAW LIBRARY 

304 
r-- ss l .... 

INSTALL TAMPER-RESISTANT JB1 JUNCTION BOX 
WHERE SHOWN. INSTALL 110 OUTDOOR RATED GFI 
OUTLET IN EACH JUNCTION BOX NEXT TO A TREE 
WELL. SEE DETAILS E AND F ON SHEET 68. 

GROWLER 
GARAGE 

227 

INSTALL CATENARY LIGHT AND SUSPENSION 
WIRING. (4) TYPICAL THIS SHEET. SEE 
SPECIFICATIONS ON SHEET 67. PARKING 

LOT EDWARD 
JONES 

234 

I I 
I
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223 221 

--,-
I 

1i 

, I 

I 
I
~ 
0 
~ 
VJ 
...J 
...J 
w 

D18+00 

,0 

CITY HALL 
333 PARKING 

LOT WASHINGTON 
FEDERAL BANK 

300 ' INSTALL STERNBERG BANNER POLE. (8) TYPICAL THIS SHEET. 
BANNER POLES WITH JUNCTION BOXES SHALL BE INSTALLED 
ON THE SOUTH SIDE OF THE STREET. LOCATIONS FOR EACH 
POLE SHALL BE MARKED IN THE FIELD BY THE ENGINEER. 
SEE SPECIFICATIONS ON SHEET 66. 

INSTALL 2" CONDUIT 
AND (4) #1 WIRES 

TO SUB-PANEL 
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@ TYPE 3 LIGHTING DISTRIBUTION 

@ TYPE 5 LIGHTING DISTRIBUTION 

D TAMPER-RESISTANT JB1 JUNCTION BOX 

2" MIN ELECTRICAL CONDUIT 

- - - 3" MIN ELECTRICAL CONDUIT 

(I) DOUBLE ACORN LIGHT 

0 BANNER POLE • f1~1~NARY 
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CHASE 
BANK 
231 

INSTALL 2• CONDUIT 
AND (4) #1 WIRES 
TO SUB-PANEL 

INSTALL ELECTRICAL CONDUIT WITH 2' MINIMUM 
COVER. ALL WIRING AND CONDUIT SHALL MEET 
NATIONAL ELECTRICAL CODE. 

145 

INSTALL DOUBLE ACORN LIGHT POLE AND FIXTURE. 
(6) TYPICAL THIS SHEET. LOCATIONS FOR EACH 
POLE SHALL BE MARKED IN THE FIELD BY THE 
ENGINEER. SEE SPECIFICATIONS ON SHEET 65. 

DO NOT DISTURB SIDEWALK 
OVER EXISTING COAL CHUTES. 
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INSTALL STERNBERG BANNER POLE. (4) TYPICAL THIS SHEET. 
BANNER POLES WITH JUNCTION BOXES SHALL BE INSTALLED 
ON THE SOUTH SIDE OF THE STREET. LOCATIONS FOR EACH 
POLE SHALL BE MARKED IN THE FIELD BY THE ENGINEER. 
SEE SPECIFICATIONS ON SHEET 66. 

INSTALL TAMPER-RESISTANT JB1 JUNCTION BOX 
WHERE SHOWN. INSTALL 110 OUTDOOR RATED GFI 
OUTLET IN EACH JUNCTION BOX NEXT TO A TREE 
WELL SEE DETAILS E AND F ON SHEET 68. 
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JACK N JILL 
236 

INSTALL CATENARY LIGHT AND SUSPENSION 
WIRING. (2) TYPICAL THIS SHEET. SEE 
SPECIFICATIONS ON SHEET 67. 
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TYPE 3 LIGHTING DISTRIBUTION 

TYPE 5 LIGHTING DISTRIBUTION 

TAMPER-RESISTANT JB1 JUNCTION BOX 

2" MIN ELECTRICAL CONDUIT 

(j) SINGLE ACORN LIGHT 
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237 
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INSTALL ELECTRICAL CONDUIT WITH 2' MINIMUM 
COVER. ALL WIRING AND CONDUIT SHALL MEET 
NATIONAL ELECTRICAL CODE. 

INSTALL SINGLE ACORN LIGHT POLE AND FIXTURE. 
(8) TYPICAL THIS SHEET. LOCATIONS FOR EACH 
POLE SHALL BE MARKED IN THE FIELD BY THE 
ENGINEER. SEE SPECIFICATIONS ON SHEET 64. 
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INSTALL TAMPER-RESISTANT JB1 JUNCTION BOX 
WHERE SHOWN. INSTALL 110 OUTDOOR RATED GR 
OUTLET IN EACH JUNCTION BOX NEXT TO A TREE 
WEU.. SEE DETAILS E AND F ON SHEET 68 . 
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TYPE 3 LIGHTING DISTRIBUTION 

TYPE 5 LIGHTING DISTRIBUTION 

TAMPER-RESISTANT JB1 JUNCTION BOX 

- 2" MIN ELECTRICAL CONDUIT 

(j) SINGLE ACORN LIGHT 
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138 

INSTALL SINGLE ACORN LIGHT POLE AND FIXTURE. 
(8) TYPICAL THIS SHEET. LOCATIONS F'OR EACH 
POLE SHALL BE MARKED IN THE FIELD BY THE 
ENGINEER. SEE SPECIFICATIONS ON SHEET 64. 
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~ 

INSTALL ELECTRICAL CONDUIT WITH 2' MINIMUM 

~

COVER. ALL WIRING AND CONDUIT SHALL MEET 
NATIONAL ELECTRICAL CODE. 

h ~j I : t 'i 

INSTALL TAMPER-RESISTANT JB1 JUNCTION BOX 
WHERE SHOWN. INSTALL 110 OUTDOOR RATED GF'I 
OUTLET IN EACH JUNCTION BOX NEXT TO A TREE 
WELL SEE DETAILS E AND F' ON SHEET 68. 
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TYPE 3 LIGHTING DISTRIBUTION 

TYPE 5 LIGHTING DISTRIBUTION 

TAMPER-RESISTANT JB1 JUNCTION BOX 

2• MIN ELECTRICAL CONDUIT 

Ci) SINGLE ACORN LIGHT TRI VALLEY FOOD 
MARKET AND DELI 

628 

111 

w 
> 
<C 

I 
I-

" 

ii-- I\ 

PARKING 
LOT 

:8--- )(

... t; 
z ... 
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I 
::J ~ 
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!c ~ 
::I + 

l.&J 
> 
<C 

I 
1-
<0 
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~ -1.X 
0 

0 
0 
+ ..... 
C 

1-Jf~~I ~ 

I 

INSTALL ELECTRICAL CONDUIT WITH 2' MINIMUM 
COVER. ALL WIRING AND CONDUIT SHALL MEET 

NATIONAL ELECTRICAL CODE. 
I I I 

INSTALL (2) 2" ELECTRICAL CONDUITS WITH 2' MINIMUM 
COVER FOR FUTURE USE. INSTALL PULL CORDS IN CONDUITS 
PER ODOT SPECIF'ICATIONS. INSTALL {4) TAMPER-RESISTANT 
JB1 JUNCTION BOX WITH •TRAFFIC SIGNAL" LABELED LIDS. 

;ii n fl 530 I L PARKING 
LOT 

I 
¥1 
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I l -

o ' 
0 

il 101 
t..Jl u 

;:, 1 ELLSWORTH ST 
C · 

DEMOCRAT-HERALD 
600 

1 
11 ! J.i I 

INSTALL SINGLE ACORN LIGHT POLE AND F'IXTURE. 
(16) TYPICAL THIS SHEET. LOCATIONS FOR EACH 
POLE SHALL BE MARKED IN THE F'IELO BY THE 

:ENGINEER. SEE SPECIFICATIONS ON SHEET 64. 
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520 
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0 -C 

D 0 

DEALERSHIP 
LOT 

-X 

0 
0 
+ -C 

ELLSWORTH ST 

MARK THOMAS BUICK 
GMC DEALERSHIP 

505 

INSTALL TAMPER-RESISTANT JB1 JUNCTION BOX 
WHERE SHOWN. INSTALL 110 OUTDOOR RATED GF'I 
OUTLET IN EACH JUNCTION BOX NEXT TO A TREE 
WELL SEE DETAILS E AND F ON SHEET 68. 
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@ TYPE 3 LIGHTING DISTRIBUTION 

@ TYPE 5 LIGHTING DISTRIBUTION 

D TAMPER-RESISTANT JB1 JUNCTION BOX 

2• MIN ELECTRICAL CONDUIT 

- - - 3• MIN ELECTRICAL CONDUIT 

(j) SINGLE ACORN LIGHT 

~ l 
:1 I 

LINN COUNTY 
COURTHOUSE 

300 

. 

INSTALL SINGLE ACORN LIGHT POLE AND FIXTURE. 
(16) TYPICAL THIS SHEET. LOCATIONS F'OR EACH 
POLE SHALL BE MARKED IN THE F'IELD BY THE 
ENGINEER. SEE SPECIFICATIONS ON SHEET 64. 
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INSTALL F'OUCH ELECTRIC CITY OF' ALBANY CUSTOM TM/302 ELECTRICAL 
CABINET. SEE SHEET 69 F'OR CABINET DETAILS AND SHEET 70 F'OR 

CIRCUIT SCHEDULE. CONTRACTOR SHALL BE RESPONSIBLE F'OR 
COORDINATING WITH PACIFIC POWER TO INSTALL METER AND SCHEDULING. 

ANY ADDITIONAL INSPECTIONS PACIFIC POWER MAY REQUIRE. 
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SEE DETAIL G ON SHEET 68. 
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PARKING INSTALL TAMPER-RESISTANT JB1 JUNCTION BOX 

LOT WHERE SHOWN. INSTALL 110 OUTDOOR RATED GF'I 
OUTLET IN EACH JUNCTION BOX NEXT TO A TREE 
WELL SEE DETAILS E AND F' ON SHEET 68. 
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INSTALL 2• CONDUIT I 
:::J ill 

INSTALL CONDUITS WITHIN X 
AND (4) #1 WIRES (J II) 

TO SUB-PANEL 2• OF EACH OTHER. ~ + 2 «I 
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KEY 
BANK 
128 

INSTALL ELECTRICAL CONDUIT WITH 2' MINIMUM 
COVER. ALL WIRING AND CONDUIT SHALL MEET 
NATIONAL ELECTRICAL CODE. 

INSTALL 3" CONDUIT PER 
PACIFIC POWER SPECIFICATIONS. 
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TYPE 3 LIGHTING DISTRIBUTION 

TYPE 5 LIGHTING DISTRIBUTION 

TAMPER-RESISTANT JB1 JUNCTION BOX 

2• MIN ELECTRICAL CONDUIT 

- - - 3• MIN ELECTRICAL CONDUIT 

(i) SINGLE ACORN LIGHT 
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JONES 
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iii 
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I 

I . I I 
INSTALL SINGLE ACORN LIGHT POLE AND FIXTURE. 
(16) TYPICAL THIS SHEET. LOCATIONS FOR EACH 

J POLE SHALL BE MARKED IN THE FIELD BY THE 
· ENGINEER. SEE SPECIFICATIONS ON SHEET 64. 
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MALL 
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PARKING 
LOT 

INSTALL TAMPER-RESISTANT JB1 JUNCTION BOX 
WHERE SHOWN. INSTALL 110 OUTDOOR RATED GFI 
OUTLET IN EACH JUNCTION BOX NEXT TO A TREE 

WELL. SEE DETAILS E AND F ON SHEET 68. 

BRICKWALLS 
BARBER SHOP 
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INSTALL ELECTRICAL CONDUIT WITH 2' MINIMUM 
COVER. ALL WIRING AND CONDUIT SHALL MEET 

NATIONAL ELECTRICAL CODE. 

lJS BANK 
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TYPE 3 LIGHTING DISTRIBUTION 

TYPE 5 LIGHTING DISTRIBUTION 

TAMPER-RESISTANT JB1 JUNCTION BOX 

JUNCTION BOX INSTAU.ED BY OTHERS 

2" MIN ELECTRICAL CONDUIT 

2" CONDUIT INSTALl.ED BY OTHERS 

INSTAWNG WIRING THROUGH 2" ELECTRICAL 
CONDUIT INSTALLED BY OTHERS. 

CONNECT TO EXISTING 2" CONDUIT IN 
JUNCTION BOX INSTALLED BY OTHERS. 

(i) SINGLE ACORN LIGHT 

INSTAU. TAMPER-RESISTANT JB1 JUNCTION BOX 
WHERE SHOWN. INSTAU. 110 OUTDOOR RATED GFI 
OUTLET IN EACH JUNCTION BOX NEXT TO A TREE 

WELL SEE DETAILS E AND F ON SHEET 68. 
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7.33 

INSTALL SINGLE ACORN LIGHT POLE AND FIXTURE. 
(8) TYPICAL THIS SHEET. LOCATIONS FOR EACH 
POLE SHAU. BE MARKED IN THE FIELD BY THE 
ENGINEER. SEE SPECIFICATIONS ON SHEET 64. 
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l 
INSTALL ELECTRICAL CONDUIT WITH 2' MINIMUM 
COVER. ALL WIRING AND CONDUIT SHAU. MEET 

NATIONAL ELECTRICAL CODE. 

0 
0 
+ 
10 
IJ.I 

11D 

CONNECT TO EXISTING 2" CONDUIT IN 
JUNCTION BOX INSTALLED BY OTHERS. 
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TYPE 3 LIGHTING DISTRIBUTION 

TYPE 5 LIGHTING DISTRIBUTION 

TAMPER-RESISTANT JB1 JUNCTION BOX 

2n MIN ELECTRICAL CONDUIT 

SINGLE ACORN LIGHT 
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I
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IHS'l'AWNG WIRING 'l'IIROl:IGII 2n ELEG'l'RIGAL G8NBl:ll'I' 
INSQLLEB BY 8'1'I IERS. 

INSTALL ELECTRICAL CONDUIT WITH 2' 
MINIMUM COVER. ALL WIRING AND CONDUIT 

SHALL MEET NATIONAL ELECTRICAL CODE. 

CONNEC'I' :re ElEISTIPIG 2" G8NBl:ll'I' IH 
dUN0'1'I8U BO)( IPIS'l'ALLEB BY Oll lERS. 

INSTALL TAMPER-RESISTANT JB1 JUNCTION BOX 
WHERE SHOWN. INSTALL 110 OUTDOOR RATED GFI 
OUTLET IN EACH JUNCTION BOX NEXT TO A TREE 

WELL SEE DETAILS E AND F ON SHEET 68. 
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UGI If POLES SI IALL BE INSQLLEB BY 8'1'1 IERS. 
SEE 5PEGIFIGA'l'l8N5 8N 5I IEE'I' 64. 
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INSTALL SINGLE ACORN LIGHT POLE, FIXTURE AND 
FOOTING. (5 16) .TYPICAL THIS SHEET. LOCATIONS 
FOR EACH POLE SHALL BE MARKED IN THE FIELD BY 
THE ENGINEER. SEE SPECIFICATIONS ON SHEET 64. 
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0 ::c 
INSTALL ELECTRICAL CONDUIT WITH 2' 

MINIMUM COVER. ALL WIRING AND CONDUIT 
SHALL MEET NATIONAL ELECTRICAL CODE. 
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TYPE 3 LIGHTING DISTRIBUTION 

TYPE 5 LIGHTING DISTRIBUTION 

TAMPER-RESISTANT JB1 JUNCTION BOX 

2• MIN ELECTRICAL CONDUIT 

Ci) SINGLE ACORN LIGHT 
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I/) I i ' INSTALL SINGLE ACORN LIGHT POLE AND FIXTURE. 

DOWNTOWN 
LIQUOR STORE 

104 
PARKING 

1 I 
;!I 

r I I 
). 

(14) TYPICAL THIS SHEET. LOCATIONS FOR EACH 
POLE SHALL BE MARKED IN THE FIELD BY THE 
ENGINEER. SEE SPECIFICATIONS ON SHEET 64. 
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1.0T 

INSTALL TAMPER-RESISTANT JB1 JUNCTION BOX I 
ll I I I RICHARDS 

CLEANERS 
330 

/ 
WHERE SHOWN. INSTALL 110 OUTDOOR RATED GFI; 
OUTLET IN EACH JUNCTION BOX NEXT TO A TREE! 

I l ~ l WDL SEE DCTAt~ EAlND F o~ SHEa 68. 1 
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INSTALL ELECTRICAL CONDUIT WITH 2' MINIMUM 
COVER. ALL WIRING AND CONDUIT SHALL MEET 

NATIONAL ELECTRICAL CODE. 
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TYPE 3 LIGHTING DISTRIBUTION 

TYPE 5 LIGHTING DISTRIBUTION 

TAMPER-RESISTANT JB1 JUNCTION BOX 

2• MIN ELECTRICAL CONDUIT 

3• MIN ELECTRICAL CONDUIT 

(j) SINGLE ACORN LIGHT 

\ 

\ 

KEY BANK 
128 

3RD AVE 
INSTAU. 3• ELECTRICAL CONDUIT PER PACIFIC POWER 
SPECIFICATIONS. CONTRACTOR SHAU. BE RESPONSIBLE FOR 
COORDINATING WITH PACIFIC POWER TO SCHEDULING ANY CONDUIT 
INSTALJ.ATION INSPECTIONS PACIFIC POWER MAY REQUIRE. 

-] I I 
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I\ 

INSTALL 3• VERTICAL SWEEP TO POWER 
POLE PER PACIFIC POWER SPECIFICATIONS. 
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I 
INSTALL ELECTRICAL CONDUIT WITH 2' MINIMUM 
COVER. AU. WIRING AND CONDUIT SHALL MEET 

NATIONAL ELECTRICAL CODE. 
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@ TYPE 3 LIGHTING DISTRIBUTION 

® TYPE 5 LIGHTING DISTRIBUTION 

D TAMPER-RESISTANT JB1 JUNCTION BOX 

- 2• MIN ELECTRICAL CONDUIT 

DO NOT DISTURB SIDEWALK 
OVER EXISTING BASEMENT. 

PARKING 
LOT Ci) SINGLE ACORN LIGHT 
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ALL STAR 
PIZZA 
231 

LJ 

INSTALL SINGLE ACORN LIGHT POLE AND FIXTURE. 
(16) TYPICAL THIS SHEET. LOCATIONS FOR EACH 

POLE SHALL BE MARKED IN THE FIELD BY THE 
ENGINEER. SEE SPECIFICATIONS ON SHEET 64. 

ri1 

1 INSTALL TAMPER-RESISTANT JB1 JUNCTION BOX 
r j WHERE SHOWN. INSTALL 110 OUTDOOR RATED GFI 

/ OUTLET IN EACH JUNCTION BOX NEXT TO A TREE 
WELL. SEE DETAILS E AND F ON SHEET 68. 
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INSTALL ELECTRICAL CONDUIT WITH 2' MINIMUM 
COVER. ALL WIRING AND CONDUIT SHALL MEET 

NATIONAL ELECTRICAL CODE. 
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SINGLE ACORN LIGHTING SPECIFICATIONS 

TYPE Ill DISTRIBUTION 

STREET SIDE ~ s" DIA BC DIAMOND PATTERN 
GFI LPIUC / (4) 1/2" x' 24" BOLTS 

PLANTER ARM a PLANTER ARM 

(D 

I 
-:.,. 

ACCESS DOOR 
BANNER ARMS 

LED SOURCE 
4ARC35T3 
56 LED'S, 

66w, 3,500K 
TYPE 3 DISTRIBUTION 

LED LIGHT SOURCE 

~ 
DRIVER COMPARTMENT 

DOUBLE HOOKED PLANTER ARMS 

LOW PROFILE DUPLEX 
GFI RECEPTACLE WITH 
IN USE COVER 
(NOT AS SHOWN) 

THE 7 /8" DIA BANNER ARMS 
ARE 37" APART FROM THE TOP 
OF THE UPPER ARI~, TO THE 
BOTTOM OF THE LOWER ARM 

BANNER ARfAS SET FOR 
18" X 36" BANNERS 

BANNERS BY OTHERS 

--- 5" DIA. FLUTED POLE 
.188 WALL THICKNESS 
6061- T6 STRUCTURAL 
GRADE ALUMlt\Ul,.1 

POLE WELDED FOR SINGLE 
UNIT CONSTRUCTION 

~---ACCESS DOOR 

N 

::i: 
[I.. 

en 
I-
z 
w 
::. 
w 
> 
0 
n:: 
[I.. 

~ 
I-
w 
w 
~ 
en 
<(_ 
ti 
<(_ 
0 

~ C (!) m 
,. -, 0 

0:: 

I=! ........ ........ ,, ,, 
<( ~ !!?. ~~ 
0 ;;.-... ... .. 

~ <(aJ(.)0 

-----11 1/2" DIA. BASE WITH 3/4" FLOOR THICKNESS 
FOUR ANCHOR BOLTS 

SINGLE ACORN 
POLE FOOTING 

SECTION VIEW A-A 
(NOT TO SCALE) 

TOP OF SIDEWALK 

:": 

CONTRACTOR SHALL 
SUBMIT STREET LIGHT 
FOOTING DESIGN THAT 

MEETS LOCAL BUILDING 
CODE TO ENGINEER 

FOR APPROVAL. 

·" 

•· 

. ~ .... 
·.,·· 

.. ... 

.4 .. 

·" 

·. 4 ., . 

.·.S . . · 

.,, . 

• 

-:,,·· ... 
• "": . 

BOLTS ARRANGED IN 
8" DIAMOND PATTERN 
PER STERNBERG BOLT 
PATTERN. 

4" BOLT REVEAL 

. .. ,d· .. 

-! . 

½" X 24" 
ANCHOR BOLTS 
PROVIDED BY 
STERNBERG. 

.. .. 4 

. •· ~-. . . ., . 

NOTE: 
CONTRACTOR SHALL BE 
RESPONSIBLE FOR 
DETERMINING WHERE 
SPREAD FOOTINGS MAY BE 
REQUIRED WHEN LIGHT 
POLES ARE LOCATED OVER 
EXISTING UTILITIES. 

8" DIAMOND BOLT PATTERN 
STREET Sl!JE 

j 

tO --cl-

I 
in 

' 

TYPE V DISTRIBUTION 

STREET SIDE - 8" DIA BC DIAMOND PATTERN 
GFI LPIUC / ( 4) 1 /2" x' 24" BOLTS 

PLANTER ARM a PLANTER ARM 

tj-
1 

"' 

ACCESS DOOR 
BANNER ARMS 

1-

LED S_OUBCE 
4ARC35T5 
56 LED'S, 

66w, 3,500K 
TYPE 5 DISTRIBUTION 

LED LIGHT SOURCE 

~ 
DRIVER COMPARTMENT 

DOUBLE HOOKED PLANTER ARMS 

LOW PROFILE DUPLEX 
GFI RECEPTACLE WITH 
IN USE COVER 
(NOT AS SHOWN) 

THE 7 /8" DIA BANNER ARMS 
ARE 37" APART FROM THE TOP 
OF THE UPPER ARM, TO THE 
BOTTOM OF THE LOWER ARM 

BANNER ARMS SET FOR 
18" X 36" BANNERS 

BANNERS BY OTHERS 

5" DIA. FLUTED POLE 
.168 WALL THICKNESS 
6061-T6 STRUCTURAL 
GRADE ALUMINUM 

POLE WELDED FOR SINGLE 
UNIT CONSTRUCTION 

- -- ACCESS DOOR 

N 

::i: 
[I.. 

en 
I-
z 
w 
::. w 
> 
0 n:: 
[I.. 

~ 
I-w w 
~ 
en 
<(_ 
ti 
<(_ 
0 
0 

~ 
°' 

C Cl Ol 
,. -, 0 

w .... .... ........ 
I- '' ~~ <( $$ 0 ~ .. 

~ <(OJ(.)0 

....---- 11 1 /2" DIA. BASE, 3/4" FLOOR THICKl\:ESS 
FOUR ANCHOR BOLTS 
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DOUBLE ACORN LIGHTING SPECIFICATIONS 

TYPE Ill DISTRIBUTION 

PLMHER ARM 

ACCESS DOOR ~ 
ARM/FIXTURE w 

PLANTER ARM 

, J 

<.O 
I 

in - in -

,,.- 10" DIA. BC, DIAMOND PATTERN 
(4) 3/4" X 24" BOLTS 

STREE T SIDE 
ARM/F IXTURE 

GFI-LPIUC 

LED SOURCE 
4ARC35T3-MDL03 

56 LED'S 
66w, 3,500K 

TYPE 3 DISTRIBUTION 

~ 
LED LIGHT S • RCE 

DRIVER COMPARTMENT 

DOUBLE HOOKED PLANTER 
ARMS 

I.OW PROFILE DUPLEX 
GFI RECEPTACLE WITH 
IN USE COVER 

_,--- DOUBLE HOOKED 
==::111 I1111==:a PLANTER ARMS 

'--.___ LOW PROFILE DUPLEX 
GFI RECEPTACLE ~TH 
IN USE COVER 

5" DIA. FLUTED POLE 
.188 WALL THICKNESS 
6061 - T6 STRUCTURAL 
GRADE A.LUfAINUM 

POLE WELDED FOR SINGLE 
urm CONSTRUCTION 

ACCESS DOOR 

16" DIA. BASE, 1.0" FLOOR THICKNESS , 
FOUR ANCHOR BOLTS 

DOUBLE ACORN 
POLE FOOTING 

SECTION VIEW A-A 
(NOT TO SCALE) 

TOP OF SIDEWALK 

·"' : 
.A '• 

·" 
·" •· . • A •• • 

.,, . 

BOLTS ARRANGED IN 1 O" 
DIAMOND PATTERN PER 
STERNBERG BOLT PATTERN. 

4" BOLT REVEAL 

.:, 

•. . A. 

¾" x 24" ANCHOR 
BOLTS PROVIDED 
BY STERNBERG. 

·"' 
. ., 

. . • 

.•.. 
4 • . 
. ., . . ·. 4 

. ., 
• 

"'.. .d 

i:o 
I 

0 ~-- ------- -+,N 

ONTRACTOR SHALL SUBMIT 
STREET LIGHT FOOTING 

ESIGN THAT MEETS LOCAL 
BUILDING CODE TO 

ENGINEER FOR APPROVAL. 

NOTE: 
CONTRACTOR SHALL BE 
RESPONSIBLE FOR 
DETERMINING WHERE 
SPREAD FOOTINGS MAY BE 
REQUIRED WHEN LIGHT 
POLES ARE LOCATED OVER 
EXISTING UTILITIES. 

1 O" DIAMOND BOLT PATTERN 
ST~EET SIDE 

A A 

t I 
\( I , I ' ' ' -- ctr -/ 

·ro 
m 
I 

TYPE V DISTRIBUTION 

PLANTER ARM 
- 10" DIA. BC, DIAMOND PATTERN 

(4) 3/4" X 24" BOLTS 

ACCESS DOOR ~ - STREET SIDE 
ARM/ FIXTURE ARM/ FIXTURE 

GFI-LPIUC 

PLA.NTER ARM 

1'-2" 
2~·1 

LEO SOURCE 
4ARC35T5-MDL03 

56 LED'S 
66w, 3,500K 

TYPE 5 DISTRIBUTION 

~ LED LIGHT S ~RCE 

DRIVER COMPART:AENT 

DOUBLE HOOKED PLANTER 
ARMS 

'-------- LOW PROFILE DUPLEX 
GFI RECEPTACLE WITH 
IN USE COVER 

_,--- DOUBLE HOOKED 
PLANTER ARlvlS 

'--.___ LOW PROFILE DUPLEX 
GFI RECEPTACLE WITH 
IN USE COVER 

r::: 
.C::.S' ::::. ._, 
Cl.(I) 
OL>.J 
<O-
¢Cl 
I .. 

N l"')L>.l 

:r: ~~ a.. :::::; 
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(/) 
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I-I- I() z I"') 

L>.l () :::::; oc 
~ < 
0 v 
oc I 
a.. a.. 
~ I() 

I :,.:: 
I- Cl CD 
L>.l L>.l '-L>.l ...JO oc oc~ I- (/)-
(/) 0 ........ l()a.. 
<. rod 
ci <c;: 

I t!l <. <1 
<.3 IN-

~ om "'Q 
0: 

L>.l ......... 
I- '~~ < a $ -t ~ 

.(0 lO 

i ! 
I 

u) 

lf) 

- ---- 5" DIA FLUTED POLE 
.188 WALL Tf--JICKNESS 
6061- T6 STRUCTURAL 
GRADE ALUf,,IINUM 

POLE WELDED FOR Slr,GLE 
UNIT CONSTRUCTIO • 

------- ACCESS DOOR 

i I 
hii 
15 ~ li 

> <CDO L,J 
0: 

16" DIA. BASE, 1.0" FLOOR THICKNESS, 
FOUR ANCHOR BOLTS 

""' 
~ 

~ ~ ~ ~ ~ 
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(TO 
BANNER POLE WITH JUNCTION 
BE INSTALLED ON THE SOUTH 

2ND AND 3RD AVENUE) 

BOX 
SIDE OF 

12" SO BASE PLATE 

ACCESS DOOR 
!: ANNER ARM-

I 11.5" DIA. BC SQUARE PATTERN 
(4) 1.5" X 54" BOLTS 

STREET SIDE 
GFI-IUC 
EYE LOOP 
J BOX 

I~ 
I~ 

(/J 

1---

.,------ - --:, _______ _,, ~~ 
,....- -- EYE LOOP FOR AC CABLE 

AIR CRAFT CABLE AND 
HARDWARE BY OTHERS 

N 

'---
~ 

lf) 

• lO 
~ N co 

.'¢ 

N 

' J J\ 
CD 

- - ~0.-- --- --"' 111 

N [... 3'-2" - 1 

m 
~ 

2'-2" MINIMUM SAG 

JUNCTION BOX 
6" BELOW EYE LOOP 

DUPLEX GFI RECEPTACLE 
WITH IN USE COVER 

THE 1.66'' OD BREAKAWAY-~ 
BANNER ARt~S ARE 121.66 " APART I) 
FROM THE TO~~p OF THE UPPER 
ARM, TO THE BOTTOM OF THE 
LOWER ARM 

-
BANNER A~!S SET FOR 
36" X 120" BANNERS 

.._,......,,,----... ~ < I.J.. <.!) Cl w 

- -- --' '- s" TO 4.5" DIA. STEE~ ROUND 
T1\PERED FLUTED POLE 
16 SHARP FLUTES 
3 GA WALL THICKNESS ---~ 

, - 24" DIA. TWO PIECE CLAMP ON 
BASE WITH ONE ACCESS DOOR 

BANNER POLE SPECIFICATIONS 

(TO BE 

e e1~ 
1~1~1~11' 

BANNER POLE ONLY l; I~ io 
INSTALLED ON THE NORTH SIDE OF I~ I~ t!~ 

BANNER POLE FOOTING 
SECTION VIEW 

2ND AND 3RD AVENUE) I, 
~------------- ----~~--~----~~~ ~ ~ l'-l~i~~ 

(NOT TO SCALE) 

BOLTS ARRANGED IN 11.5" 
SQUARE PATTERN PER 
STERNBERG BOLT PATTERN. 

TOP OF SIDEWAI.I( \ 

4" BOLT REVEAL 

I .... ·"' ' 
• '-r .A ' .• • I 

·. . . . .,.4 . 

... 
. • A . 1.5" X ~ 54" 

-· . . '-- ANCHOR BOLTS 
" · • D PROVIDED BY 

4 . · · :. . ~ STERNBERG. .. . . . • . . 
• " •• 11/1 

... • .4 ,4 

• : . . . 
... .. 4 . . lo· 

. ... . ,4. 4 

... 

ONTRACTOR SHALL SUBMIT NOTE: 
STREET LIGHT FOOTING . 

~ESIGN THAT MEETS LOCAL _j 

BUILDING CODE TO 
ENGINEER FOR APPROVAL 

CONTRACTOR SHALL BE 
RESPONSIBLE FOR 
DETERMINING WHERE 
SPREAD FOOTINGS MAY BE 
REQUIRED WHEN LIGHT 
POLES ARE LOCATED OVER 
EXISTING UTILITIES. 

,n 

ACCESS DOOR 
BANNER ARMS 

--------- ~ 

- ==== xllll 

1.====- .i::111111 
v 
N N [...- 3'-2" -l 

- 12" SQ BASE PLATE 
11.5" DIA. BC SQUARE PATTERN 
( 4) I 5" X 54"" BOLTS 

STREET SIDE 
GFI-IUC 
EYE LOOP 

EYE LOOP FOR AC CABLE 

AIR CRAFT CABLE AND 
HARDWARE BY OTHERS 

2'-2" MINIMUM SAG 

DUPLEX GFI RECEPTACLE 
WITH IN USE COVER 

(.') .., 

~o 
BANNER ARMS SET FOR 
36" X 120" BANNERS 

8" TO 4.5" D!A. STEEL ROUND 
TAPERED FLUTED POLE 
16 SHARP FLUTES 
3 GA WALL THICKNESS 

A /',. 

-v -,, " ~ -

IO 1:ci~· 0 
~ :z ~ 

1<0 3:o'' 
~jj,c(W~ 

(/J l': ~~~ 
,___ 

- 24" DIA. TWO PIECE CLAMP ON v-~ 
BASE WITH ONE ACCESS DOOR 

1.5'' FLOOR THICKNESS, 4 ANCHOR BOLTS 

1,5'' FLOOR THICKNESS, 4 ANCHOR BOLTS ) 
A-- -~ 

SPLIT BASE PRO:ID~D WI~ 
ANCHORING TABS (HARDWARE BY OTHERS) 

SPLIT BASE PROVIDED WITH INTERNAL 
ANCHORING TABS (HARDWARE BY OTHERS) 

SEE INSTALLATION INSTRUCTIONS 

SEE INSTALLATION INSTRUCTIONS 
PROJECT NO:ST-15-03-B j 
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REV REVISIONS 

A ORIGINAL 

B JOB NAME UPDATED 

C JOB NAME UPDATED 

D CHANGED TO NEW CATENAR\' 

E CHANGED LENS TO SV2 

CATENARY LIGHT SPECIFICATIONS 

CONFIRM SPAN WIRE DIMENSIONS 
SPAN WIRE NOT PROVIDED BY STERNBERG 

CA TEN ARY 
LED SOURCE 

4ARC35T5-MDL03 
56 LED'S 

66w . 3,500K 
TYPE 5 DISTRIB TION 

LED LIGHT SOURCE 

ORI VER COMP ARTtv1- NT 

FLAT HEAVY DIFFUSE ACRYLIC LENS 

21" DIA. ROUND SHADE 

DATE RVSD 

6-20-16 

4/3/17 MD 
4/5/17 MD 
7/26/17 JG 
8/4/17 DB 

JG 

DRAWIG NUMIER 

SC26151 

0 -

!!! ' > -LaJ •• ... a:i~s, 
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DETAIL E: TYPICAL ELECTRICAL INFRASTRUCTURE INSTALLATION 
PLAN VIEW 

FACE or CURB 

DOUBLE ACORN LIGHT 

INSTALL TAMPER-RESISTANT JB1 JUNCTION 
BOX IN MIDDLE or SCORING PATTERN OR 
AS DIRECTED BY THE ENGINEER. 

(NOT TO SCALE) 

STREET 

DETAIL F: TYPICAL TREE WELL ELECTRICAL INSTALLATION 
SECTION VIEW 

I I 
CURB AND GUTTER 

(NOT TO SCALE) 
INSTALL 2" CONDUIT INSIDE TREE WELL 
CUT CONDUIT FLUSH WITH FINISH GRADE 
AND INSTALL CONDUIT CAP. 

FINISHED GRADE 

/ TOP o, SIOEWALK 

ATTACH 110 OUTDOOR 
RATED GFI OUTLET TO 
UNDERSIDE or LID 
WITH BRACKET AND 
SCREWS AS APPROVED 
BY THE ENGINEER. 

JB1 JUNCTION BOX 
WITH "LIGHTING" 
LABELED LID. 

INSTALL 2" ELECTRICAL CONDUIT 
WITH 2' MINIMUM COVER AS 
DIRECTED BY THE ENGINEER. 

INSTALL 2" ELECTRICAL CONDUIT TO TREE 
WELLS AND LIGHT POL.ES. SEE DETAIL 2. 

2' 

t 
2' 

TYP 

BACK or CURB 

VARIE 

4' 
TYP 

BACK or WALK 

-

INSTALL 2" OR 3" ELECTRICAL 
CONDUIT WITH 2' MINIMUM COVER. 

DETAIL G: FOUCH ELECTRICAL CABINET 

FACE or CURB~ 

6' 

FOUCH TM/302 CABINET 
WITH METER BASE. 

PLAN VIEW 
(NOT TO SCALE) 

I 

STREET I 
I 
I 

I 
2s' I 

3" CONDUIT TO SERVICE 
POWER POLE IN ALLEY. 

_l ___ !_ ____ _ 

SIDEWALK 

I 
I JUNCTION BOX 

-----------------
JUNCTION BOX 

~ 
!;;:1 
c• 
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Fll.f LIDTim: Cod flles\F'.fouch\Tfr{l\fJXJlffXIIOOl-122-00 rev 00 

FOUCH ELECTRICAL CABINET 
CITY OF ALBANY CUSTOM TM/302 

ANY ITEM NOT LISTED ON DRAWING IS NOT INCLUDED. 
CITY OF ALBANY CUSTOM TM/302 

05 

07 

48.000 

3. Renove u 11 sharp edges 
2, Sean We I ded and ground snooth a 11 corners 
I. Nena 3R 12 go type 304 #4 SIS enclosure, 

I 
18.000 

08 

63.000 

r--
1-,;:: =f·; 
I ~I 
l.'.J:....::.... 

'.,_'l__ ~ r_~ 
I 
I 

[I 

03 

04 

~ I---- ...___.. 

I I 
L - _ I 

t~ 
I 
I 

16 

120/240V 
lPH / 3W 
18 KAIC 

REVISrnNS 

DESCRIPTION DATE APPROVED 

First Drawing 02/24/2017 POW 

01 

15 

20 EA INFO INFO 

19 EA INFO INFO 

18 EA hin d sis deodfront INFO 

17 EA Hoffnon 200 watt forced o i r fo.n -w-thernostnt nlun 

16 EA exhaust fon with renote thernostnt INFO 

15 4 EA SIS Louvers -w-screens & f i I ter kits 12 go sis 
14 l EA INFO INFO 

13 2 EA Ful I size 12 n P&O bock pons, pointed white 12 go p&o 

12 EA 3/16' x l 1/2' x I l/2' SIS n le base INFO 

11 EA 20 AMP TEST SWITCH INFO 

10 EA 20 on GF[I du I ex rece toe I e INFO 

9 EA INFO INFO 

B 2 EA 60 watt I i ht fixture with on/off switch ns 
7 7 EA GE t pe TEO breakers 14 KAI[ @ 277 vo I ts CU 

6 2 EA GE CR460L cont 30on 5l'2-o I e nodu I es 120V co i I INFO 
5 l EA 124 TB stainless steel snfet t e neter base sis 

4 2 EA 73Ns SIS 3-o int ad I ocknb I e I otches 12 go sis 

3 SIS 
2 EA full widthdri edge 12 go sis 

EA Main Bod 12 go sis 

Iten Qty WI Oescri tion Motl. Spec 

BILL OF MATERIALS 

FOUCH ELECTRIC MFG, CO, INC, 
2138 N INTERSTATE AVE, 
PORTLAND, OREGON 97227 
PHONE: 503-284-1415 

CONTRACTOR: 

EMAIL: snles~fouch.con 
WEB: www.Fouch,con 
FAX: 503-284-0016 

DWG ND, 0600-0122-00 rev 00 
JOB: CITY OF ALBANY CARA ST IMP PHASE-2 QTY: l HUCH JWO#: TBA 
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FOUCH ELECTRICAL CABINET 
CIRCUIT SCHEDULE 

PANEL A PANEL 8 

120/240volt single phase 30 circuit 150 amp main breaker J120/240volt single phase 42circuit 150ampmain breaker I ...... . 
CIRCUIT AMP ERA GE/POLES DESCRIPTION LOCATION CIRCUIT AMPERAGE/POLES DESCRIPTION LOCATION 

1-3 20/2 LIGHTING LYON ST. E4+ 10 to E16+40 west side 1-3 20/2 LIGHTING ELLSWORTH ST: D17+o0to D23+60 both sides 

5-7 20/2 LIGHTING LYON ST. E4+10to E14+85 east side 5,..7 20/2 LIGHTING 2nd Ave. north side 

9-11 20/2 LIGHTING LYON ST. E17+o0-23+60both sides 9-11 20/2 LIGHTING 2nd Ave. south side 

13-15 20/2 LIGHTING ELLSWORTH ST. D4+20to D16+30west side 13-15 20/2 LIGHTING 3rd Ave . north side and Broadalbin both sides 

17-19 20/2 LIGHTING ELLSWORTH ST. D4+10to D16+30east side 17-19 20/2 LIGHTING 3rd Ave. south side 
21-23 20/2 ------------------ Spare 21-23 20/2 LIGHTING 2nd &3rd center span lights 

25-27 20/2 ------------------ Spare 25-27 20/2 ------------------ Spare 

29 ------------ ------------------ Space 29~31 20/2 ------------------ Spare 

2 20/1 Pole & Tree Recpetacles LYON ST. E4+10to E9+10 west side 33 ------------ ------------------ Space 
4 20/1 Pole & Tree Recpetacles LYON ST. E4+10to E9+10 east side 35 ---------- -- ------------------ Space 

6 20/1 Pole & Tree Recpetacles LYON ST. E9+85- E16+50west side 37 ------------ ------------------ Space 
8 20/1 Pole & Tree Recpetacles LYON ST. E9+85- E14+85eastside 39 ------------ ------------------ Space 
10 20/1 Pole & Tree Recpetacles LYON ST 16+90 - 23+60 west side 41 ------------ ------------------ Space 
12 20/1 Pole & Tree Recpetacles LYON ST 16+90 - 23+60 east side 2 20/1 Pole & Tree Recpetacles ELLSWORTH ST D16+90to D23+60 west side 
14 20/1 Pole & Tree Recpetacles ELLSWORTH ST. D4+20 to 09+o5 west side 4 20/1 Pole & Tree Recpetac(es ELLSWORTH ST 016+90 to D23+60 east side 
16 20/1 Pole & Tree Recpetacles ELLSWORTH ST. D4+20to D9+o5 east side 6 20/1 Pole & Tree Recpetacles 2nd Ave. A4+10 to AlO+OO north side 
18 20/1 Pole & Tree Recpetacles ELLSWORTH ST. D9+95to D16+30west side 8 20/1 Pole & Tree Recpetacles 2nd Ave. A4+10toA10+00south side 
20 20/1 Pole & Tree Recpetacles ELLSWORTH ST. D9+95 to D16+30 east side 10 20/1 Pole & Tree Recpetacles 2nd Ave. A10+70to A16+70north side 
22 20/1 Control Circuit All Circuits 12 20/1 Pole & Tree Recpetacles 2nd Ave. A10+70to A16+70south side 
24 20/1 ------------------ Spare 14 20/1 Pole &Tree Recpetacles 3rd Ave ; B1+25 to B3+80north side and all of 
26 20/1 ------------------ Spare ------- ------------ ------------------ west side of BROADLABIN 
28 ------------ ------------------ Space 16 20/1 Pole & Tree Recpetacles 3rd Ave. B4+60to B7+15 north side and all of --
30 ------------ ------------------ Space ------- ------------ ------------------ east side of BROADLABIN 

18 20/1 Pole & Tree Recpetacles 3rd Ave. B1+25to B7+15 south side 

20 20/1 Pole & Tree Recpetacles 3rd Ave. B7+90 to B10+50 both sides 

22-24 40/2 Feed to Sub Panel 2nd and Ferry SE Corner 

26 20/1 ------------------ Spare 

28 20/1 ------------------ Spare 

30 ------------ ------------------ Space 

32 ------------ ------------------ Space 

34 ------------ ------------------ Space 

36 ------------ ------------------ Space 

38 ------------ ------------------ Space 

40 ------------ ------------------ Space 

42 ------------ ------------------ Space 
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MIDWEST ELECTRICAL SUB-PANEL PEDESTAL 

70AMP. 3 CIRCUIT LOAD CENTER 
20AMP. GFI BREAKER 1-PDLE 
20AMP. GFI BREAKER 1-POLE \ _ ,6.51 

=1 
LOOP FEED LUG TERMINAL 

lo/IRE RANGE TABLE • 

CONNECTOR 
COPPER ALUMINUM 

SOLm STRAND SOLID STRAND 

LINE 14-8 14-2 12-8 12-2 

LDAD 14-10 14-10 - -
NEUTRAL END 14-8 14-2 12-8 12-2 llll.E 

NEUTRAL SIDE 14-8 14-4 12-8 12-4 HOLE 
PIIST LINE aJ<HECrDRS 116-350 KCMIL #6-350 KCHIL stm"AIILE f'IR LID' FEED 

EQUIP, GRND. POST 14-2/0 14-2/0 14-2/0 14-2/0 

AutoCo.d Genero.ted 
r. By, BM I CN, C009834 

k. By, I Da:te, 01-12-16 

17.5 

L ._____.o 0 

D] C 12.6 

I I :. r--~J I L ~ v~ 

~ -20R2 
20AMP. 
DUPLEX 

1-1/4' X 1/2' 
MOUNTING HOLE (4X) rr==oi JlY _ __,.. 

7.2 5.2 t 
1-J:::~QJ Ul 3.01 J 

Li:=-4,0-=fJ INSIDE 

6.1 
INSIDE 

MID'w'EST ELECTRIC 
PRODUCTS 
Plo.lnvllle, CT 

r-7,0l 

l 
r-7,21 
:========i·-

i-7,31 

rr .- -0 

r-

14.2 
14.4 

U~ A -
8 

36,0 

21.6 
20.9 

I 

~·-- ·-·-

NOTES: PAD MOUNTED POST 

Unless Otherwise llE "' Crltico.l To 
Specified Quo.lity 

Tolero.nces an, 
3 Pl. DeclMo.\s :t .010 
2 PL DeciMo.ls :t ,030 
Fro.ctlons :!: 1/32 
Angles ± 1/2• 
Holes ± ,003 

SCALE 

1 1 1 
SIZE 

B 
DIMenslons Are In Inches SHEET 2 OF 2 

8 
TITLE• 

U011GB4 
PEDESTAL-BACK Til BACK OUTLINE 

Dw'G ND• 

198B8603 

-

-

,JI 

'i' 
N 

I 
0 

:::c 
P'I 
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"' co 
a, 
C 
0 
0 

z 
0 ... 
> ., 
a,: 
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iii 
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Iii:: 0 I 
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0 

12.6 

VIRE RANGE TAIILF; I 

CllNNECT1lR 
CllPPER 

= STRNID 

LD<E I+-B 1+-2 

LIIAII 1+-10 I+-10 

l£UTRAL DGI 1~-B H-2 Ill.< 

l£UTRAL ... 14-8 1+-• IA£ 

~~~ &6-35D KCND.. 

EOUll', GRND. POSI" H-e/0 14-VO 

MIDWEST ELECTRICAL CABINET 

. I 

t 
3,8 

L L---___, 

111.lmlHJH 

I 
2.3 

12.5 
14.0 

SDUI) SlRAND 

12-8 12--2 

- -
12--8 12--2 

12-8 ia--. 

16-31!0 KCND.. 

1+-UO 14-2/0 

L=3.0~ 
6.6 

5/16.., MOUNTING HOLE (3X) 
3 CIRCUIT 70 AMP LOAD CENTER 
20 AMP, GFI BREAKER 1-POLE 
20 AMP. GFI BREAKER 1-POLE 

1 • 6.s I 

D]D 
------------- 1 

I 
I 
I 
I 
I 
I 
I 
J 

12.6 13.9 

i'> 

... 

6.9 I 

0 

n 

12,6 

~ 

I 11 :,,-

KNOCKOUT TABLE: 
5-20R2 
20 AMP. 
DUPLEX 
<2X) 

S= 1/2', 3/4 .. , 16
, l-l/4",1-1/2 .. KO 

G= 1/2', 3/4'", 1' KO 

8 
Unless Otherwise llE = Crltico.l To TITLE• 

Specified Quo.llty U011GB4 
Tolero.nces On• HEAD OUTLINE 
3 Pl, Declno.ls ± .010 SCALE SIZE 

AutoCo.d Genero.tecl G= MID\./EST ELECTRIC 2 Pl. Declno.ls ± .030 1 I 1 B D\JG NO• Fro.ctlons ± 1/32 
r, By, BM CN• C009834 

k. By, Do:te, 01-12-16 

PRODUCTS ~ Angles ± 112• 198B8603 Plo.hwllle. CT Holes± ,003 
OF 2 Dlr,enslons Are In Inche SHEET 1 
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REMOVE BARK MULCH IN EXISTING 
TREE WELLS AND INSTALL GRANITE 
BLOCKS. SEE DETAILS H AND I ON 

SHEET 90. (19) 4'X12' TR~E ,WELLS 
TYPICAL THIS SHEET. (11) 4 X,4. TREE __ 

WELLS TYPICAL THIS SHEET. 

·. I 

U.S. POST OFFICE 
525 2ND AVE SW 

, . _Jl __ 
I ~()llllmJ-i. i-~9,- - ~ -

2ND AVE 

_J ·-4-

~-- -·----i- -'--- -,---·-----------/1 
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SYBARIS 
BISTRO 
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§ CORINTHIAN LINDEN 

§ MUSASHINO ZELKOVA 

I 
l 

/I 
/ 

I
V) 

z 
0 
I
(!) 
z 
:c 
V) 

< 
3: 

I
(/) 

>a::: 
a::: 
w 
I.&.. 

RAYBAR PROFESSIONAL 
CENTER 

425 

INSTALL 12' X 4' TREE WELL WITH GRANITE 
BLOCKS IN NEW SIDEWALK. SEE DETAILS H AND 

I ON SHEET 90. {22) TYPICAL THIS SHEET. 

I 
II PARKING 

l - ---=-=~ 19 Ld:d.,_=-"::h-[ .. ~IULOT lL.d::::::::::b~ tl- -141-=-~ 

0 
0 
+ .... 
<C( 

@ 
INSTALL CORINTHIAN LINDEN. 
(7) TYPICAL THIS SHEET. 

0 
0 

Ji 2ND AVE 
<C( 

§ 

I_ 

~ - ---===i::, 

0 
0 
+ 
(0 
,c( 

--l 

STUDIO 401 0 

~ - i::, 

~ 

r 

§ 
INSTALL MUSASHINO ZELKOVA. 
(15) TYPICAL THIS SHEET. 

§ 
---- ~w~1 ·00iiiir~==----..=:::v-'31 1~~~ ~ )-- ~~ ,_....,...J 

PARKING 
CREO BELLUS SALON 436 LOT 

456 

r 

I' 

WINDERMERE 
REAL ESTATE NO 0-LAY 

331 339 

l-

§ 

~ 
@ 
~ 

~ - -=-i--- - -

PARKING 
LOT 

BIG TOWN PIX THEATER 
HERO 321 

V "i 
-1... 

§ 
0 
0 
+ 

2ND AVE O> 
< 

t 

:::u::::== IC 

KELLER WILLIAMS REALITY 
200 

RILEY'S BAR AND GRILL 
12·1-

§ 

0 
0 
+ 
0 ... 
<C( 

NOTES: 
-- - - \ 

PARKING 
I I, 300 

1. SEE STANDARD DRAWING NO. 210 
FOR STREET TREE PLANTING DETAIL. 

2. SEE SPECIAL PROVISIONS FOR MORE 
INFORMATION ON SELECTED TREES. 

LOT \ 
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TWO RIVERS MARKET 
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@ CORINTHIAN LINDEN 

@ MUSASHINO ZELKOVA 

L 

st .... 
"'I;; z"' 
::J 1'i 
i,lj ~ 
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::E 0 

:c 
ti 
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I-

..... en 
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(J 111 ...,. 
!c .... < ::E it; 

:c 
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I 

INSTALL CORINTHIAN LINDEN. 
(6) TYPICAL THIS SHEET. 

MURPHY'S BOLTS AND 
BLOCKS SEED FUN ZONE 

233 STORE I 223 
227 j__ 

@ 
0 

@ 
0 
+ 

2ND AVE N ... ... 
<C( <C( 

~ 

\ ,.~k ~ mHINO zm~~ 

r ~ 
l 

THE STILL 
220 

(14) TYPICAL THIS SHEET. 
OLD CITY HALL 

I 
240 

I 

ALBANY ANTIQU . MALL 

INSTALL 12' X 4' TREE WELL WITH GRANITE 
BLOCKS IN NEW SIDEWALK. SEE DETAILS H AND 

I ON SHEET 90. (20) TYPICAL THIS SHEET. 
145 I 

I 

2ND AVE 

0 
0 
+ co 
< 

/ ----=-- -- -

I 
-=--,- 1 

] I~ 

r--
NOTES: 

1. SEE STANDARD DRAWING NO. 210 
FOR STREET TREE PLANTING DETAIL. 

2. SEE SPECIAL PROVISIONS FOR MORE 
INFORMATION ON SELECTED TREES. 

US BANK 
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GREENSPIRE LINDEN 

@ CHANTICLEER PEAR 

uJ 
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C 
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/ 

0 
0 
+ 
II) 
0 

INSTALL 12' X ' GRANITE BLOCKS 41N TREE WELL WITH 
SEE DETAILS H AN NEW SIDEWALK D I ON SHE • 

( 12) TYPICAL THIS ~E:~: 

c;;,.. 
INSTALL G V (6) TYREENSPIRE LINDEN. 

PICAL THIS SHEET. 
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ALL STORMWATER QUALITY 
/ PLANTERS SHALL BE LINED. SEE 

j 
r 

~s====; ~ ~ANDAffD DRAWi; . 6048. 

~~~~:::-r-~~~ ': 1 • •J 

/ ~J:m:!+J:+I . .... J~i:m:!+J:+I . ~ .,, .,. I~~~ 
tlttttfflttffl ,'• l ffflfflfflffj 3 0 ~ : -~ 

. . . ..... .. ·-· - - --- ·- · . . r , . ) - . . .. .. .... ---f---, .............. ~ , 
/ "-,, / -. :: I \_,_ 

BROADALBIN ST 

Cl 
a:: 
f'I') / ~ i ~~- ....,........,. I _____ ~---

~= i \J 1 
PLANTER LEGEND 

DECORATIVE RAISED 
PLANTER 

rr -
II TlJDl_. 

I~ = 

STORMWATER 
QUALITY PLANTER r · · · · · · · .. I .......... . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 

PLANTER 

~ 

®®®®®® 
4• ~~00 

_.s : . --~ @@@ ~ .. 
" . 

GRANITE BLOCK 
TREE WELL 

111111111 0 

SEE SHEET 76 FOR TREE .. 
INSTALLATION PLAN. 

II 

II 

PLANTING DETAILS 

TYPE I]] PLANTER 

. . . . • ' . . 4'li 

INSTALL 4" Of' BARK NUGGETS 
AT SURFACE or PLANTER. 

.. 4' 

;_J 

. d 4". .. •• • -

0000000000 
4' 

.. •• 41 .. 

,J .....__ 

f' X 44, 12• O.C. 

E 4, 24" O.C. 

. ·.s . . 

... 
. ., 

------ 9' --------.-1" , INSTALL CONCRETE SPLASH 
PAD AS DIRECTED BY THE 
ENGINEER. TYPICAL. 

---- -8 '-------i ---- - -- ---- 17' ---- ----- ---e-i 

TYPE [II PLANTER 
.· .. .. . . •4 . - . . . ..s..,: A. -- [;" 

. ·-

" 

0 ~ . t 4' 

' ." r-:... 

-- I- -.. / . .d . " -.. ·- .. ... . . 
SEES 

I 
HEET 76 F"OR TREE_/ 

12' 

INSTALLATION PLAN. 

LETTER SYME!OL 
INSTALL 4" Of' BARK NUGGETS 

A AT SURFACE Of' PLANTER. 
B 

C 

D 

E 

F 

G 

INSTALL 4" Of' BARK NUGGETS 
AT SURFACE Of' PLANTER • 

.. 
. l& 

' 
TYPE [5l PLANTER 

. . ... 

C X 2 

.s J . .. -· ~ 

0~ oy • 
4' 

' .. 
I',__ G X 2 . 

· . / ' ... r\.· . . . . . . . .s . · . <I· 

SEE ~~~ilLl!Tl~~R P~~~ -_/ 
12' 

BROADALBIN PLANTING SCHEDULE 
TOTAL QTY SIZE BOTANICAL NAME 

4 5 GAL CHAMAECYPARIS OBTUSA 'NANA LUTEA' 

12 1 GAL. CORNUS SERICEA 'KELSEY!' 

4 3 GAL. THUJA PUCATA 'GRUNE KUGEL' 

64 4-INCH CAREX DENSA 

16 1 GAL. SPIRAEA JAPONICA 'GOLDMOUND' 

176 4-INCH JUNCUS PATENS 'ELK BLUE' 

4 5 GAL. MAHONIA AQUIFOLIUM 'NANA' 

RAISED PLANTER 

RAISED PLANTERS SHALL BE THE 
FOLLOWING, OR APPROVED EQUAL. 

MANUFACTURER: DAWN ENTERPRISES 
MODEL NUMBER: PC48R 
SIZE: 4' DIAMETER 
MATERIAL: CONCRETE 
COLOR: CHARCOAL 

AX 2 

COMMQN !'.!!AME 
GOLDEN DWARF HINOKI CYPRESS 

KELSEY DOGWOOD 

GRUNE KUGEL WESTERN RED CEDAR 

DENSE SEDGE 

GOLDMOUND SPIREA 

ELK BLUE GRAY RUSH 

DWARF OREGON GRAPE 
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237 

CONCRETE GENERAL IRRIGATION 
VALVE BOX WITH LOCKING LID 

. 4 .. 
. ..,L. 

·"'· / . 

·-f 

4 . "' .· 

RAISED PLANTER 

TWO RIVERS MARKET 

I I ·- J .._ ______ _ -- ___ J L ·-

STA C3+oo,oo 
INSTAU. 3" SCH. 40 PVC IRRIGATION CONDUIT 
WITH MINIMUM 2' OF COVER AND TRACER WIRE. 

: : . : :: : : : : : : : : ~= :. : :; . 

·-· ··· --1, ·· ··-· -- - ·-·---, 
;1 
I =----=--

229 
INSTALL TEE CONNECTION ON 

PRIVATE SIDE OF METER AS 
DIRECTED BY THE ENGINEER. 

I 

I 
INSTAU. BACKFLOW DEVICE ON 

PRIVATE SIDE OF METER. 

I 

' INSTALL 3" SCH. 40 PVC 
IRRIGATION CONDUIT, TYPICAL. 

: : : ': :: : ~:. 

"Q 
225 

RAISED PLANTER IRRIGATION DETAIL 
(NOT TO SCALE) 

250 

/ l l 

LJ 
P:-JL...-t~.:r,::-__ 3'--r..__ f 

I_ 
-1 

__ I I I I 

g BROADALBIN ST 
+ ..,. 
0 

: . Ii 
RAISED PLANTER IRRIGATION ASSEMBLY. SEE 

DETAIL THIS SHEET. (2) TYPICAL THIS SHEET. 

I I 

IRRIGATION NOTES: 

_I 

STA C5+12 
INSTALL 3• SCH. 40 PVC IRRIGATION CONDUIT 

WITH MINIMUM 2' OF COVER AND TRACER WIRE. 

_r==+f -- - L=:::J_J tr 

OLD CITY HALL 
240 

0 
0 
+ 
II) 

0 

1. ALL IRRIGATION CONDUIT SHALL BE INSTALLED PER PLAN. 

--

STREET 
3" PVC IRRIGATION CONDUIT 

· . ..1 4 .. 

2. CONTRACTOR SHALL BE RESPONSIBLE roR THE DESIGN AND INSTALLATION 
or IRRIGATION SYSTEM. CONTRACTOR SHALL SUBMIT IRRIGATION DESIGN 
TO THE ENGINEER roR APPROVAL 

. 4 

BUILDINGS 

/ "'· 
4' X 4' 

4 SIDEWALK 
· PANELS 
. < .. 

. / 

EXTEND 1 " PVC IRRIGATION CONDUIT WITH 90" 
SWEEP TO SIDEWALK GRADE AT CENTER OF 
2'X2' PANEL INSTAU. FLUSH-MOUNT CAP. 

3. ALL 3" SCHEDULE 40 PVC IRRIGATION CONDUIT SHALL HAVE 1' or 
COVER UNLESS OTHERWISE NOTED. 

4. USE SELECT BACKrlLL roR ALL TRENCHES 
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ITEMS ON THIS SHEET 
SHALL BE PAID FOR 
UNDER SCHEDULE C 

[ ® PINK FLAIR CHERRY J 
;I I~ / ~ 

l ) 
I 

\ I 

~ 
II I I 

L, 

\ 
/ 

r- -
1 

I 

\ 

CAR 
LIB 

/ 
\ / 

BLOCKS IN NEW SIDEWALK. SEE DETAILS H AND 
I ON SHEET 90. (2) TYPICAL THIS SHEET. 

r 

r ,,~ 

l l l - -- r 
_L _ _ 

:f 
-==-:J 

NOTES: 
1. SEE STANDARD DRAWING NO. 210 

FOR STREET TREE PLANTING DETAIL. 
2. SEE SPECIAL PROVISIONS FOR MORE 

INFORMATION ON SELECTED TREES. 

INSTALL PINK FLAIR CHERRY. ® 
(2) TYPICAL THIS SHEET. 

FERRY ST 

, I 
II - I I 
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MATCH LINE 

STA B1+85 SHEET 80 
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@ CORINTHIAN LINDEN 

~ MUSASHINO ZEU<OVA 
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PARKING 
LOT 

243 

I 
1. SEE STANDARD DRAWING NO. 210 
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NOTE: 
SEE ODOT STANDARD DRAWINGS TM5OO 
THROUGH TM577 FOR STRIPING LEGEND 
AND DETAILS. 
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SEE ODOT STANDARD DRAWINGS TM5OO 
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AND DETAILS. 
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NOTE: 
SEE ODOT STANDARD DRAWINGS TMSOO 
THROUGH TM577 FOR STRIPING LEGEND 
AND DETAILS. 
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NOTES: 
1. PERMANENT STRIPING ALONG ELLSWORTH 

STREET TO BE INSTALLED BY ODOT. 
2. SEE ODOT STANDARD DRAWINGS TM500 

THROUGH TM577 FOR STRIPING LEGEND 
AND DETAILS. 
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NOTES: 
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STREET TO BE INSTALLED BY ODOT. 
2. SEE ODOT STANDARD DRAWINGS TMSOO 
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AND DETAILS. 
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STREET TO BE INSTALLED BY ODOT. 
2. SEE ODOT STANDARD DRAWINGS TMSOO 

THROUGH TM577 FOR STRIPING LEGEND 
AND DETAILS • 
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NOTES: 
1. PERMANENT STRIPING ALONG ELLSWORTH 

STREET TO BE INSTALLED BY ODOT. 
2. SEE ODOT STANDARD DRAWINGS TM500 

THROUGH TM577 FOR STRIPING LEGEND 
AND DETAILS. 
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NOTES: 
1. PERMANENT STRIPING ALONG ELLSWORTH 

STREET TO BE INSTALLED BY ODOT. 
2. SEE ODOT STANDARD DRAWINGS TMSOO 

THROUGH TM577 FOR STRIPING LEGEND 
AND DETAILS. 
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NOTES: 
1. PERMANENT STRIPING ALONG ELLSWORTH 

STREET TO BE INSTALLED BY ODOT. 
2. SEE ODOT STANDARD DRAWINGS TM500 

THROUGH TM577 FOR STRIPING LEGEND 
AND DETAILS. 
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1. PERMANENT STRIPING ALONG ELLSWORTH 
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2. SEE ODOT STANDARD DRAWINGS TMSOO 
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NOTES: 
1. PERMANENT STRIPING ALONG ELLSWORTH 

STREET TO BE INSTALLED BY ODOT. 
2. SEE ODOT STANDARD DRAWINGS TMSOO 

THROUGH TM577 FOR STRIPING LEGEND 
AND DETAILS. 234 
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NOTES: 
1. ALL SIGNS SHALL CONFORM TO 

REQUIREMENTS OF THE MANUAL OF UNIFORM 
TRAFFIC CONTROL DEVICES, STANDARD 
HIGHWAY SIGNS, AND OREGON SIGN POLICY. 

2. SEE STANDARD DRAWING NO. 208 AND 209 
FOR SIGN AND POST SPECIFICATIONS. 

3. SIGNS SHALL BE LOCATED AS MARKED IN 
THE FIELD BY THE ENGINEER. 

4. SEE SHEET 115 FOR SIGN DETAILS. 
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SEE ODOT STANDARD DRAWING TM677. 
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INSTALL EXISTING 3HR PARKING SIGN ONTO 
NEW BANNER POLE USING STAINLESS STEEL 

CLAMP. SEE ODOT DETAIL TM677. 

INSTALL NEW R7-8 
RESERVED PARKING SIGN 

ON NEW BLACK POST. 
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CLAMP. SEE ODOT DETAIL TM677 . 
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INSTALL EXISTING 3HR PARKING SIGN ONTO 
NEW BANNER POLE USING STAINLESS STEEL 

CLAMP. SEE ODOT DETAIL TM677. 
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INSTALL EXISTING 30MIN PARKING SIGN 
ONTO NEW DOUBLE ACORN LIGHT POLE 
USING STAINLESS STEEL CLAMP. SEE 
ODOT DETAIL TM677. 
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BANNER POLE USING STAINLESS STEEL 
CLAMP. SEE ODOT DETAIL TM677. 
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INSTALL NEW R7-8 RESERVED 
PARKING SIGN ON NEW BLACK POST. 

NOTES: 
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1. ALL SIGNS SHALL CONF'ORM TO 
REQUIREMENTS OF THE MANUAL OF UNIFORM 
TRAFFIC CONTROL DEVICES, STANDARD 
HIGHWAY SIGNS, AND OREGON SIGN POLICY. 

2. SEE STANDARD DRAWING NO. 208 AND 209 
FOR SIGN AND POST SPECIFICATIONS. 

3. SIGNS SHALL BE LOCATED AS MARKED IN 
THE FIELD BY THE ENGINEER. 

4. SEE SHEET 115 FOR SIGN DETAILS. 
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NOTES: 
1. ALL SIGNS SHALL CONFORM TO 

REQUIREMENTS OF THE MANUAL OF UNIFORM 
TRAFFIC CONTROL DEVICES, STANDARD 
HIGHWAY SIGNS, AND OREGON SIGN POLICY. 

2. SEE STANDARD DRAWING NO. 208 AND 209 
FOR SIGN AND POST SPECIFICATIONS. 

3. SIGNS SHALL BE LOCATED AS MARKED IN 
THE FIELD BY THE ENGINEER. 

4. SEE SHEET 115 FOR SIGN DETAILS. 
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INSTALL EXISTING ALL DAY PARKING SIGN ONTO 
NEW DOUBLE ACORN LIGHT POLE USING STAINLESS 
STEEL CLAMP. SEE ODOT DETAIL TM677. 
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INSTALL EXISTING 3HR PARKING SIGN ONTO 
NEW BANNER POLE USING STAINLESS STEEL 

CLAMP. SEE ODOT DETAIL TM677. 
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NEW BANNER POLE USING STAINLESS STEEL 

CLAMP. SEE ODOT DETAIL TM677. 
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NOTES: t ./ 

I ,-
1. ALL SIGNS SHALL CONFORM TO 

REQUIREMENTS OF' THE MANUAL OF UNIFORM 
TRAF'FIC CONTROL DEVICES, STANDARD 
HIGHWAY SIGNS, AND OREGON SIGN POLICY. 

2. SEE STANDARD DRAWING NO. 208 AND 209 
F'OR SIGN AND POST SPECIFICATIONS. 

3. SIGNS SHALL BE LOCATED AS MARKED IN 
THE FIELD BY THE ENGINEER. 

4. SEE SHEET 115 F'OR SIGN DETAILS. 
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NOTES: 

I--
VI 

I 
1--
c:::: 

1. ALL SIGNS SHALL CONFORM TO 
REQUIREMENTS OF THE MANUAL OF UNIFORM 
TRAFFIC CONTROL DEVICES, STANDARD 
HIGHWAY SIGNS, AND OREGON SIGN POLICY. 

2. SEE STANDARD DRAWING NO. 208 AND 209 
FOR SIGN AND POST SPECIFICATIONS. 

3. SIGNS SHALL BE LOCATED AS MARKED IN 
THE FIELD BY THE ENGINEER. 

4. SEE SHEET 115 FOR SIGN DETAILS. 

INSTALL EXISTING ALL DAY PARKING SIGN 
ONTO NEW BANNER POLE USING STAINLESS 

STEEL CLAMP. SEE ODOT DETAIL TM677. 
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INSTALL EXISTING 3HR PARKING SIGN ONTO 
NEW BANNER POLE USING STAINLESS STEEL 
CLAMP. SEE ODOT DETAIL TM677. 

I --- ;- I 
INSTALL NEW R7-8 RESERVED 
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STEEL CLAMP. SEE ODOT DETAIL TM677 . 
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STEEL CLAMP. SEE ODOT DETAIL TM677. 
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NOTES: 
1. ALL SIGNS SHALL CONFORM TO 

REQUIREMENTS OF THE MANUAL OF UNIFORM 
TRAFFIC CONTROL DEVICES, STANDARD 
HIGHWAY SIGNS, AND OREGON SIGN POLICY. 

2. SEE STANDARD DRAWING NO. 208 AND 209 
FOR SIGN AND POST SPECIFICATIONS. 

3. SIGNS SHALL BE LOCATED AS MARKED IN 
THE FIELD BY THE ENGINEER. 

4. SEE SHEET 115 FOR SIGN DETAILS. 
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NOTES: 
1. ALL SIGNS SHALL CONFORM TO 

REQUIREMENTS OF' THE MANUAL OF' UNIFORM 
TRAF'F'IC CONTROL DEVICES, STANDARD 
HIGHWAY SIGNS, AND OREGON SIGN POLICY. 

2. SEE STANDARD DRAWING NO. 208 AND 209 
F'OR SIGN AND POST SPECIFICATIONS. 

3. SIGNS SHALL BE LOCATED AS MARKED IN 
THE F'IELD BY THE ENGINEER. 

4. SEE SHEET 115 F'OR SIGN DETAILS. 
5. EXISTING SIGNS SOUTH OF' 4TH AVENUE ON 

ELLSWORTH ST TO REMAIN IN PLACE UNLESS 
OTHERWISE DIRECTED BY THE ENGINEER. 

INSTALL CITY SUPPLIED BUS STOP SIGN AND 
BLACK POST. SEE DETAIL ON SHEET 115. 
REt.AOVE EXISTING SIGNS ALONG CITY HALL 
ELLSWORTH FRONTAGE AND FILL IN HOLES AS 
DIRECTED BY THE ENGINEER. 

IA L 
.5 3 

INSTALL EXISTING ALL DAY PARKING SIGN 
ONTO NEW SINGLE ACORN LIGHT POLE 
USING STAINLESS STEEL CL.At.AP. SEE 

ODOT STANDARD DRAWING TM677. 

P QKING 
I OT 

-===a!!a -
w 
> < 
:::c 
~ 

---
REMOVE EXISTING ALL DAY 

PARKING SIGN AND POST. 

,..._."-----"'I 

INSTALL EXISTING ALL DAY PARKING SIGN ONTO NEW 
SINGLE ACORN LIGHT POLE USING STAINLESS STEEL 

CL.At.AP. SEE ODOT STANDARD DRAWING TM677. 

-
I-

-

0 

ELLSWORTH ST - -
US HIGHWAY 20 
~ ONE WAY 

EXISTING ONE WAY SIGN 
ON WOOD POST. 

WASH ~.GT l 
FfOtRA 

- -
+ 

INSTALL EXISTING ALL DAY PARKING SIGN 
ONTO NEW SINGLE ACORN LIGHT POLE 
USING STAINLESS STEEL CL.At.AP. SEE 
ODOT STANDARD DRAWING TM677. 

..L 

--

co-
w 0 
> ..... 
< I-
a w 

w a::: :::c r,t') (/) 

w 
w 
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INSTALL EXISTING 3HR PARKING SIGN 
ONTO NEW SINGLE ACORN LIGHT POLE 

USING STAINLESS STEEL CLAMP. ODOT 
STANDARD DRAWING TM677. 

JONES 

"T" IJ--' I 

REINSTALL EXISTING 1 OMIN PARKING 
SIGN ON NEW BLACK POST. 

I I i\ 

t' •I 
. ) 

! ' . 

INSTALL EXISTING 3HR PARKING SIGN 
ONTO NEW SINGLE ACORN LIGHT POLE 

USING STAINLESS STEEL CLAMP. ODOT 
STANDARD DRAWING TM677. 

,f 

1 ousr 

:-:-- - - ...,._ 

..... 
INSTALL EXISTING 3HR PARKING SIGN 

ONTO NEW SINGLE ACORN LIGHT POLE 
USING STAINLESS STEEL CLAMP. ODOT 

STANDARD DRAWING TM677. 

}. 

-
+ 

ELLSWORTH ST - -
US HIGHWAY 20 

._ ONE WAY 

j( --

I-

-

ANII 
I 

~ (·~ 

:d "~ ",'j f fj I 

REINSTALL EXISTING 1 OMIN PARKING 
SIGN ON NEW BLACK POST. 

I I 

PA~K N 
OT 

; 

INSTALL EXISTING 3HR PARKING SIGN 
ONTO NEW SINGLE ACORN LIGHT POLE 

USING STAINLESS STEEL CLAMP. ODOT 
STANDARD DRAWING TM677 . 

I 
REINSTALL EXISTING ONE WAY 

SIGN AND BLACK POST. 

0 

ELLSWORTH ST 

US HIGHWAY 20 
~ ONE WAY 

INSTALL EXISTING 10MIN PARKING SIGN ONTO NEW 
SINGLE ACORN LIGHT POLE USING STAINLESS STEEL 

CLAMP. ODOT STANDARD DRAWING TM677. 

t 

-

INSTALL EXISTING BRYANT PARK 
SIGN ONTO NEW SINGLE ACORN 
LIGHT POLE USING STAINLESS 

STEEL CLAMP. ODOT t I 
STANDARD DRAWING TM677. 

t _I I.LI 
> 
<( 

204 

138 

· REINSTALL EXISTING 3HR PARKING 
SIGN ON NEW BLACK POST. , Q 

Jz 

+ 

2 

+ 

+ 

} 

,....-~ 

., 
I 

\N 
I 

( 

_.L 001 1 · 
" "T"~ - ~ REINSTALL EXISTING 10MIN PARKING 

SIGN ON NEW BLACK POST. ' 

I + ~ 
NOTES: 

1. ALL SIGNS SHALL CONFORM TO 
REQUIREMENTS OF THE MANUAL OF UNIFORM 
TRAFFIC CONTROL DEVICES, STANDARD 
HIGHWAY SIGNS, AND OREGON SIGN POLICY. 

2. SEE STANDARD DRAWING NO. 208 AND 209 
FOR SIGN AND POST SPECIFICATIONS. 

3. SIGNS SHALL BE LOCATED AS MARKED IN 
THE FIELD BY THE ENGINEER. 

4. SEE SHEET 115 FOR SIGN DETAILS. 

I.LI 
> 
<( 

I
V) ,... 

REINSTALL EXISTING 3HR PARKING 
SIGN AND BLACK POST. 

ii 
:::, "" .. ~e 
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NOTES: 

REINSTALL EXISTING 3HR PARKING 
SIGN AND BLACK POST. 

l.&J 
> 
<( 

C 
a:: 
tt') 

.J. 

tr, --==== 

Cl 

INSTALL EXISTING 3HR PARKING SIGN 
ONTO NEW SINGLE ACORN LIGHT POLE 

USING STAINLESS STEEL CLAMP. ODOT 
STANDARD DRAWING TM677. 

I 

+-

-

' INSTALL EXISTING 3HR PARKING SIGN 
ONTO NEW SINGLE ACORN LIGHT POLE 

USING STAINLESS STEEL CLAMP. ODOT 
STANDARD DRAWING TM677 . 

REMOVE EXISTING 3HR 
PARKING SIGN AND POST. 

-

, 
' INSTALL EXISTING 3HR PARKING SIGN 

ONTO NEW SINGLE ACORN LIGHT POLE 
USING STAINLESS STEEL CLAMP. ODOT 
STANDARD DRAWING TM677. 

I 

LYON ST 

- -US HIGHWAY 20 
ONE WAY ....... 

-

l INN (' ' C 1-1 

118 

REINSTALL EXISTING ONE WAY 
SIGN AND BLACK POST. 

1. ALL SIGNS SHALL CONFORM TO 
REQUIREMENTS OF THE MANUAL OF UNIFORM 
TRAFFIC CONTROL DEVICES, STANDARD 
HIGHWAY SIGNS, AND OREGON SIGN POLICY. 

REINSTALL EXISTING 3HR PARKING 
SIGN A.ND BLACK POST. 

2. SEE STANDARD DRAWING NO. 208 AND 209 
FOR SIGN AND POST SPECIFICATIONS. 

3. SIGNS SHALL BE LOCATED AS MARKED IN 
THE FIELD BY THE ENGINEER. 

4. SEE SHEET 115 FOR SIGN DETAILS. 
5. EXISTING SIGNS SOUTH OF 3RD AVENUE ON 

LYON ST TO REMAIN IN PLACE UNLESS 
OTHERWISE DIRECTED BY THE ENGINEER. ----~-~ 

~ 

\ 
l.&J 
> 
<( 

C 
z 
N 

I-

115 

I- I-
LYON ST 

US HIGHWAY 20 
ONE WAY ....... 

B OA F RNI 
IQ I 11 

II 7 

INSTALL EXISTING 3HR PARKING SIGN ONTO NEW 
SINGLE ACORN LIGHT POLE USING STAINLESS STEEL 
CLAMP. ODOT STANDARD DRAWING TM677 . 

+ 

-

INSTALL EXISTING ALL DAY 
PARKING SIGN ONTO NEW SINGLE 
ACORN LIGHT POLE USING 
STAINLESS STEEL CLAMP. ODOT 
STANDARD DRAWING TM677. 

ur \ 
•I . ,I 

w 
> 
<( 

C 
z 
N 

INSTALL CITY SUPPLIED BUS STOP SIGN 
ONTO NEW SINGLE A.CORN LIGHT POLE 
USING STAINLESS STEEL CLAMP. ODOT 
STANDARD DRAWING TM677. 

l.&J 
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<( 

I-
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u 
~ 

~ 
~ 
-A 
~ 

~ 
C°-'.l 

EXPIRATION DATE: 12/31/2017 

SHEET NO. 112 OF 192 

PROJECT NO: ST-15-03-B 

FILE: BASE.DWG 



a:: z 
00 
LL, -t-
Q U 
LU ::, 
> D:: 
0 t
a:: ~ 
D. z 
A. 0 
Cu 

0 
0 
+ 
0 
0 

1' 

EXISTING HIGHWAY 
DIRECTIONAL SIGNS 

EXISTING LANE CONTROL AND STOP 
HERE FOR PEDESTRIAN SIGNS 

Ir :1 

EXISTING PEDESTRIAN 
CROSSING SIGN 

f AR 
C CH RH 

EXISTING CROSSWALK 
CLOSED SIGN. 

t,.J/ 
g UPDATED CROSSWALK 
+ CLOSED SIGNS TO BE 

INSTALLED BY ODOT. 

0 
0 
+ 
tt) 
0 

727 

ELLSWORTH ST 
US HIGHWAY 20 

'fTT ONE WAY. 

. 11 
. -! 
I. ,, 
!f ,, 

06 

EXISTING 
ALBANY 

Ir !305 

EXISTING LANE 
CONTROL SIGN. 

12"> EXISTING 
25MPH SIGN 

TRANSIT \ CENTER RIGHT 
LANE SIGN 

' 

w 
> 
<( 

EXISTING STOP HERE FOR 
PEDESTRIAN SIGN 

EXISTING CROSSWALK 

~ ~ CLOSED SIGN. 

EXISTING ALBANY 
TRANSIT CENTER 

LANE SIGN. 

w 
> 
<( 

:::c 
l-
oo 

NEW CROSSWALK I 
CLOSED SIGNS AT 
INTERSECTION TO 
BE INSTALLED BY 

I 1 \_ EXISTING TO 15 
EXISTING ADVANCE 

ODOT. 

AND99ESIGN 

! EXISTING LEFT LANE 
MUST TURN LEFT SIGN 

! 
. LI' - ~ 

"~- EXISTING 9TH AVE 
ONE WAY SIGN 

8 
WARNING SIGNAL AHEAD 

SIGN 

EXISTING TRAIN STATION 

WITH LEFT ARR~W SIGN. \ 

1Jli I 
l . '. I 

- ) \.___IO p 
0 
0 

., 

LYON ST 0 
0 
+ 
0 

+ 
tt) 

0 

"' .,j- US HIGHWAY 20 ,., 
EXISTING 

9THAVE ONE 
WAY SIGN 

/ 

EXISTING ONE WAY 
DO NOT ENTER SIGN 

EXISTING YIELD SIGN 

La.I 

,,,.-·-
i.J 

733 

EXISTING SWANSON PARK 
WITH RIGHT ARROW SIGN. 

EXISTING ADVANCE 
WARNING SIGNAL 

AHEAD SIGN ,- ---- - ----- - - ------ -----------~ 
NOTE: 
EXIST ING SIGNS SOUTH OF 3RD AVENUE ON LY ON 
AND ELLSWORTH ST TO REMAIN IN PLACE UNLESS 
OTHER W ISE DIRECTED BY THE ENGI NEER. 

0 E ;"\!_ r~ 
I ,,r 

71 

I I 

EXISTING DO NOT 
ENTER SIGN 

EXISTING 
25MPH SIGN 

INSTALL R1-5b LEFT 
STOP HERE FOR 
PEDESTRIAN SIGN. 
SEE DETAIL L1 ON 
SHEET 115. 

EXISTING TRAIN 
STATION SIGN. 

EXISTING 
SWANSON PARK 
WAYFINDING SIGN. 

EXISTING 
PEDESTRIAN 
CROSSING 
AHEAD SIGN 

7 "> 

w 
> 
<( 

:::c 
I..... 

IQ I 20 I , t 

0 
0 
+ 
00 
0 

.u-..:. . .J 

EXISTING 
PEDESTRIAN 

CROSSING 
AHEAD SIGN 

INSTALL R1-5b 
RIGHT SIGN. SEE 
DETAILL2ON 
SHEET 115. 

0 
0 
..L 

co 
La.I 

DEMC 

l,;., 

___ ,.,.... 
0 
0 
+ a, 
La.I 

'.l 

m 
~ -...... z ... 

::J ~ 
:c (II 

~ 
:IE 

w 
> 
<( 

:::c 
1-
(0 

0 
II) 

+ 
Cl> 
a 

~ 
(II 

WORK IN THIS AREA IS 
BEING PERFORMED UNDER 
SEPARATE PERMIT #89210. 

0 
0 
+ 
0 

0 
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EXISTING STOP 
HERE ON RED SIGN 

~~S\ 
i: 
! ' 
,]1 

EXISTING STOP 
HERE ON RED SIGN 

LI.I 
> 
<C 

I 
1-
(0 

EXISTING CITY HALL, 
COURTHOUSE, LIBRARY SIGN 

EXISTING ADVANCE 
WARNING SIGNAL 

AHEAD SIGN 

EXISTING HOSPITAL 
AND RIGHT ARROW SIGN 

SEE SHEET 110 

,f ·--- i_ 

EXISTING 30MIN 
PARKING SIGN 

EXISTING ADVANCE 
WARNING SIGNAL 

AHEAD SIGN 

A.R fHOMAS 
MOTORS 

EXISTING HOSPITAL 
AND LEFT ARROW SIGN 

LI.I 
> 
<C 

I 
I
I() 

• It N .QUNJ 
0 RTI O SE 

ELLSWORTH ST 

US HIGHWAY 20 
+- ONE WAY 

EXISTING 30MIN 
PARKING SIGN 

EXISTING COMPACT 
CARS ONLY SIGN 

w 
> 
<( 

I 
I 
1-
'-.:I' 

EXISTING OREGON 
VISITOR AND RIGHT 

ARROW SIGN 

EXISTING ALL DAY CUSTOMER 
PARKING, EMPLOYEE PERMIT PARKING 

I 
EXISTING ALL DAY CUSTOMER 

PARKING, EMPLOYEE PERMIT PARKING EXISTING ONE 

EXISTING CITY HALL, 
COURTHOUSE, LIBRARY SIGN 

EXISTING NO PARKING 
LOADING ZONE SIGN 

STATE 
BUILDING 

04 

---- - ~ ~ ---I--
LYON ST 

US HIGHWAY 20 
NE WAY--+-

WAY SIGN 

AL A~, r Rt 5 A T1 N 

r~- ·-. I 

I " 
I J t 

NOTE: 

WORK IN THIS AREA IS 
BEING PERFORMED UNDER 
SEPARATE PERMIT #89210. 

EXISTING OREGON 
VISITOR INFORMATION 

RIGHT LANE SIGN 

EXISTI NG SIGNS SOUTH OF 3RD AVE NU E ON LYO N 
AND ELLSWORTH ST TO REMAIN IN PLACE UNLESS 
OTHER WISE DIRECTED BY THE ENGIN EER. 

EXISTING 30MIN \ 
PARKING SIGN 

EXISTING 30MIN 
PARKING SIGN 

EXISTING AHEAD LEFT ALBANY REGIONAL MUSEUM, 
10MIN PARKING, CUSTOMER PARKING ONLY SIGNS 

EXISTING ALL DAY CUSTOMER 
PARKING, EMPLOYEE PERMIT PARKING 

E. 
8 N 
128 

B 

~ 

r 

LI.I 
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<C 
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~ 

B 
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.a 
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LEGEND 

• NEW ADA ACCESSIBLE 
PARKING SPACE 

NOTES: 

1. 

2. 

3. 

:~D A~tGNACsCJ;c~B~~ r::KING LEGEND 
LOCATION AS DIRECTED :¢LTLHEDE AT EACH ENGINEER. 

ALL LOCATIONS ARE TENTATIVE. 

SEE SHEET 115 F STRIPING AND SIGNOR ACCESSIBLE PARKING 
DETAILS. 

/ 

WA1ER 

/ 
1 S1 AVE 

POST OFFICE a 

* 2ND AVE 

SEE SHEET 91 

3RD AVE 8 

41\-\ A \/E 

\
(/) 

4: -0 
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4: 
.J 
4: 
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51\-\ AVE 

61\-\ A \/E 

71\-\ A \/E 
\
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z 
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\
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a 

a 
'SEESHEET92~ 

SEE SHEET 93 7 
SEE SHEET 94 

SEE SHEET 95 ./ ~. 

• 
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)
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91\-\ AVE 

CITY HALL 

* • 
LINN COUNTY 
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z -5 
4: 
0 
4: 
0 
~ 
Cl) 

• 

\
(/) 

z 
0 
~ 

• 
rlRE 

STATION 11 
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NOT TO SCALE 
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LEGEND 

• FLAG POLE SLEEVE 

NOTES: 

1. INSTALL APPROXIMATELY 16 FLAG POLE 
SLEEVES PER BLOCK AS MARKED IN THE 
FIELD BY THE ENGINEER. 

2. SEE SHEET 115 FOR FLAG POLE SLEEVE 
DETAILS. 

=-===~ \~ -
WP.JER A.VE ====={- -- - - \ 

~--- - I 

/ \ I - - -.,;-- -
VE \ - • • • • 

is_, A _J I I I I 
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( : : : : 
\\ POST OF"F"* ·········- ··~~~~ _ ·······~ \ ••. ••··••· .. \, 2_NO __ AV.E_:
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_\ __ --- ' I * : : -~~· 
I I \ ___ _l--- .-. - -- : ~: 
I 41\-\ A.VE\ ---t • • • • -

\. - - - --
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\ LINN COUNTY : :--- - : : 
- \ \ COURTHOUSE e • • • :\: ·.t·.----- --- ~ --
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5,H A _1_ \- 1\1 • •• FIRE 
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DETAIL J : ADA PAVEMENT MARKING 
NOT TO SCALE 

DETAIL K: ADA RESERVED PARKING SIGN 
NOT TO SCALE 

DETAIL L: BUS STOP SIGN 
NOT TO SCALE 

PAVEMENT MARKING STENCIL 

C Csiroke widthl --., 

A 

Pavement Mar t ing &ck.ground: Optiona l: BJue, Retrorener:t.-ve 

P(/1/emenf Morking Stencil: WNte. RetroretJtJCtrvo 

LEGEND 
DIME~SIONS UNCHESl 
A B C D E F G 

MINIMUM 28 24 3 
STMDARD 41 .36 4 

1a1• 

tl/2:•t 

SIGN DESIGN 
SIGN NO. R7-8 

1211 
I I - -

2:11 

RESERVED -
2''C 

l " 

PARKING 2 11C .. 

~ 6" 

-
I l +" 

-~-¾" 

Sign Background, Whl'tc. Rctrorcflccllvo shcotlMJ 

$;gr, Legend: Green. R~or~lecfive shetlfing 

Sit;n Symbol: White on Blue, ftetroreflect~,e sheeting 

Refer to Sfa/'/dard Higfiwoy Sif)fls tx:oF: for dst,iUs. 

DETAIL M: FLAG POLE SLEEVE 
PROFILE VIEW 

(NOT TO SCALE) 

INSTALL PLASTIC ~ 1.5" FLUSH 
MOUNTED THREADED CAP. 

. ,c 

.. / . 
f " 

.. .l < .. : . .l·- . "'. 
. ,1.· •. 

. f " ( ·.f . . ,c . · ,c 

z!- 1· 

TOP OF 4" PCC SIDEWALi( 

f f . / · . " ·. · ,c ,.l 
• • • ,c "f . f ·,; . . . 

. . . . . . " f . fl • •. ,c .f" . . . . . / 

INSTALL~ 1.5" ID THREADED aR,ltSS 
SCHED 80 PVC TUBING AT FLAG 
POL£ LOCATIONS MARKED IN THE FIELD 
BY THE ENGINEER. 

BUS 
STOP 

T 
s 

R7-107 
12"X18" 
NO ARROW 

R7-107a 
12"X30" 
SIGN TO BE 
PROVIDED BY CITY 

DETAIL L 1: STOP HERE FOR PEDESTRIANS (LEFT) 
NOTTO SCALI! 

• HERE ,.a ~R" 
R1-5b (LEFT) 
36"X36" 

DETAIL L2: STOP HERE FOR PEDESTRIANS (RIGHT) 
NOT TO SCALI! .~ 

&. HERE 
1\-F~ 

R1-5b (RIGHT) 
36"X36" 

DETAIL N: FLAG POLE SLEEVE 
PLAN VIEW 
(NOT TO SCALE) 

1.5• ID SfAIPILESS S'FEEL 
~ SCHED 80 PVC FLAG 

POLE SLEEVE. 

/ 

/ 
-- 2.s·- i--

FACE OF CURB 

0 
iii 
> - .. Loi •• 

a::~;; 1 
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LEGEND 

• 

NEW AND EXISTING INLETS 
REQUIRING PROTECTION 
DURING CONSTRUCTION 

GENERAL EROSION & SEDIMENT CONTROL NOTES: 

1. ALL CONSTRUCTION SHALL CONFORM TO THE CITY OF 
ALBANY EPSC MANUAL. THE CURRENT VERSION OF THE 
CITY OF ALBANY EPSC MANUAL CAN BE FOUND ON 
THE CITY'S WEBSITE AT WWW.CITYOFALBANY.NET. 

2. EROSION AND SEDIMENT CONTROL MEASURES 
INCLUDING PERIMETER SEDIMENT CONTROL SHALL BE IN 
PLACE BEFORE EXISTING GROUND SURFACE IS 
DISTURBED AND SHALL REMAIN IN PLACE AND BE 
MAINTAINED, REPAIRED, AND PROMPTLY IMPLEMENTED 
FOLLOWING PROCEDURES ESTABLISHED FOR THE 
DURATION OF CONSTRUCTION, INCLUDING PROTECTION 
FOR ACTIVE STORM DRAIN INLETS AND CATCH BASINS 
AND APPROPRIATE NON-STORMWATER POLLUTION 
CONTROLS. 

3. SWEEP ALL CONCRETE GUTTERS AND VACUUM SWEEP 
UNDISTURBED PAVEMENT WITHIN PROJECT LIMITS AND 
ALL SIDE STREETS WITH CONSTRUCTION TRAFFIC AT 
THE END OF EACH WORKING DAY WHEN GROUND 
DISTURBING ACTIVITIES ARE TAKING PLACE AND AS 
DIRECTED BY THE ENGINEER. 

4. THE CONTRACTOR SHALL PROPERLY MANAGE 
HAZARDOUS WASTES, USED OILS, CONTAMINATED 
SOILS, CONCRETE WASTE, SANITARY WASTE, LIQUID 
WASTE, OR OTHER TOXIC SUBSTANCES DISCOVERED OR 
GENERATED DURING CONSTRUCTION AND MEET ALL 
STATE AND FEDERAL REGULATIONS AND APPROVALS. 

5. THE EPSC MEASURES SHOWN ON THIS PLAN ARE 
MINIMUM REQUIREMENTS FOR ANTICIPATED SITE 
CONDITIONS. DURING THE CONSTRUCTION PERIOD, 
THESE MEASURES MUST BE UPGRADED AS NEEDED TO 
COMPLY WITH ALL APPLICABLE LOCAL, STATE, AND 
FEDERAL EROSION AND SEDIMENT CONTROL 
REGULATIONS. CHANGES TO THE EPSC MUST ALSO BE 
SUBMITTED TO THE ENGINEER FOR APPROVAL. 

6. SAWCUT SLURRY SHALL BE VACUUMED AND CLEANED 
FROM THE STREET SURFACE AT THE TIME SAWCUTTING 
IS PERFORMED. 

7. SEDIMENT MUST BE REMOVED FROM IN FRONT OF 
SEDIMENT DAMS AND OTHER BARRIERS WHEN IT HAS 
REACHED A HEIGHT 2-INCHES AND BEFORE BMP 
REMOVAL. 

8. VACUUMING OR DRY SWEEPING SHALL BE USED TO 
CLEAN UP RELEASED SEDIMENT. 

9. SEDIMENTS AND OTHER POLLUTANTS ARE PROHIBITED 
FROM ENTERING THE STORM DRAIN SYSTEM. 
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-ALL NEW AND EXISTING CATCH BASINS 
SHALL BE PROTECTED WITH A 
POLYPROPYLENE SACK OR APPROVED EQUAL. 

1 ALL NEW AND EXISTING CURB INLETS SHALL 
BE PROTECTED WITH A CURB INLET 
SEDIMENT DAM OR APPROVED EQUAL. SEE 
DETAILS O AND P ON SHEET 117. 
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DETAIL 0: CATCH BASIN POLYPROPYLENE SACK DETAIL P: CURB INLET SEDIMENT DAM 

CJ1aptcr4 

CATCH BASIi 

STORM PIPE 

£PSCMm11uil 

Curb Inlet Sediment Dam 
Diagram 4.3.7e 

INLET PROTECTION TYPE 5 

/ CATCH BASIN GRATE 
/ ,·- 1· REBAR FOR B,.'\G R[I.IOVAL 

EXPANSION RESTRAINT 
2-X2"X¾ " RUBBER BlOCt<S' 

POLYPROPLENE 
Fil TER SACK (WOVEN) 

WOVEN POLYPROPLENE SACK 

NON-WOVEN POLYPROPLENE SACK 

OVERFLOW SPILLWAY CATCH BASIN 

PROOUCTO,ffl: 

MaleJiill: 100% Non-woven Polyfiber 
Color: Blue 
HIHght 5" (Custom) 
Wialhs: 36" - 54" - 70" (Custom) 

INSTAUAT/ON: 

Place strap through hole(s) provided. Wrap around the horizontal rod in 
mouth of curb Inlet and extend s1rap through adjacent hole and tie. 

~O\~cESSEO CURO INLET ChTCH BASINS MUST BE 
BLOCKED WHEN USING FILTER FABRIC INLET SACKS. 
SlZE OF ncrt:::R FA8RlC INLET SACKS ro BE 
DETERMINED JY MANUFACTURER 

4-68 CitycifAll>arty 

AMERICAN ENVIRONMENTAL 
PROTECTIVE SOLUTIONS & PRODUCT " 
29377 Airpo rt Road 

DESIGNATED 
CONCRETE 

WASH AREA 

NOTES: 

CONCRETE TRUCK WASH AREA 
NOT TO SCALE 

PROVIDE MIN 18" X 24" SIGN. 

Eugene OR 79402 
(541) 688-7609 

PORTABLE CONTAINMENT POND 
WRAPPED S"TRAW BALES OR 
WRAPPED 
SANDBAGS/BIO-BAGS. 

6' SQUARE MIN. 

PROVIDE S"TRAW BALES TO 
MAKE SQUARE CONTAINMENT 

AREA. 

ANCHOR VISQUENE 
WITH SOIL BERM. 

1. CONTRACTOR SHAU. PROVIDE WASHOUT STATIONS AS NEEDED THROUGHOUT THE CONSTRUCTION AREA. 
2. CONTRACTOR SHALL SUBMIT CONCRETE WASHOUT STATION LOCATION PLAN TO THE ENGINEER FOR APPROVAL 

PRIOR TO THE START OF WORK. 
3. PROVIDE MINIMUM OF ONE CONCRETE TRUCK WASH AREA FOR USE ON CLEANING OF CONCRETE TRUCKS. 
4. CONCRETE TRUCK WASH AREAS SHALL BE LOCATED ADJACENT TO ANY CONSTRUCTION ENTRANCE USED BY 

DEPARTING CONCRETE TRUCKS. 
5. CONCRETE TRUCK WASH AREAS SHALL BE CONSTRUCTED OF ONE OF THE FOLLOWING: 

A. STRAW BALE BARRIER WITH PLASTIC LINER. 
B. STACKED SAND BAGS OR BIO-BAGS AS A BARRIER WITH PLASTIC LINER. 
C. PORTABLE CONTAINMENT POND. 

CJISTR/8U1ED BY: 

I I 
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T 
DOWNTOWN STREETSCAPE 

IMPROVEMENTS AHEAD 

CONSTRUCTION 
THROUGH DECEMBER 2017 

I BUSINESSES OPEN 

CUSTOM 
60"X36" 

BLACK LEGEND 
ORANGE BACKGROUND 

4" TYPE D FONT 

CUSTOM 
36"X18" 

WHITE LEGEND 
BLUE BACKGROUND 
4" TYPE D FONT 

MOUNT BOTH SIGNS ON 
TEMPORARY POSTS AND INSTALL 

AT EACH LOCATION SHOWN. 
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GENERAL NOTES FOR CURB RAMP DETAILS: 

1. REPLACE ALL CURB RAMPS ALONG LYON AND ELLSWORTH 
STREET IN AREAS SHOWN. 

2. LETTERS WITHIN EACH BOX INDICATE THE SCHEDULE EACH 
CORNER IS BEING PAID UNDER. 

3. COUNTER SLOPE AT CURB RAMPS IS 2% +/- TYPICAL 
UNLESS OTHERWISE SHOWN. 

4. 

5. 

6. 

7. 

8. 

WHEN CONSTRUCTION ACTIVITIES BLOCK OR INTERFERE 
WITH NORMAL PEDESTRIAN ROUTING, PROVIDE SAFE 
PASSAGE FOR PEDESTRIANS EITHER THROUGH THE 
CONSTRUCTION, OR REROUTED AROUND THE 
CONSTRUCTION, UTILIZING ODOT STANDARD DRAWING 
TM844 AND THE REQUIREMENTS OF THE 2015 OREGON 
STANDARD SPECIFICATIONS FOR CONSTRUCTION {BROWN 
BOOK), PAGE 141, SUBSECTION 00220.02, 8TH BULLETED 
ITEM WITH REFERENCE TO THE SUBSEQUENT BULLETED 
ITEMS. 

WHEN CONSTRUCTION ACTIVITIES BLOCK OR INTERFERE 
WITH NORMAL OPEN STATE HIGHWAY SHOULDER 
CONDITIONS, AND THESE IMPACTS LAST LONGER THAN 72 
HOURS, FOLLOW THE TEMPORARY SIGNING AND 
DELINEATION REQUIREMENTS OF ODOT STANDARD DRAWINGS 
TM800, TM841 AND TM850, SHOULDER CLOSURE 
CONFIGURATION. 

WHEN CONSTRUCTION ACTIVITIES ARE ANTICIPATED TO 
CLOSE AN ACTIVE TRAFFIC LANE ON THE STATE HIGHWAY, 
SUBMIT A WORK ZONE TRAFFIC CONTROL PLAN WHICH 
INCLUDES A PEDESTRIAN REROUTING PLAN TO THE ODOT 
DISTRICT 4 PERMIT OFFICE FOR REVIEW AND APPROVAL 
PRIOR TO THE CLOSURE. THE WORK ZONE TRAFFIC 
CONTROL PLAN SHALL MEET APPLICABLE CURRENT MUTCD 
STANDARDS. 

CONTRACTOR TO PROVIDE A WRITTEN AND DRAWN PLAN 
WITHIN THE TRAFFIC CONTROL PLANS (TCP) THAT 
IDENTIFIES REQUIREMENTS FOR PROVIDING SAFE, 
EFFECTIVE AND ACCESSIBLE ROUTES FOR PEDESTRIANS 
THROUGH OR AROUND THE WORK ZONE INCLUDING 
TEMPORARY PEDESTRIAN ACCESSIBLE ROUTE (TPAR) 
DETAILS, ADVANCE PUBLIC NOTIFICATION; AND, 
CONSTRUCTION AND MAINTENANCE RESPONSIBILITIES TO 
THE ODOT DISTRICT 4 PERMIT OFFICE FOR REVIEW AND 
APPROVAL PRIOR TO THE CLOSURE OF ANY PEDESTRIAN 
FACILITY ON THE STATE HIGHWAY. 

ALL CURB RAMPS ALONG THE STATE HIGHWAY SHALL 
HAVE BRICK RED TRUNCATED DOMES. ALL CURB RAMPS 
INSTALLED ON CITY STREETS SHALL HAVE BLACK 
TRUNCATED DOMES. SEE STANDARD DRAWING NO. 315. 
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ADJUST TRAFFIC SIGNAL 

. JrCTION Bli TO FINISH GRADE 

EXTEND LIMITS TO NEXT CONCRETE JOINT OR AS NEEDED TO -T~ =~Sim£ ~-ymMG \'MWAi nPI~ 

--
ADJUST TRAFFIC SIGNAL 

PEDESTRIAN POLE TO FINISH GRADE 

~ T"i'·~r-
:::=:--

REMOVE AND REPLACE CATCH 
BASIN TOP. SEE RD366. 

15, AVENUE 

-

1-
U'l 

:r: 
l
o::: 
0 
3 
~ 
.J 
uJ 

~i 
0 5 

INSTALL NEW 
CROSSWALKS, TYPICAL~ 

ADJUST TRAFFIC SIGNAL 
JUNCTION BOX TO FINISH GRADE 

\ 
quRB RAMP NOTES; 

1~ CURB RAMPS ARE 4.1 ' WIDE UNLESS 
OTHERWISE SHOWN. 

\ 

2. \ LANDINGS ARE 4.1 ' X 4. 1' UNLESS 
OTHERWISE SHOWN. 

lO 

MARKED OR INTENDED CROSSING LOCATION 

f:)_~-> ;:.I SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

<==:i SURFACE 1.5% MAX 

... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=6• TYP. 

"CR##" 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR##" STATION 

1 D24+16.72 L31.'8 

2 D24+16.77 L29.02 

3 024+ 17 .13 L24.83 

4 D24+17.90 L22.06 

5 D24+18.60 L20.70 

6 D24+21.14 L18.08 

7 D24+25.02 L16.64 

8 D24+29.76 L16.10 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.57 

CORNER POSITION: 1 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AAMP __ _ -------

GUTTER ELEVATION 

207.92 

207.96 

207.97 

207.98 

207.99 

208.01 

208.03 

207.86 
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1 s, AVENUE 

EXTEND LIMITS TO NEXT CONCRETE 
JOINT OR AS NEEDED TO MAINTAIN 

ACCESSIBLE TRANSITION TO 
EXISTING SIDEWALK, TYPICAL 

------

PROTECT EXISTING TRAf'nC SIGNAL POLE 

RAMP 1 

\~\ 
\ \ \ 

.. 
0 

CURB RAMP NOTES; 
\ 

1. CURB RAMPS ARE -4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE -4.1' X -4.1' UNLESS 
OTHERWISE SHOWN. 

INSTALL NEW 
CROSSWALKS, TYPICAL 

\ 
I 

J 

t
(/) 

:c 
t
o::: 
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IO 

MARKED OR INTENDED CROSSING LOCATION 

~:".:; .;.~ :-. ;:.I SIDEWALK 

™ TURNING SPACE 

I•:•:•:•:•:•:•:•:•:•:i TRUNCATED DOME DETECTABLE WARNING SURFACE 

<=::J SURFACE 1.5% MAX 

... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=&• TYP. 

COUNTERSLOPE 

CURB 

-----

CURB DETAIL 
(NOT TO SCAI.£) 

LOCATION ,.CRII/I" STATION 

1 D23+62.23 L20.91 

2 D23+65.59 L21.0-4 

3 D23+69.« L22.« 

4 D23+71.26 L23.86 

5 D23+71.86 L2-4.57 

6 D23+73.26 L26.-49 

7 D23+7-4.« L30.-42 

8 D23+7-4.SD L36.5-4 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.57 

CORNER POSITION: 2 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AA_"'_!: _____ _ 
----

GUTIER ELEVATION 

207.6-4 

2D7.59 

207.53 

207.72 

207.72 

207.53 

207.59 

207.69 
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\ 
CURB RAMP NOTES; 

t..t 

1. CURB RAMPS ARE 4. 1 ' WIDE UNLESS 
OTHERWISE SHOWN. ' 

l 

2. LANQINGS ARE 4.1' X 4.1 ' lJNLESS 
OTHERWISE SHOWN. \ 

I 
I 

REMOVE AND REPLACE 
EXISTING CURB INLET 

TOP PER RD366 

.... 

MATCH EXISTING~ 
CURB AND GUTTER L \, / 

,,Xr 
PROTECT EXISTING_/ \ 

CURB INLET , / 

6" WIDE VARIABLE HEIGHT cuRJ. I 
\ I 
PROTECT EXISTING PEDESTRIAN 
. TRAFFIC SIGNAL PO,LE 

\ \ 
\ 
I 

\ 
\ 

INSTALL NEW 

CROSSWAU(S. TYPICAL~ 

~ 
' \p-

-0 

1s, AVENUE 

ADJUST SIGNAL 
JUNCTION BOX TO GRADE 

.., 

"'-- PROTECT EXISTING 
HISTORIC CLOCK 

- ---
EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING SIDEWALK, TYPICAL 

i 
10 

MARKED OR INTENDED CROSSING LOCATION 

~: -_:; -~-~ :, ::.j SIDEWALK 

~ TURNING SPACE 

I·:·:·:·:·:·:·:·:·:·:t TRUNCATED DOME DETECTABLE WARNING SURFACE 

¢::J SURFACE 1.5% MAX .. SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=&• TYP. 

"CR##" 

CURB 

COUNTERSLOPE --r======~~~~-------
CURB DETAIL 

(NOT TO SCALE) 

LOCATION ,.CR##,. STATION 

1 D23+64.04 R21.40 

2 D23+64.54 R21.4B 

3 D23+68.63 R22.69 

4 D23+ 70.86 R24.34 

5 D23+71.59 R25.02 

6 D23+73.02 R27.06 

7 D23+74.35 R31.18 

B D23+74.41 R37.81 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.57 

CORNER POSITION: 3 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

RAMP ___ _ 

--------

GUTIER ELEVATION 

207.73 

207.74 

207.82 

207.81 

207.81 
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PROTECT EXISTING 
PEDESTRIAN SIGNAL POLE 

PROTECT EXISTING 
DECORATIVE STREET 

LIGHT POLE/ 

I 
I 

ADJUST /r RAFFIC 
SIGNAL JUNCJION BOX 

TO Flr H GRADE 

I 
I 
I 
I 
I 

I 
I 

I - / 
INST 'LL NEW_/ 

CROSSWALKS, r PICAL 

I 
I 
I 

' \ 

REMOV~ AND REPLACE CURB 
l'r LET TOP PER RD366 ~ 

I 
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\ 
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ADJUST TRAFFIC 
SIGNAL JUNCTION BOX 
TO FINISH GRADE 

EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING SIDEWALK, TYPICAL 

CURB RAMP NOTES; ' 
1. CURB RAMPS ARE 4.1' WIDE UNLESi 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4. 1' X 4. 1' UNLESS 
OTHERWISE SHOWN. 

----

MARKED OR INTENDED CROSSING LOCATION 

~:-_:; -~-~ :-_ ::.j SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

<=i SURFACE 1.5% MAX 

~ SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E:6• TYP. 

•cRff" 

CURB 

COUNTERSLOPE ----i:=====~~=-S-------

CURB DETAIL 
(NOT TO SCAI.£) 

LOCATION "CR#{/" STATION 

1 D24+16.92 R34.83 

2 D24+18.02 R28.53 

3 D24+20.06 R24.97 

4 D24+21.70 R23.43 

5 D24+22.60 R22.84 

6 D24+24.70 R22.04 

7 D24+28.38 R21.04 

8 D24+34.60 R20.36 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.57 

CORNER POSITION: 4 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AAl-'P ___ _ 

--------

GUTIER ELEVATION 

207.65 

207.64 

207.63 

207.60 

207.60 

207.63 

207.69 

207.82 
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EXTEND LIMITS TO NEXT CONCRETE 
JOINT OR AS NEEDED TO MAINTAIN 

ACCESSIBLE TRANSITION TO 
EXISTING SIDEWALK, TYPICAL 

- - ---

PROTECT EXISTING TRAF'f'IC 
SIGNAL PEDESTRIAN POLE 

\ 

2ND AVENUE 

\ 
\ 
\ 
\ 
\ 
\ 
\ 
\ 

' 
I\ 
' 

" " " " " " \ 
\ 
\ 

~ I 

6 

r· 1-----;i 
0 5 10 

~ INSTAU. NEW 
CROSSWA!l.KS, TYPICAL 

\ 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. ' 

2. LANDINGS ARE 4.1' X 4.1' UNLESS 
OTHERWISE SHOWN. ' 

f."; _._ · . .;-1 
; .:~ .•·· .. _ v·· 

MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE 

I·:·:·:·:·:·:·:·:·:·:t TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX .... SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=6• TYP. 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR##" STATION 

1 D21+27.53 L27.54 

2 D21+27.59 L27.44 

3 D21 +30.12 L24.39 

4 D21+32.60 L22.64 

5 D21 +33.57 L22.16 

6 D21+36.53 L21.26 

7 D21+40.54 L21.13 

8 D21+45.54 L21.10 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.61 

CORNER POSITION: 1 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

RAMP ___ _ 
--------

GUTIER ELEVATION 

208.44 

208.42 

208.45 

208.48 

208.49 

208.52 

208.56 

208.53 

Ii 
::, " :c 15 •• ii? u 

(l)i'ii.J· z u 
0 
iii 
> - .. 
..... o>i:i 
IX% II!"' 
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2ND AVENUE 

REMOVE AND REPLACE 
EXISTING CURB INLET 

TOP PER RD366 

EXTEND LIMITS TO NEXT 
CONCRETE JOINT OR AS 

NEEDED TO MAINTAIN 
ACCESSIBLE TRANSITION TO 

EXISTING SIDEWALK, TYPICAL . ---·· --

\ 
\ 
\ 

--- ADJUST TRAFFIC SIGNAL 

CURB RAMP NOTES; 

JUNCTION BOX TO ANr GRADE 

PROTECT EXISTING 
PEDESTRIAN SIGNAL POLE 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1' UNLESS 
OTHERWISE SHOWN. \ 

i 

\ 
\ 

INSTALL NEW , 
/ CROSSWALKS, TYPICfL 

E=3" 

.. 
REMOVE AND REPLACE 
EXISTING CURB INLET 
TOP PER RD366 

,. 

t
(./) 

:c 
t
o::: 
0 
3 
~ 
_..J 
u.J 

MARKED OR INTENDED CROSSING LOCATION 

r'_) -~-~ ~-;:.j SIDEWALK 

~ TURNING SPACE 

I•:•:•:•:•:•:•:•:•:•:f TRUNCATED DOME DETECTABLE WARNING SURFACE 

~ SURFACE 1.5% MAX 

... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=6" TYP. 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR/I/I" STATION 

1 D20+69.72 L20.B1 

2 D20+75.71 L21.19 

3 D20+79.81 L23.02 

4 D20+81.82 L24.81 

5 D20+82.52 L25.66 

6 D20+83.87 L28.00 

7 D20+84.83 L32.10 

8 D20+84.87 L38.1 0 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.61 

CORNER POSITION: 2 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AAIAP ___ _ 
--------

GUITER ELEVATION 

209.00 

208.52 

208.55 

208.57 

208.58 

208.60 

208.63 

208.65 

...... 
00 

•• N N 
w 'c;--
~ ~ ~. 
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CURB RAMP i NOTES; 
I ... · -

1. CURB RAMPS ·ARE '4. f' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS \ARE 4.1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

REMOVE AND REPLACE CURB 
INLET TOP PER RD366 

---

~ INSTALl N.;. 
CROSSWALKS, TYPICAL 

I 

... 

2NO AVENUE 
.- i i 
0 5 IO 

\ 
i 

\ 
. \ 

EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 
TRA~SITION TO EXISTING SIDEWALK, TYPICAL 

\ 

- --

MARKED OR INTENDED CROSSING LOCATION 

... : ~ .•·· .. _ h.: r.·. ; .-- : ~-I SIDEWALK 

TURNING SPACE ~ 

I·:·:·:·:·:·:·:·:·:·:i 

<==i ... 
TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=&• TYP. 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR/Ill" STATION 

1 D20+66.78 R20.83 

2 D20+72.78 R20.83 

3 D20+76.8B R21.46 

4 D20+81.91 R23.86 

5 D20+81.91 R24.7B 

6 D20+84.2!1 R28.90 

7 D20+8S.00 R33.00 

8 D20+84.98 R3B.00 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.61 

CORNER POSITION: 3 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AAMP ___ _ 
--------

GUTTER ELEVATION 

208.48 

208.46 

208.44 

208.44 

208.50 

208.58 

208.5S 

208.52 

;ii! 
~I 

•• ~ WU >- Ill 

~m.JcS 
0 
vi 
> - N i.J •• 

Q:i~~ I 
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a. 0 
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\ 

I 
\ 
I 
I 

\ r , , 
ADJUST TRAFFIC SIGNAL 

JUNCTION BOX TO FINISH GRADE 
q;O 

. \ ·~,~ -

1;#'" 

INSTALL NEW 

i 
I 
\ 
l 
I 
\ 
I 

) 

CROSSWALKS, TYPICAL~ 

I 

I 
i 

I 

\ 

\ 

@ 

RAMP 1 

~ 
~ I 
0 5 

I 
\ 

EXTEND LIMITS TO NEXT 
CONCRETE JOINT OR AS 
NEEDED TO MAINTAIN 
ACCESSIBLE: TRANSITION TO 
EXISTING SIDEWALK, TYPICAL 

---
--- ·" 

zNO AVENUE 

I 
10 

MARKED OR INTENDED CROSSING LOCATION 

~--.:;_~-~-:. ;:.j SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

<=:i SURFACE 1.5% MAX 

... SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E,.6" TYP. 

"CR##" 

CURB 

COUNTERSLOPE --:t=====~~=-~-------
CURB DETAIL 

(NOT TO SCALE) 

LOCATION "CR/I/I" STATION 

1 D21 +26.84 R37.91 

2 D21 +26.85 R31.92 

3 D21 +27.63 R27.81 

4 D21+28.92 R25.32 

5 D21+29.56 R24.55 

6 D21+31.70 R22.70 

7 D21+35.79 R21.13 

a D21+39.91 R21.11 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.61 

CORNER POSITION: 4 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AAMP ___ _ 

--------

GUTTER ELEVATION 

208.42 

208.48 

208.52 

208.55 

208.56 

208.59 

208.57 

208.55 

15 -:r "" 

ii 
:r "' > ~ lj 

~CII.JcJ I 
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Or 
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a. 0 
Cu 

\ 

\ 
I 

\ 

\ I 
ADJUST TRAFFIC SIGNAL JUNCTION 

BOX TO FINISH GRADE, TYPICAL 

\ 
\ 

\ 
1. ..J 

\ 
\ 

~- I\ ~ 
EXTEND LIMITS TO NEXT CONCRETE JOINT _/ 
OR AS NEEDED TO MAINTAIN ACCESSIBLE_/ 

TRANSITION TO EXISTING SIDEWALK, TYPICAL 

\ j J \/ J-
p~~TE!;:J i2(JS1:JNG ~RAF'£1C_ _Sl(ll'I_~ POLE ~ 

REMOVE AND REPLACE CATCH 
BASIN TOP PER RD366 

3RD AVENUE 

) 

p-
o 

INSTALL NEW 
CROSSWALKS, TYPICAL 

I 

1- i 5 10 

CURB RAMP NOTEs·: 
\ 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN! - -= 

~--= ,,_ -- -- 7 -2: LANDINGS ARE 4. 1' X 4. 1 ' UNLESS 
OTHERWISE SHOWN.\ 

I 

MARKED OR INTENDED CROSSING LOCATION 

f . .::_~.~ ~-;:.j SIDEWALK 

™ TURNING SPACE 

l•:•:•:•:•:•:•:•:•:•:i TRUNCATED DOME DETECTABLE WARNING SURFACE 

<:=J SURFACE 1.5% MAX 

... SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=6" TYP, 

COUNTERSLOPE 

CURB 

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR/lfr STATION 

1 D18+34.51 L33.72 

2 D18+35.08 L29.74 

3 D18+37.25 L25.64 

4 D18+38.96 L23.97 

5 D18+39.84 L23.30 

6 D18+42.38 L21.93 

7 D18+46.48 L20.99 

8 D18+49.48 L20.97 

DESIGN EXCEPTION CONTROL: 

LRM: 031 00100 

MP: 10.66 

CORNER POSITION: 1 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

AAliAP ___ _ 
--------

GUTIER ELEVATION 

209.45 

209.34 

209.29 

209.26 

209.25 

209.21 

209.16 

209.13 

0 
iii 
> - N 

~o~~ 
Zmm 
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INSTALL NEW 
CROSSWALI<S, TYPICAL 

3RD AVENUE 

I 

\\. J 
PROTECT EXISTING 

TRAFFIC SIGNAL POLE 

\ V 

--
,\ 7 EXTEND LIMITS TO NEXT CONCRETE JOINT 

OR AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING SIDEWALK, TYPICAL 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4. 1 ' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

. I 

I 

\ 

PROTECT EXISTING 
CATCH BASIN 

\ 

\ 

MARKED OR INTENDED CROSSING LOCATION 

R ·.) -~-~ _:_ ;:.I SIDEWALK 

™ TURNING SPACE 

l•:•:•:•:•:•:•:•:•:•:i TRUNCATED DOME DETECTABLE WARNING SURFACE 

¢::J SURFACE 1.5% MAX 

.... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=&• TYP. 

•cRfl,. 

COUNTERSLOPE 

CURB 

-----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR/I#" STATION 

1 D17+84.35 L21.51 

2 D17+87.76 L23.22 

3 D17+90.58 L26.19 

4 D17+92.04 L29.36 

5 

6 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.66 

CORNER POSITION: 2 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

AAM!----------

GUTIER ELEVATION 

208.72 

209.07 

209.04 

208.84 

...... 
00 

•• N N 
&..I .......... 

~~~. 
0,.. o, I 
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INSTALL NEW 
CROSSWALKS, TYPICAL~ 

---

1. 75'OE=0.S0' .. 
REMOVE AND REPLACE CATCH 

BASIN TOP PER RD366 
' 

f. 

I-
(/) 

:c 
I-
oc 
0 
~ 
(/) 
_.J 
_.J 
uJ 

% 

\ 

\ 

3RD AVENUE P- i i 
0 5 10 

NEW DECORATIVE TRASH CAN. 
ADJUST LOCATION AS 
DIRECTED BY THE ENGINEER. 

) 

-- - - (ff'\~ ) 'rl~' 

PROTECT EXISTING 
TRAFFIC SIGNAL POLE 

EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING SIDEWALK, TYPICAL 

\ \ 
CURB RAMP NOTES; 

I \ 
1. 'f~RB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

I \ 
2. 1:,Al-jDINGS ARE 4. 1 ' X 4. 1' UNLESS 
OTHERWISE SHOWN. 

\ \ 

MARKED OR INTENDED CROSSING LOCATION 

r:) ~-> ;:.j SIDEWALK 

~ TURNING SPACE 

I•:•:•:•:•:•:•:•:•:•:i TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX ... SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=6" TYP. 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR/I#" STATION 

1 D17+76.49 R20.97 

2 D17+80.48 R20.95 

3 D17+84.58 R21.74 

4 D17+89.2S R24.81 

5 D17+89.25 R24.61 

6 D17+91.71 R28.41 

7 D17+92.58 R32.50 

8 D17+92.59 R36.97 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.66 

CORNER POSITION: 3 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AA_M!----------

GUTTER ELEVATION 

208.95 

209.04 

208.98 

208.76 

208.76 

209.03 

209.11 

209.02 
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1J 
v· I\ 0 5 \ 
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\ 

--LOCATE NEW TRASH CAN AS 
DIRECTED BY THE ENGINEER 

6" WIDE VARIABLE. HEIGHT CURB ----- -

INSTALL NEW 

/ STIIIANG. TYPICAL 

3RO AVENUE 

i 
10 

MARKED OR INTENDED CROSSING LOCATION 

P-· .• : . : ~- 1 
: .. : ' ....... _ 11111~· : SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

~ SURFACE 1.5% MAX 

~ SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS • 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT • 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E•6" TYP. 

"CRff" 

COUNT£RSLOPE ----

CURB DETAIL 
(NOT TO SCAL£) 

LOCATION "CRIIII" STATION 

1 D18+34.56 R32.98 

2 D18+34.77 R31.50 

3 D1B+36.21 R27.40 

4 D1B+38.15 R24.7B 

s D18+38.95 R24.03 

6 D18+41.68 R22.25 

7 D18+45.78 R21.07 

8 D18+50.78 R20.98 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.66 

CORNER POSITION: 4 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AAMP __ _ -------

GUTIER ELEVATION 

209.05 

209.06 

209.08 

209.10 

209.10 

209.08 

209.06 

209.05 

15 5i2 
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lo.I~ -;;;,. 
~N ~. 
o• ca I 

~ 

~ e,..,. ~...,. 
~~ ~1 ~ ~ ~c t~ ~~ 
~~ ~~ 
~ t,j ~~ 
~ ~ ~~ 

~~ 
Q 
~~ 

Q~ ~~ 
~ ~ ~~ 
~ ts ~e ~ ~ ~~ ~ 

r,_;i ~ ~ 
~~ 
~ 

t t u~ 
~~ ·~ ~ 
-A~ 
~~ 

~ 
r,_;i 

EXPIRATION DATE: 12/31/2017 

SHEET NO. 131 OF 192 

PROJECT NO:ST-15-O3-B 

FILE: BASE.DWG 



ai= z 
00 
I.I. -... 
QU 
Ill ::::, 
> ai= 
0 la= en 
A, z 
A, 0 ccu 

--
EXTEND LIMITS TO NEXT 
CONCRETE JOINT OR AS 

NEEDED TO MAINTAIN 
ACCESSIBLE TRANSITION 
TO EXISTING SIDEWALK, 

TYPICAL 

\ 

\ 
I 

4,H AVENUE 

PROTECT E~ISTING 
CATCH BASIN 

c, 

r• I i 
0 5 10 

I INST.W. NEW STAGGERED/ 
CONT~NENTAL CROSSWALK, TYPICAL 

,. 
CURB RAMP NOTES; 

\ 
1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE , SHOWN • • 
2. LANDINGS ARE 4. 1' X 4. 1' UNLESS 
OTHERWISE \SHOWN. 

&'.,,; -~-~ ~-;:.j 

MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE ~ 

f :•:•:•:•:•:•:•:•:•:, TRUNCATED DOME DETECTABLE WARNING SURF'ACE 

¢::J SURF'ACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER F'OOT. 
3. SEE STANDARD DRAWINGS F'OR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=6• TYP. 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR#(f" STATION 

1 D15+41.95 L.36.27 

2 D15+42.20 L.31.27 

3 D15+43.22 L27.30 

4 D15+44.62 L24.65 

5 D15+45.15 L23.80 

6 D15+46.88 L21.35 

7 D15+49.97 L18.66 

8 D15+54.73 L15.89 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.72 

CORNER POSITION: 1 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

RA"'P ------------

GUTTER ELEVATION 

209.52 

209.62 

209.65 

209.68 

209.69 

209.71 

209.74 

209.73 

...... 
00 

•• N N ....... ~ 
!:i ~ .('! I 
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4TH AVENUE 

PROTECT EXISTING 
CATCH BASIN 

RAMP 1 

l 

- - . ! 

I 
I 

CURB RAMP NOTES; 
I 

1. CURB RAM~S ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

I 
i. LANDINGS ARE 4. 1 • X 4.1' UNLESS 
OT~ERWl~E SHOWN. 

\'. 
\ 
Ii. 

\ 
\ 
\; 
i 

\, 

\ 

~ INSTALL NEW CROSSWA~ 

r• i i 
0 5 IO 

I 
--:~ ' 

INSTALL NEW STAGGERED 
CONTINENTAL CROSSWALK 

\ \ \ 
EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING SIDEWALK, TYPICAL 

I \ 
I' . . 

.., ' ,,.c. 

l •. \.·/ 

),\ 
' ..... , 

1-
(/) 

:c 
l
et=. 
0 
3 
j 
\.JJ 

r.-' ; :. : ~-I ; .. : ~ ......... _ ..... 

MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=s• TYP. 

"CRff" 

COUNTERSLOPE 

CURB 

-----

CURB DETAIL 
(NOT TO SCAI.E) 

LOCATION "CR/I/I" STATION 

1 D14+82.69 L19.83 

2 D14+87.26 L22.42 

3 D14+90.44 L25.02 

4 D14+92.32 L27.02 

5 D14+92.93 L27.81 

6 D14+94.46 L30.10 

7 D14+95.95 L33.92 

8 D14+96.43 L39.00 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.72 

CORNER POSITION: 2 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AAMP ____ _ 

-------

GUTTER ELEVATION 

209.54 

209.51 

209.49 

209.47 

209.47 

209.46 

209.44 

209.39 
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REMOVE AND REPLACE CATCH 
BASIN TOP PER RD366 

"'--INSTAU. STAGGERED 
CONTINENTAL CROSSWALK 

\ INSTALL NEW 
CROSS~ALK, TYPICAL~ 

\ 

4TH AVENUE P' i i 
0 5 10 

\ ----
1 I 

EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 

\ TRANSITIO\N T\ EXIST!~ SIDEWALK, TY\P\ICAL 

\:_ :_" 1~ \ ~ 
PROTECT EXISTl~G D!~J19N DRAIN. \, .• -r....,_,..\~ .!l 

\ 

CURB RAMP, HQJES; \ 
rv ' 

1. CURB RAMPS •. ARE 4.1' ,IDE UNLESS 
OTHERWISE SHO'Wt,{: \ 

2. LANDINGS ARE 4\,1' X, 4. t UNLESS 
OTHERWISE SHOWN. ) \ 

MARKED OR INTENDED CROSSING LOCATION 

~: ·.:: -~-> ;:.j SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

¢::J SURF'ACE 1.5% MAX 

.... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER f'OOT. 
3. SEE STANDARD DRAWINGS f'OR DETAILS NOT SHOWN. 

CURB LINE SIDEWALK 

CURB EXPOSURE 
E=&• TYP. 

"CRII" 

COUNTERSLOPE ---

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CRf(I" STATION 

1 D14+84.23 R16.26 

2 D14+89.48 R16.15 

3 D14+93.58 R16.17 

4 D14+98.83 R16.65 

5 Dl5+00.48 R19.79 

6 DI 5+00.59 R25.04 

7 D15+00.56 R29.14 

8 DI 5+00.54 R34.39 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.72 

CORNER POSITION: 3 

RAMP NUMBER: 1 AND 2 

RAMP ___ _ 

--------

GUTTER ELEVATION 

209.55 

209.52 

209.46 

209.38 

209.40 

209.44 

209.46 

209.48 
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I 
I 
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EXTEND LIMITS TO NEXT CONCRETE JOINT OR AS NEEDED TO 
WAINTMN ACCESSIBLE TRANSi i EXISTING SlltwAU(, TYaCAL 

\ 
\ ~ c,· 
tcv' 

INSTAU. STAGGERED 

CONTINEtlTAL CROSSWALK\ 

.....------------ IN_ST.....,ML \~tw =sswAU(\ ' 
CURB RAMP NOTES; \ 

1. CURB RAMPS ARE 4.1 ' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4. 1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

.. l-------11 
0 5 IO 

41H AVENUE 

~: ; .-. : ~-I ; .: ~ ......... " .. . 

MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

<::::=J SURFACE 1.5% MAX 

.... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=6• TYP. 

COUNTERSLOPE 

LOCATION 

1 

2 

3 

4 

5 

6 

7 

8 

CURB DETAIL 
(NOT TO SCW:) 

.. CR## .. STATION 

D15+42.15 R54.BS 

D15+42.10 R23.35 

D15+42.04 R25.25 

D15+42.05 R19.74 

D15+42.40 R16.96 

D15+47.25 R15.26 

D15+51.34 R15.17 

D15+56.85 R15.26 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OOIOO 

MP: 10.72 

CORNER POSITION: 4 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AAWP ___ _ 

--------

GUTTER ELEVATION 

209.60 

209.63 

209.66 

209.68 

209.73 

209.71 

209.69 

209.65 
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a. z 
D. 0 
CCu 

EXTEND LIMITS TO NEXT CONCRETE 
JOINT OR AS NEEDED TO MAINTAIN 

ACCESSIBLE TRANSITION TO 
EXISTING SIDEWALK, TYPICAL 

REMOVE AND REPLACE CATCH 
BASIN STOP PER RD366 

STH AVENUE 

\ 

\ 
\ 

\ 
\ 

\. 

\ 
\ 

\\ 

r· l-i 0 5 IO 

/ 1NSTAU. NEW CR1osswAUC 

CURB RAMP NOTES: 
\ 

1. CURB ~t,MPS ARE 4.1' WIDE UNLESS 
OTHERWIS~ SHOWN. 

~TH't~1;~ stt~N~· 1' X 4.1' UNLESS 
,.; 

MARKED OR INTENDED CROSSING LOCATION 

~: ·_._;. ~-~ ;_ ;:. I SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

<=:i SURFACE 1.5% MAX 

... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=&• TYP. 

"CR##" 

COUNTERS LOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR/I/I" STATION 

1 D12+56.63 L38.02 

2 D12+57.40 L32.78 

3 D12+59.02 L29.02 

4 D12+60.76 L26.57 

5 D12+61.36 L25.77 

6 D12+63.48 L23.65 

7 D12+66.73 L21.15 

8 D12+71.42 L19.09 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.77 

CORNER POSITION: 1 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AA.WP ___ _ --------

GUTTER ELEVATION 

210.35 

210.36 

210.39 

210.41 

210.41 

210.43 

210.45 

210.47 

II 
:::> .. 
:i: "' •• ~ I:! 

Cl) in .J • z .. 
0 
in 
> -N LIi •• 
o::Oi:;i:;1 

Za:a: I 
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5,H AVENUE 

REMOVE AND 
REPLACE CATCH 
BASIN TOP PER 

RD366 

RAMP 1 

\ 

~-~ -;;:. "'-!\ 
\ EXTEND UWTS i ~EXT l 

CONCRETE JOINT OR AS 
NEEDED TO MAINTAIN 

ACCESSIBLE TRANSITION TO 
EXISTING SIDEWALK, TYPICAL 

I 

CURB RAMP NOTES; I 

I \ 
I 
I 

1. CURB RAMPS ARE 4.1· WIDE u· ILEss 
OTHERWISE SHOWN. 7 

I 
2. LANDINGS ARE 4.1' X 4.1 ' UNLESS 
OTHERWISE SHOWN. I 

I 
I 

\ 
E=3.• 

INSTALL NEW 
CROSSWALKS, TYPICAL 

/ 

NEW siREET 
LIGHTING POLE 

,. 

r• I i 
0 5 10 

MARKED OR INTENDED CROSSING LOCATION 

~-·_:: ~-> ;:.j SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX .... SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=&• TYP. 

'"CR##" 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR##" STATION 

1 D12+00.04 L20.67 

2 D12+02.52 L21.03 

3 D12+06.62 L22.72 

4 D12+08.34 L24.42 

5 D12+08.94 L25.34 

6 D12+09.97 L27.84 

7 D12+10.55 L.31.94 

8 D15+10.55 L37.66 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.77 

CORNER POSITION: 2 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

RtjAP ------------

GUTIER ELEVATION 

210.22 

210.21 

210.19 

210.18 

210.18 

210.17 

210.16 

210.20 
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\ / 
INSTALL NEW CROSSWALKS, TYPICAL 

I 

I \ 
\ ( ) . 

EXTEND LIMITS TO NEXT CONCRETE JOINT OR AS NEEDED TO 
MAINTAIN ACCESSIBI.£, TRANSmON TO EXISTING ~EWAUC, 1Yl'ICAI. \. 

l 

\ 
I 

\ 
\ 

\ 

I 

\ 
i 

' 

51H AVENUE 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4. 1' UNLESS 
OTHERWISE SHOWN. 

10 

MARKED OR INTENDED CROSSING LOCATION 

t .: ; ~-~ _:_ ;:. j SIDEWALK 

~ TURNING SPACE 

l•:•:•:•:•:•:•:•:•:•:i TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER fOOT. 
3. SEE STANDARD DRAWINGS fOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=6" TYP. 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO sc:All) 

LOCATION "CR#/f' STATION 

1 D11+98.74 R21.15 

2 D11 +99.24 R21.17 

3 D12+03.34 R21.71 

4 D12+07.31 R24.21 

5 D12+07.99 R2-4.94 

6 D12+10.20 R29.08 

7 D12+10.63 R33.18 

8 D12+10.63 R33.68 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.77 

CORNER POSITION: 3 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

--- ~!!------

GUTTER ELEVATION 

210.17 

210.17 

210.24 

210.32 

210.34 

210.42 

210.48 

210.48 
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\ 
. ' ~ ~ 

EXTEND LIMITS TO NEXT CONCRETE JOINT OR AS NEEDED TO 
MAINTAIN ACCESSI\ TRANSITION TO EXISTING ~D<WAU<, TYPICAL 

\ 

· I l-~-~ ~ ..... r--:-e::::i~. ~-.-19' L: ()')" 
\!,I ,,, .. 

INSTALL STAGGERED 
CONTINENTAL CROSSWALK 

:;o 

~ 
-0 

4.Dl' .. 

\ 
REMOVE AND REPLACE CATCH 

BASIN TOP PER RD366 

CURB RAMP NOTES; 

1. CURB RAMPS ARE -4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE -4. 1 ' X -4. 1 ' UNLESS 
OTHERWISE SHOWN. 

\ 

INSTALL NEW_/ 
CROSSWALK 

\\ ~ ; : . : ~-I ... : ~ .......... . 

MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

\ 

\ 
l I 

\ I 

v· 0 IO 

TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

~ SURFACE 1.5% MAX 

.. SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

\ ---I - -~,::---
\l --
I ------ ~- ---------------------------~ 

5TH AVENUE 

CURB EXPOSURE 
E=6• TYP. 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCA1£) 

LOCATION "CRIIII" STATION 

1 D12+52.60 R3-4.-46 

2 D12+52.-46 R28.-46 

3 D12+52.-42 R2-4.36 

4 D12+52.98 R18.89 

5 D12+53.85 R17.-46 

6 D12+58.60 R15.2-4 

7 D12+62.70 R15.30 

8 D12+67.95 R15.-40 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.77 

CORNER POSITION: 4 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AA.WP ------------

GUTIER ELEVATION 

210.-4-4 

210.36 

210.3-4 

210.37 

210.-40 

210.51 

210.53 

210.-45 
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I 

\ 
\ 
\ 

\ 
EXTEND LIMITS TO NEXT 
CONCRETE JOINT OR AS 

NEEDED TO MAINTAIN 
ACCESSIBLE TRANSITION TO 

EXISTING SIDEWALK, TYPICAL 

I \ 

PROTECT EXISTING_/ 
CATCH BASIN 

Gl"H AVENUE 

EXISTING STOP BAR FOR FIRE SIGNAL 

TO OE REMOYED wmt SIGNAL\ 

PROTECT EXISTING / CATCH BASIN 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

MARKED OR INTENDED CROSSING LOCATION 

~:·_:;~->;:.I SIDEWALK 

~ TURNING SPACE 

I•:•:•:•:•:•:•:•:•:•:i TRUNCATED DOME DETECTABLE WARNING SURFACE 

-¢::J SURFACE 1.5% MAX 

... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER F'OOT. 
3. SEE STANDARD DRAWINGS F'OR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=&• TYP. 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCW:) 

LOCATION "CR##" STATION 

1 D9+67.32 L28.88 

2 D9+68.63 L25.61 

3 D9+71.58 L22.76 

4 D9+74.78 L21.51 

5 

6 

7 

B 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.83 

CORNER POSITION: 1 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

RAMP __ _ 
--------

GUTIER ELEVATION 

209.70 

209.83 

209.86 

209.73 

...... 
00 

•• N N 
i.J';j;-~ 
~~~· Q ~ Cl> I 
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PROTECT EXISTING 

6,H AVENUE 

/ ~HR 

PROTECT EXISTING CA~-~ 

--

\\ 
CURB RAMP NOTES; 

11 

~ 
\ I 

\ 

.1 •. CURB. RAMPS ARE 4.1' WIDE UNLESS 
OTHERWiSE SHOWN. 

\ \ 
2. LANDINGS ARE 4.1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

\ \ 

\ 

\ 

PROTECT EXISTING / CATCH BASIN 

Oh 

\ 

r• i 0 10 

REMOVE EXISTING FIRE SIGNAL POLE AND MAST 

\ 
\ 

ARM. DEMOLISH FOOTING WITHIN 12• OF SURFACE. 

\ ' 
'\ \ 'i((, I ' / I ~ .. 

EXTEND LIMITS TO NEXT CONCRETE JOINT OR 
AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING SIDEWALK, TYPICAL I I I 

MARKED OR INTENDED CROSSING LOCATION 

t",:;_~-> ;:.j SIDEWALK 

™ TURNING SPACE 

r:•:•:•:•:•:•:•:•:•:, TRUNCATED DOME DETECTABLE WARNING SURF'ACE 

~ SURF'ACE 1.5% MAX 

~ SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER F'OOT. 
3. SEE STANDARD DRAWINGS F'OR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=6• TYP. 

COUNTERSLOPE 

CURB 

---

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR##" STATION 

1 D9+17.33 L22.00 

2 D9+19.58 L23.20 

3 D9+22.47 L26.11 

4 D9+23.63 L38.30 

5 

6 

7 

B 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.83 

CORNER POSITION: 2 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

AAM_!: _____ _ 
----

GUTIER ELEVATION 

209.80 

209.92 

209.89 

209.86 
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\ 
CURB RAMP HPTES; 

1. CURB RAMPS 0:ARE 4. 1' WIDE UNLESS 
OTHERWISE SH01N. 

2. LANDINGS ARE 4.1' X 4. 1' UNLESS 
OTHERWISE SHOWN. 

\ 

I 
\ 

REMOVE AND REPLACE 
CATCH BASIN PER ~D366 

\ 

\ 

\ 

REMOVE EXISTING FIRE TR:AfflC 
SIGNAL POLE AND MAST ARM. 

DEMOLISH TOP 12• OF FOOTING. 

REMOVE TRAFFIC 
SIGNAL Jl!NCTION BOX 

\ 

61H AVENUE 

REMOVE AND REPLACE CATCH 

/ ""IN TOP PER RD366 

@ 

J 
.,1, 

, ..... 

r EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING SIDEWALK, TYPICAL 

I 

I 

\ 
\ 
\ 

MARKED OR INTENDED CROSSING LOCATION 

L; -~-~ ~-;:.j SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX ... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=&• TYP. 

COUNTERSLOPE ----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "'CR##"' STATION 

1 D9+15.92 R21.57 

2 D9+20.68 R24.36 

3 D9+23.10 R27 .67 

4 D9+24.37 R32.07 

5 

6 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.83 

CORNER POSITION: 3 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

AAWP ___ _ 
--------

GUTTER ELEVATION 

209.80 

209.81 

209.97 

209.86 
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EXTEND LIMITS TO NEXT CONCRETE JOINT OR AS NEEDED TO 
MAINTAIN ACCESSIBLE TRANSITION TO EXISTING SIDEWALK, TYPICAL 

REMOVE STOP BAR WITH REMOVAL 

/~,~-~~ 

:;o 
)> 
~ 
-0 

tv 

I .., "" / \ 
1 

\ 

===~/ CATCH BASIN'' 

\ 
CURB RAMP NOTES; 

\ 
1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHEfMISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

\ 
\ 
I 

~ 
\ 

'~ 
0 

' 
' 

10 

---

\_-==-
CATCH BASIN 

EXISTING STOP BAR TO \MAIM~ 

GTH AVENUE 
I 

MARKED OR INTENDED CROSSING LOCATION 

r' ; :. : •' 1 
; .: ~ ..... ,._ N •• SIDEWALK 

™ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

<¢:::J SURFACE 1.5% MAX 

._ SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=&• TYP. 

COUNTERSLOPE 

CURB 

---

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR##" STATION 

1 D9+67.48 R28.88 

2 D9+69.30 R25.97 

3 09+ 72.42 R23.30 

4 D9+75.45 R21.88 

5 

6 

7 

B 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.83 

CORNER POSITION: 4 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

AAMP ___ _ 

--------

GUTIER ELEVATION 

209.91 

209.93 

209.88 

209.65 

"' -
ii :::, >< 
:z: e :;.: fll 

• I m .J UI 

-N 

... ... 
;; I •• N 

~~ ""' ..... ~. 
c• a, I 
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---

\ 
EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 

TRANS RION TO V. SIDEWAU<, TYPI""'; 

\ I \ 
\ I \ 
\ I \ 
\ I \ 
\ I \ 
\ I \ 
\/ \ 

\ 
\ 
\ 
\ 

REMOVE AND REPLACE CURB 
INLET TOP PER RD366 

'i 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

I 
I 
I 

I 

' 
\ 

OltO 

I 
j 

I 
I 

IN~A~ N~ ~~)ED j 
CONTINENTAL CROSSWf LK 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

CURB RA¥P NOTES; 

1. CURB !AMPS ARE 4.1' WIDE UNLESS 
OTHERWIS,;. SHOWN. 

2. LANDINl S ARE 4.1' X 4.1' UNLESS 
OTHERWISit SHOWN. 

I 
I 

I 

•·.:~ .... ~--~· r ; .-· : ~-1 

MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE ~ 

I·:·:·:·:·:·:·:·:·:·:i 

~ ... 
TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=6" TYP. 

COUNTERSLOPE 

CURB 

CURB DETAIL 
(NOT TO SCAU:) 

LOCATION "CR/I/I" STATION 

1 D6+78.80 L34.68 

2 D6+79.51 L29.23 

3 06+81.04 L25.42 

4 D6+84.30 L21.01 

5 D6+86.32 L 19.23 

6 D6+91.32 L16.51 

7 D6+95.30 L 15.54 

8 D7+00.99 L15.64 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.91 

CORNER POSITION: 1 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AA\.IP ------------

GUTTER ELEVATION 

210.87 

210.72 

210.74 

210.81 

210.87 

210.93 

210.94 

210.88 
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PROTECT EXISTING 

sro,~• ~ 
\ 

?l\-\ AVENUE 

?\., ~---

PROTECT EXISTING 

CATCH BASIN~ 

--

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

\ 

\ 
\ 

PROTECT EXISTING CATCH BASIN 

EXTEND LIMITS TO NEXT CONCRETE JOINT OR 
AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING SIDEWALK, TYPICAL 

I 

10 

; •• : ~ _ .... ". e -· 
~ ; : . ·. ~-1 

MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE ~ 

I·:·:·:·:·:·:·:·:·:·:i 
¢::I 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX .. SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=&• TYP. 

CURB 

COUNTERSLOPE - -.t=:======~=__:y_ -------

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR##" STATION 

1 D6+28.32 L21.32 

2 D6+31.81 L22.57 

3 D6+34.75 L25.43 

4 D6+36.43 L28.71 

5 

6 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 031 00100 

MP: 10.91 

CORNER POSITION: 2 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

GUTTER ELEVATION 

210.66 

210.92 

210.95 

210.65 
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CURB RAMP NOTES; 

1. CURB RAMPS ARE -4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE -4. 1 ' X -4.1 ' UNLESS 
OTHERWISE SHOWN. 

PROTECT EXISTING CATCH BASIN 

\ 

~ .. I 
0 5 -

7TH AVENUE 

--
\ 

\ \ 

\ \ 
EXTEND LIMITS TO NEXT CONCRETE JOINT OR 
AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING SIDEWALK, TYPICAL I . 

\ 
\ 

I 
i ~ 
IOI 

MARKED OR INTENDED CROSSING LOCATION 

r · · _. · : ·· I =-:~_ ........ ~- ~ SIDEWALK 

~ TURNING SPACE 

I·:·:·:·:·:·:·:·:·:·:i TRUNCATED DOME DETECTABLE WARNING SURFACE 

¢=i SURFACE 1.5% MAX ... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=s• TYP. 

COUNTERSLOPE 

CURB 

CURB DETAIL 
(NOT TO SCALE) 

LOCATION •cR/1/f' STATION 

1 D6+28.28 R21.-49 

2 D6+32.03 R23.39 

3 D6+3"'.8-' R26.39 

4 D6+36.-'9 R30.25 

5 

6 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.91 

CORNER POSITION: 3 

RAMP NUMBER: 1 

CURB LINE SIDEWALi( 

AA\AP ------------

GUTTER ELEVATION 

210.67 

210.83 

210.81 

210.62 

;I i 
::::, 11:i 

V),;:. ~ l:l 
z m .J ..; 

0 
in 
> -.. 161 •• 

;;1 ci::0 
z 
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DO ~s ~ 0 
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100 

\. \ . / !-_,i,\ 
EXTEND LIMITS TO NEXT CONCRETE JOINT OR AS NEEDED TO., 

MAINTAIN ACCESSIBLE TRANSITION TO EXISTING SIDEWALK_!. TYPICAL: 

I-
(f) 

:i: 
I-
0::. 
0 
3: 
(f) 
-1 
-1 
w 

INSTALL STAGGERED 
CONTINENTAL CROSSWALK 

@ 
\ 
\ 

' @) 
::;o 
)> 
~ 
"ti 

N 

© 
\ 

6' 

...... ; 7.5" 

. -:-:<-:-:-\ 

\ 

) 

\ 
\._._p 
~ 

\f ~ 

,I, 

I '?'I, 
~~-

I 

\ ~ 

~ 
REMOVE AND REPLACE CATCH 

BASIN TOP PER RD366 
I 

\ 
PROTECT EXISTING STOP BAR 

\ 

_. i 
0 10 

\ 

---

7TH AVENUE 

MARKED OR INTENDED CROSSING LOCATION 

fr"_:;-~-~_:_ ::. j SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=6M TYP. 

COUNTERSLOPE 

LOCATION 

1 

2 

3 

4 

5 

6 

7 

8 

CURB DETAIL 
(NOT TO SCALE) 

,.CRIJIJ,. STATION 

D6+78.70 R36.86 

D6+78.69 R31.36 

D6+ 78.69 R27 .26 

D7+78.68 R21.76 

D6+85.37 R15.25 

D6+90.87 R15.31 

D6+94.97 R15.36 

D7+00.47 R15.42 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.91 

CORNER POSITION: 4 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

RA_M!----------

GUTIER ELEVATION 

211.14 

210.97 

211.03 

211.00 

211.07 

211.01 

210.99 

210.98 
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\ 

\ 
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\ 
\ 

\ 

EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 

-gn~ \ D~1 ·--nP-

--

BiH AVENUE 

\ 
1\ 

.- 1------------'i 
0 5 10 

5• WIDE VARIABLE 
HEIG_HT CURB 

~ 
\ 

\ 

CURB RAMP NOTES; 
o,S 

1 ~",.C.U,~j RAMPS'""ARE 4.1 f\·• WIDE UNLESS 
·oTHERWISE SHOWN. 

2. LANDINGS ARE 4. 1' X 4. 1' UNLESS 
OTHERWISE SHOWN. "' 

;.:~ ........ --~~ r ; .-· : ~-·1 

MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE ~ 

I·:·:·:·:·:·:·:·:·:·:i 
<;:::J 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX .. SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS fOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=&• TYP. 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR##" STATION 

1 D3+97.15 L38.95 

2 D3+97.17 l31.95 

3 D3+98.12 L27.0S 

4 D3+99.68 L24.70 

5 D4+00.46 L23.92 

6 D4+02.79 L22.35 

7 D4+06.89 L21.1 S 

8 D4+07.39 L21.11 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.94 

CORNER POSITION: 1 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

iv.MP ___ _ 

--------

GUTTER ELEVATION 

212.46 

212.41 

212.38 

212.36 

212.35 

212.33 

212.29 

212.29 

0 
iii 
> -N 
LI.I •• 
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SiH AVENUE 

X 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

PROTECT EXISTING 
CONCRETE WALL~ 

~ I I 
{ ~ 5 10 -- --.;--

- c;,6 -

1 

/ PROTECT EXISTING STOP BAR 

MARKED OR INTENDED CROSSING LOCATION 

r·.;;_~-~ :_ ;:.1 SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=6• TYP. 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR#fl" STATION 

1 D3+54.26 L32.60 

2 D3+54.31 L32.10 

3 D3+55.70 L27.09 

4 D3+60.01 L22.52 

5 D3+79.32 L23.08 

6 D3+82.63 L26.97 

7 D3+83.78 L26.97 

8 D3+83.79 L32.47 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.94 

CORNER POSITION: 1 A 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

RAMP ___ _ 
-------

GUTIER ELEVATION 

212.46 

212.46 

212.37 

212.31 

212.39 

212.45 

212.53 

212.53 
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\ \ \.7 
EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 

TRANSITION TO EXISTING SIDEWALK, TYPICAi. 

\ \ 
\ \ 

\ \ 

\ 
\ 

I 
I 

EXISTING STRIPING\>TO -··=r\ 

p- I 
0 5 

BTH AVENUE 

CURB RAMP Ho:IES; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2 . LANDINGS ARE 4.1 ' X 4.1' UNLESS 
OTHERWISE SHOWN. 

... : ~ ..... ~. .. .. ~ . _. .. • · I 

MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE 

l•:•:•:•:•:•:•:•:•:•:f TRUNCATED DOME DETECTABLE WARNING SURFACE 

<:=J SURFACE 1.5% MAX 

~ SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=&• TYP. 

CURB 

COUNTERSLOPE ----

CURB DETAIL 
(NOT TO SCA!£) 

LOCATION "CRIJIJ" STATION 

1 D3+25.14 L18.81 

2 D3+30.07 L17.68 

3 D3+34.05 L18.66 

4 D3+38 .38 L21.35 

5 D3+39.97 L23.64 

6 D3+41.00 L27.51 

7 D3+41.24 L31.61 

8 D3+41.23 L35.61 

DESIGN EXCEPTION CONTROL: 

LRM: 031 00100 

MP: 10.94 

CORNER POSITION: 2 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

RAMP ___ _ 
------

GUTTER ELEVATION 

212.64 

212.53 

212.55 

212 .54 

212.53 

212.51 

212.52 

212.54 

...... 
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CURB RAMP NOTES; 
\ 

1. CURB RAMPS ARE 4.1 ' WIDE UNLESS 
OTHERWISE SHOWNl 

2. LANDINGS ARE 4. 1' X 4. 1' UNLESS 
OTHERWISE SHOWN.\ 

EXISTING STRIPING TO 

REMAIN,TYPICAI.~ 

[· 1-1 
0 5 10 

BTH AVENUE 

ADJUST TRAFFIC SIGNAL 
JUNCTION BOX TO FINISH GRADE 

( ' 
I 

\ \ 
\""<t.,J \ 

\ \ \ 
I \ 

\ \ 
\ I \ 

\ \ \ 

\ \ 
\ 

\ 

\ 
\ 

I 
\ 

\ 
\ 
\ 
\ 

MARKED OR INTENDED CROSSING LOCATION 

•. . : ~ .••• ... N •. 
~-. ; : . : ~-1 SIDEWALK 

TURNING SPACE ™ 
I·:·:·:·:·:·:·:·:·:·:t TRUNCATED DOME DETECTABLE WARNING SURFACE 

¢::J SURFACE 1.5% MAX .... SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER F'OOT. 
3. SEE STANDARD DRAWINGS F'OR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=6• TYP. 

CURB 

COUNTERSLOP£ (41' MAX.) - ""1=:=====~~~¥- -------

LOCATION 

1 

2 

3 

4 

5 

6 

7 

8 

CURB DETAIL 
(NOT TO SCALE) 

.. CR#//" STATION 

D3+29.60 R22.37 

D3+33.31 R21.21 

D3+-41.39 R31.90 

D3+41.36 R38.90 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.94 

CORNER POSITION: 3 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

R,1.MP ___ _ 

-----

GUTIER ELEVATION 

212.59 

212.57 

212.68 

212.70 
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\ 
CURB RAMP NQTES; 

fl. 
1. CURB RAWPS ARE 4.1' WIDE UNLESS 
OTHERWISE SH~WN. 

2. LANDINGS ARE 4. 1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

\ 

' i / 
EXiSTIN!, STRIPING TO ______,,,/ 

\ REWAIN, TYPICAL 

\ 

I 
I 

81H AVENUE 

0 

5• WIDE VARIABLE HEIGHT CURB 
I 

i i 
5 10 
__.--~ 

--

f".:; ~-~ ;_ ;:.I 
~ 

MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=&• TYP. 

"CR##" 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCAU:) 

LOCATION "CR/I/I" STATION 

1 D3+54.75 R32.02 

2 D3+54.80 R31.51 

3 D3+56.28 R26.52 

4 D3+59.23 R22.89 

5 D3+ 77 .89 R22.05 

6 D3+82.24 R26.48 

7 D3+83.90 R31.47 

8 D3+83.95 R31.97 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.94 

CORNER POSITION: 3A 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

Rt,liAP __ _ ---------

GUTTER ELEVATION 

212.76 

212.76 

212.83 

212.49 

212.26 

212.29 

212.38 

212.38 
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' \ \ ~ \ 
EXTEND Ut.flTS TO NEXT CONCRaE JOINT OR 

AS NEEDED TO t.fAINTAIN ACCESSIBLE 

ll!ANSlllON TO El01\NG SIDEWAU<. TYPICAL 

VARIABLE HEIGHT CURB 
\ 

@\'\ 
0 1 
1l 
~ 

-0 

,-) 

@ 

\ 

1 
® 

CURB RAMP NOTES: 

~TJ~':s~A~=~w~~E 4.1' WIDE ... UNLESS 

\ 
2. LANDINGS ARE 4.1 ' X 4.1 ' UNLESS 
OTHERWISE SHOWN. ' 

~ _/ 
\ ' 

EXISTl~G ST;RIPING TO 
Rtt.fAINr TYPICAL 

\ 

'pa I I \o s 10 

BiH AVENUE 

MARKED OR INTENDED CROSSING LOCATION 

L; -~-~ _:_ ;:.j SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

<=:J SURFACE 1.5% MAX 

.... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=&• TYP. 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR#/1" STATION 

1 D3+97.31 R38.83 

2 D3+97.26 R31.83 

3 D3+98.07 R27.02 

4 D3+99.59 R24.54 

5 D4+00.34 R23.73 

6 D4+02.72 R22.04 

7 D4+06.82 R20.96 

8 D4+07 .32 R20.95 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 10.94 

CORNER POSITION: 4 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AAMP ___ _ 

--------

GUTTER ELEVATION 
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EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 

TRANSITION TO EXISTING SIDEWALK, TYPICAL 

PROTECT EXISTING 
TRAF'flC SIGNAL POLE 

--l -------------

\\~. 
\ii 

\1 
I\\ 

I 
\ 
I 
\ 
\ 
\ 

--

EXISTING STRIPING TO 

J 

REMAIN, TYPICAL ~ 

9TH AVENUE 

t . ..__ 
\ ..__ 
I \ 
I \ 
\ \ 

'. \ 
I \ 
\ . J j: .. -·--

f' 

lx:::n~R~ :--"-T-r--.W, ci> 

REMOVE AND REPLACE CATCH 
BASIN TOP PER RD366 

I_ 

1-
(/) 

:c 
l
o::: 
0 
3 
~ 
...J 
Lu 

rcuRB RAMP NOTES; 
I 
1
1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 
'I: 

2. LANDINGS ARE 4.1' X 4.1' UNLESS 
QTHERWISE SHOWN. 

MARKED OR INTENDED CROSSING LOCATION 

~<). ~.~ ,:. ;:.j SIDEWALK 

™ TURNING SPACE 

I•:•:•:•:•:•:•:•:•:•:i TRUNCATED DOME DETECTABLE WARNING SURFACE 

¢::::l SURFACE 1.5% MAX 

-4-i SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT • 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=6" TYP. 

"CRf#" 

COUNTERSLOPE 

LOCATION 

1 

2 

3 

4 

5 

6 

7 

B 

CURB DETAIL 
(NOT TO SCALE) 

"CR/I#" STATION 

D1 +04.03 L33.43 

D1+04.07 L27.43 

D1 +05.36 L23.52 

D1+07.20 L20.74 

D1+08.04 L19.82 

D1+10.84 L17.93 

D1+14.90 L17.22 

D1+20.26 L18.85 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 11.01 

CORNER POSITION: 1 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

RAMP ___ _ 

-------

GUTIER ELEVATION 
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EXISTING STRIPING TO 
REMAIN, TYPICAL 

REMOVE AND REPLACE CATCH 
BASIN TOP PER RD366 

PROTECT EXISTING TRAFFIC SIGNAL POLE 

@ 

\ i\ j 
I} \ 

EXTEND LIMITS TO NEXT CONCRETE JOINT OR AS N~EDED TO 
MAINTAIN ACCESSIBLE TRANSmON TO EXIST*G SIDEWALK, f P~ 

l 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4. 1 ' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1 ' X 4.1 ' UNLESS 
OTHERWISE SHOWN. 

I 
\\ 
\ 

\ 
I 

i\ 

~ ~-I i 
0 5 10 

REMOVE AND REPLACE CATCH 
BASIN TOP PER RD366 

1-
(/) 

:c 
l
o:: 
0 
3 
~ 
..J 
uJ 

MARKED OR INTENDED CROSSING LOCATION 

[".:;~->;:.I SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

<=i SURFACE 1.5% MAX .. SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
Ea:6" TYP. 

"CRff" 

COUNTERSLOPE 

CURB DETAIL 
(NOT TO SCALE) 

LOCATION .. CR## .. STATION 

1 D0+51.17 L20.98 

2 D0+57 .64 L23.04 

3 D0+60.43 L26.06 

-4 D0+62.18 L32.36 

5 

6 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 11.01 

CORNER POSITION: 2 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

AA"P ----------

GUTTER ELEVATION 

211.94 

212.13 

212.19 

212.08 

;I i 
:::> .. 
:c "' 

V).;:. 
u ... 
"'u 

:zm .J ,; 

0 
iii 
> -N L,J •• 

i::ii::i a,::O z "'"' .. .. 
0 

•• N ! L,J .. 

~N ~· c• a, I 
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cuRJ RAMP NOTES; 
tl 

1. CURB RAMPS ARE 4. 1' WIDE UNLESS 
OTHE~WISE SHOWN. 

~rHitR'Wi~isst~~/-1' x 4.1' UNLESS 

\ 

1 
CROSSWALK 

CLOSED 

\ 

INSTALL 24•x1s· CROSSWALK CLOSED SIGNS 
(OR22-7) ON BOTH SIDES or MULTIPLE MAILBOX 
SUPPORT. SEE ODOT STANDARD DRAWING RD100. 

{ 

EXIST\ ING STRIPING TO \ 
REMAIN, TYPICAL~ 

® 

" EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 

TRANSITION TO EXISTING SIDEWALK, TYPICAL 

\ 

p- i 
0 10 

9TH AVENUE 

\ 
-~ -----... ...... J _ I 

\ 
REMOVE EXISTIJ, 
CROSSWALK CLOSED 
SIGN AND POST 

---_ __.-~ ---_.,,...,..---
/ ---;;:/" ----- --

' _\ 
PROTECT EXISTING 
TRAFFIC SIGNAL POLE , 

--,f ' 'e': ·-l-
' r-

, 
ADJUST EXISTING TRAFFIC SIGNAL 
JUNCTION BOX TO FINISH GRADE 

\\ \ 
\ I 

\ \ \ 
\ 

I \ 

\\ 
\ I 

\ 
I 
I 
I 
I 
\ 

MARKED OR INTENDED CROSSING LOCATION 

t) ~-~ .:_ ;:.j SIDEWALK 

™ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

<=:J SURFACE 1.5% MAX 

.... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E:6• TYP. 

"CRf#" 

COUNTERSLOPE 

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR##" STATION 

1 D0+47.38 R21.13 

2 D0+52.87 R21.45 

3 D0+56.97 R23.29 

4 D0+61.69 R30.06 

5 

6 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 11.01 

CORNER POSITION: 3 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

RAt.\P ----------

GUTTER ELEVATION 

212.15 

212.13 

212.12 

212.08 

........ 
00 

•• N N i..i.,-;;;-
1- N N I 

~~-;;;-. 
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A. z 
D. 0 ccu 

·~ \ 
EXTEND LIMITS TO NEXT 
CONCRETE JOINT OR AS 

NEEDED TO MAINTAIN 
ACCESSIBLE TRANSITION TO 

EXISTING SIDEWALK, TYPICAL 
•. I 

L-

EXISTING STRIPING TO 
REMAIN, TYPICAL 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

\ 

- -

PROTECT PEDESTRIAN 
SIGNAL POLE 

[· 1- 1 
0 5 10 

i
--\ --

INSTALL 24•x1s· CROSSWALK CLOSED 
SIGNS (OR22-7) ON BOTH SIDES OF 

MULTIPLE MAILBOX SUPPORT. SEE 
ODOT STANDARD DRAWING RD100. 

-=t-

1 
CROSSWALK 

CLOSED 

I 

REMOVE EXISTING 

CROSSWALK\ CLOSED SIGNS 

g,H AVENUE 

~<).~.> ;J 

™ 
f :•:•:•:•:•:•:•:•:•:i 

MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

¢::::I SURFACE 1.5% MAX 

.... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=6" TYP. 

"CR##" 

COUNTERSLOPE 

LOCATION 

1 

2 

3 

4 

5 

6 

7 

8 

. 

CURB DETAIL 
(NOT TO SCALE) 

,.CR:/11/,. STATION 

D1+15.75 R44.67 

D1 +21.37 R38.99 

D1 +24.47 R36.30 

D1 +30.22 R32.03 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 11.01 

CORNER POSITION: 4 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

AA.aP ------------

GUTIER ELEVATION 

212.24 

212.20 

212.18 

212.15 

0 
iii 
> - N 

~o~~ 
z"'"' 
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CURB RAMP NOTES; 

1. CURB RAMPS ARE 4. 1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4. 1' X 4. 1 ' UNLESS 
OTHERWISE SHOWN. 

\\ 
PROTECT EXISTING 

LANDSCAPE RETAINING WALL 

\ \ 
I 

EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 

TRANSITION TO EXISTING SIDEWALK. 
CONSTRUCT A BLENDED TRANSITION. 

-\\ 
/ \11 

' 

\ 

\ 
CONSiTRUCT s• coi•~-

1ST AVENUE U<SfAJ.J.NEW_/ 
CROSSWALK, TYPICAL 

\ 
\ 

\ 
\ 
I 

\ 
I 

I 

\ 
1-
(/) 

z 
0 
~ 

MARKED OR INTENDED CROSSING LOCATION 

... : ~ ......... _ .... ~ ; .-. : ~-I SIDEWALK 

TURNING SPACE ~ 

I·:·:·:·:·:·:·:·:·:·:i TRUNCATED DOME DETECTABLE WARNING SURFACE 

<'.:=J SURFACE 1.5% MAX 

~ SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER F"OOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR/I/I" STATION 

1 E24+17.40 LS0.15 

2 E24+19.58 L44.18 

3 E24+27.80 L34.64 

4 

5 

6 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.58 

CORNER POSITION: 1 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

---~!.!------

GUTTER ELEVATION 

207.32 

207.56 

207.74 

Ii ::, ,. 
:,c"' •• &l l:l 

Cl) fii .J • z u 
0 
iii 
> - N ~o z:;z:; 

%11<11< 

...... 
00 

•• N N ..... ii'~ !c ~. 
C ._ o, I 
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\ 

1S1 AVENUE 

I 

EXTEND LIMITS TO NEXT 
CONCRETE JOINT OR AS 

NEEDED TO MAINTAIN 
ACCESSIBLE TRANSITION TO 

EXISTING SIDEWALK, TYPICAL 

------
CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4. 1' X 4. 1 ' UNLESS 
OTHERWISE SHOWN. 

I 

\ 
\ 
:\ 
I 

( 

~ 
\ 

--I 
0 5 

, I \ 
REMOVE AND REPLACE CATCH 
BASIN TOP. SEE RD366. (2) 
TYPICAL THIS SHEET. 

INSTALL NEW 
CROSSWALKS,'\ 

TYPICAL 

1-
(/) 

z 
0 

~ 

\ 
l 

10 

MARKED OR INTENDED CROSSING LOCATION 

L: ~-> ::.I SIDEWALK 

~ TURNING SPACE 

f :•:•:•:•:•:•:•:•:•:i TRUNCATED DOME DETECTABLE WARNING SURFACE 

¢=:l SURFACE 1.5% MAX .. SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

"CR#f .. 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCW:) 

LOCATION "CR##" STATION 

1 E23+58.04 L20.92 

2 E23+64.19 L21.07 

3 E23+68.29 L22.54 

4 E23+71.07 L24.75 

5 E23+71.73 L25.52 

6 E23+ 73.57 L28.85 

7 E23+74.28 L32.98 

B E23+ 7 4.30 L37 .24 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.58 

CORNER POSITION: 2 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

RAMP ____ _ 

-------

GUTTER ELEVATION 

207.00 

207.07 

207.04 

206.89 

206.93 

207.01 

207.05 

207.01 

Ii 
::, " :,: "' 

v,> 
u ... 
Ill u 

zm .J c.i 
0 
in 
> -N L&I •• 
a,::O ;; z 

.. .. 
0 0 ~s 

I- N 
~ 
0 

~ ~ ~. 
o, I 
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INSTALL NEW 
CROSSWALK, TYPICAL 

1-
lf') 

z 
0 
~ 

\ 

-

P' i 
0 10 

151 AVENUE 

PROTECT EXISTING 
PEDESTRIAN SIGNAL 

~ 6" WIDE VARWI.E HEIGHT CURB L ~ PROTECTED BY POWER POLE AND 
TRAFFIC SIGNAL EQUIPMENT 

EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING SIDEWALK, TYPICAL 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4. 1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

MARKED OR INTENDED CROSSING LOCATION 

~:·.::.~~:_;:.I SIDEWALK 

~ TURNING SPACE 

I•:•:•:•:•:•:•:•:•:•:1 TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?" 

"CR#f" 

COUNTERSLOPE ----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR#/r STATION 

1 E23+63.24 R21.44 

2 E23+67 .32 R23.06 

3 E23+69.95 R25.04 

4 E23+70.70 R25.80 

5 E23+ 72.56 R28.36 

6 E23+ 7 4.16 R32.46 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 03100D00 

MP: 10.58 

CORNER POSITION: 3 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

Rt.WP ___ _ 

--------

GUTTER ELEVATION 

206.B2 

206.88 

206.92 

206.94 

206.98 

207.04 
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'·, l ·, 

.- i i 
0 5 10 

NOTE: THIS CORNER IS PART OF A NEAR-TERM ALBANY TRANSPORTATION SYSTEM 
PLAN PROJECT TO MODIFY THE EAST LEG OF THIS INTERSECTION TO ADD DUAL 
RIGHT TURN LANES. THE PRELIMINARY DEIGN WILL REQUIRE THAT THE ENTIRE 
NORTHEAST CURB RETURN BE REMOVED AND REPLACE APPROXIMATELY -4 FEET TO 
THE NORTH. THE CITY INTENDS TO APPLY FOR A PROJECT IN THE NEXT ODOT 
STIP WITH CITY PARTICIPATION AND COMPLETE THE PROJECT WITHIN THE NEXT 
FIVE YEARS. THEREFORE, NO IMPROVEMENTS ARE PROPOSED AT THIS TIME. 

~ INST.W. NEW CROSSWAU<, TYPICM. 

1 Si AVENUE 

MARKED OR INTENDED CROSSING LOCATION 

f_ ·.) -~-> ;:.j SIDEWALK 

~ TURNING SPACE 

l•:•:•:•:•:•:•:•:•:•:i TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER f'OOT. 
3. SEE STANDARD DRAWINGS f'OR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?" 

"CR## .. 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR##" STATION 

1 

2 

3 

4 

5 

6 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.58 

CORNER POSITION: 4 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

RAMP __ _ --------

GUTTER ELEVATION 
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ai= z 
00 
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> D: 
0 
a= en 
a. z 
a. 0 cc (.) 

\\ 

\ \\ 
\I\ 

\ ~ 
EXTEND LIMITS TO NEXT CONCRETE JOINT OR 

AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING SIDEWALK, TYPICAL 

\ 
ADJUST TRAFFIC SIGNAL 

JUNCTION BOX TO FINISH GRADE 

--

REMDYE L. REPUC[ CURB _y O 

INLET TOP PER RD366 

I 

\ 
\ 

INSTAU. NEW 

\ 

\ 

~ 
I 

~\ 
0 

\ 

1-
(/) 

z 
0 
~ 

I 
5 

~ C~~ITT~ , 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1 ' X 4.1' UNLESS 
OTHERWISE SHOWN. 

I 
10 

\ 

MARKED OR INTENDED CROSSING LOCATION 

f<:; .;_~_:_ ::.! SIDEWALK 

~ TURNING SPACE 

I·:·:·:·:·:·:·:·:·:·:i TRUNCATED DOME DETECTABLE WARNING SURFACE 

<:;::::J SURFACE 1.5% MAX ... SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERSLOPE 

CURB 

---

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR/I#" STATION 

1 E21+26.46 L38.77 

2 E21+26.44 L31.77 

3 E21+27.21 L27.67 

4 E21 +29.55 L24.08 

5 E21 +30.28 L23.40 

6 E21 +34.36 L21.23 

7 E21+38.46 L20.B4 

8 E21 +44.45 L20.86 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.63 

CORNER POSITION: 1 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

RAMP ___ _ 

--------

GUTTER ELEVATION 

207.64 

207.48 

207.51 

207.94 

207.95 

207.60 

207.54 

207.53 

;I i 
i I ;;..:fil 

ID .J ul 

-N 

... ... 
0 ~ •• N 

~~ ~. ~~ "' I 
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2ND AVENUE 

REMOVE~AND REPLACE CATCH 
\IN TOP PER RD366 

2~ c:::::t> / I 
~--~ 206.29, 

. ..-' 
COORDINATE WITH 

CENTURYUNK TO ADJUST 
VAULT MANHOLE RIM AS 

NEEDED TO MINIMIZE 
SLOPE or CURB RAMP 

-= : .. ~o :, CONCRETE J~NT o,{, 
AS NEEDED TO MAINTAIN ACCESSIBLE 

TRANSITION TO EXISTING SIDEWALK, TYPICAL I 

CURB RAMP HAU:$; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4, 1 ' X 4.1' UNLESS 
OTHERWISE SHOWN. 

\ 
I 

I 
\\ 
' 

\ 
INSTALL NEW 
CROSSWALKS, TYPICAL 

\ 

.. 
,o 

j:I 

PROTECT EXISTING 
CATCH BASIN 

\ 

r 

\ 

-

I 
5 ./ 
/ 

-

- ___ \p.. r 
COORDINATE' WITH CEN;llJRYLINK 
TO ADJUST ,YAULT MA~_HOLE 
RIM AS NEEDED TO MINIMIZE 
EAST WING Or CURB Rl\MP 

I I 

1-
(./) 

z 
0 
~ 

MARKED OR INTENDED CROSSING LOCATION 

f. '_;; >-> ;:.j SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

<:;=i SURFACE 1.5% MAX 

... SLOPE 7 .5" MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E:?• 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION .,CR/I#., STATION 

1 E20+80.18 L23.5 

2 E20+82.87 L26.51 

3 E20+84.38 L30.33 

4 E20+84.58 L37 .40 

5 

6 

7 

B 

DESIGN EXCEPTION CONTROL: 

LRM: 031 00D00 

MP: 10.63 

CORNER POSITION: 2 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

--- ~!!------

GUTTER ELEVATION 

207.60 

207.57 

207.51 

207.55 
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CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1 ' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4. 1' X 4. 1 ' UNLESS 
OTHERWISE SHOWN. 

\ 
\ ! 

.,,« - lie \ I 

INSTALL NEW CROSSWALKS, TYPICAL~ 
!t 'f ./. 

\1 

\ 1-
\ (/) 
\ 
\ Z 
\ 0 
·~ 

\ 
\ 
\ 

\ 

so 

; 

' 

[• I I 
0 5 10 

2ND AVENUE 

EXTEND LIMITS TO 
NEXT CONCRETE JOINT 
OR AS NEEDED TO 

/ 

MAINTAIN ACCESSIBLE 
TRANSITION TO 
EXISTING SIDEWALK, 
TYPICAL 

---
ADJUST TRAFFIC 
SIGNAL JUNCTION BOX 
TO FINISH GRADE 

I 
I 
{ 

; .: ~ ..... ' . ..... r-· • :. : ~-l 
MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?" 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR##" STATION 

1 E20+67.09 R20.95 

2 E20+74.73 R21.20 

3 E20+78.83 R22.69 

4 E20+81.01 R24.29 

5 E20+81.80 R25. 1 1 

6 E20+83.35 R27.36 

7 E20+84.58 R31.46 

8 E20+84.65 R34.28 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.63 

CORNER POSITION: 3 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AAlilP ___ _ -------

GUTTER ELEVATION 

207.53 

207.42 

207.48 

207.50 

207.52 

207.57 

207.63 

207.66 
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EXTEND LIMITS TO NEXT CONCRETE JOINT OR AS NEEDED TO 
MAINTAIN ACCESSIBLE TRANSITION TO EXISTING SIDEWALK, TYPICAL 

I '\' (\ . \ 

\ 

\ 

~ 

\ 
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0 5 10 
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2NO AVENUE 

MARKED OR INTENDED CROSSING LOCATION 

L;_~-~ _:_ ::-1 SIDEWALK 

~ TURNING SPACE 

f:•:•:•:•:-:•:•:•:•:t TRUNCATED DOME DETECTABLE WARNING SURFACE 

<==i SURFACE 1.5% MAX ... SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

C0UNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOi' TO SCALE) 

LOCATION "CRil/1" STATION 

1 E21+26.32 R37.72 

2 E21+26.30 R32.76 

3 E21 +27 .13 R28.66 

4 E21+29.58 R24.75 

5 E21+30.30 R24.06 

6 E21+34.18 R21.70 

7 E21 +38.28 R20.92 

8 E21 +42.97 R20.91 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.63 

CORNER POSITION: 4 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

Rt.MP ___ _ 

--------

GUTTER ELEVATION 

207.49 

207.52 

207.58 

207.60 

207.61 

207.64 

207.59 

207.57 
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EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 

TRANSITION TO EXISTING SIDEWALK, TYPICAL 
I\ -, 
I \ \ \ \ 

\ I \ 
\\ \ 
\ \ 

___. 
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CURB RAMP NOTES: 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4. 1' UNLESS 
OTHERWISE SHOWN. 

3RD AVENUE 

t 

\ 

\ 

\ PROTECT EXISTING 
TRAfflC SIGNAL POLE 

\ \ 

0 5 

t
(/) 

z 
0 

~ 

IO 

MARKED OR INTENDED CROSSING LOCATION 

~:'_.;~->;:.I SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

<:=i SURFACE 1.5% MAX 

.. SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E,,.?• 

CURB 

COUNTERSLOPE - -r=======~=_:~ -------

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR/I/I" STATION 

1 E18+34.09 L30.21 

2 E18+36.35 L25.82 

3 E18+39.37 L23.04 

4 E18+42.97 L21.25 

5 

6 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.69 

CORNER POSITION: 1 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

--------

GUTTER ELEVATION 

208.09 

208.36 

208.42 

208.32 
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EXTEND LIMITS TO NEXT CONCRETE JOINT OR 
AS NEEDED TO MAINTAIN ACCESSIBLE 

TRANSITION TO EXISTING SIDEWALK, TYPICAL 
I 
I 
I 
I 
I 
I 
I 
I 
I 

\ 

\ 
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~ i i o I 5 10 

CURB RAMP NQJES· 

1. CURB RAMPS ARE 4. 1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1 ' UNLESS 
OTHERWISE SHOWN. 

INSTALL NEW 
CROSSWALKS, TYPICAL 

PROTECT EXISTING CATCH BASIN 

t-
(/) 

z 
0 

~ 

MARKED OR INTENDED CROSSING LOCATION 

~:)-~-~<;:,I SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

CURB 

COUNTERSLOPE ----:t======~~=-~-------
CURB DETAIL 

(NOT TO SCALE) 

LOCATION "CR/Ur STATION 

1 E17+83.42 L21.31 

2 E17+87.22 L22.89 

3 E17+90.20 L25.72 

4 El 7+92.02 L29.64 

5 

6 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.69 

CORNER POSITION: 2 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

--------

GUTTER ELEVATION 

208.07 

208.30 

208.24 

208.03 

........ 
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CURB RAMP NOTES: 

1. CURB RAMPS ARE 4. 1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4. 1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

\ 

,:,,., 
.,,,. i ~ 

, \ ' 
.INSTALL NEW 

r. CROSSWAl,KS, TYPICAL 

\ 

REMOVE AND REPLACE CATCH 
BASIN TOP :PER RD366 

I 

I
ll) 

z 
0 

~ 

\ 

F 
i 

[• ---------<i 
0 10 

3RD AVENUE 

PF-:OTECT E>!S11NG 
TRArrlC. SIG .&.l POU 

--
~~ii~ 

EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE l ,SITION TD EXISTING ~DEWALK. TTPICAL 

\ 

f\ 
\'.\ 

\ 
\ 

MARKED OR INTENDED CROSSING LOCATION 

f.:;_~-> ;:.I SIDEWALK 

~ TURNING SPACE 

f:•:•:•:•:•:•:•:•:•:i TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?" 

COUNTERSLOP£ 

CURB 

-----

CURB DETAIL 
(NOT TO SCAI.£) 

LOCATION "CR##" STATION 

1 E17+76.24 R21.03 

2 E17+81.76 R21.09 

3 E17+85.86 R22.42 

4 E17+88.90 R24.69 

5 E17+89.54 R25.40 

6 E17+91.58 R28.89 

7 E17+92.38 R32.99 

8 E17+92.39 R38.49 

DESIGN EXCEPTION CONTROL: 

LRM: 031 DODOO 

MP: 10.69 

CORNER POSITION: 3 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

RA.MP ___ _ 
--------

GUTIER ELEVATION 

208.23 

208.18 

208.14 

208.15 

208.16 

208.18 

208.24 

208.23 
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I ' g• WIDE VARl~BLE HEIGHT Ci;URB 
PROTECTED BY NEW STREET LIGHT P.OLE 

AND EXISTING TRArFIC SIGNAL POLE ,._- w 

\ \ 
INSTALL NEW CROSSWAU<S, TYPICAL 

\ 

-----
CURB RAMP NOTES; 

1. CURB RAMPS ARE 4. 1 ' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4. 1' X 4. 1' UNLESS 
OTHERWISE SHOWN. 

-- f 

g 
+ --en 
i 
I, 
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\ 
I\ 
~\ 
\ 

PROTECT EXl\ ING 
TRAFFIC SIG L POLE 

\. 
'; 

l 

\\ 

" 

r- l---il 
0 5 10 

L- ----

3R0 AVENUE 

MARKED OR INTENDED CROSSING LOCATION 

L; ~-~ ,:_ ;:.I SIDEWALK 

~ TURNING SPACE 

f:•:•:•:•:•:•:•:•:•:t TRUNCATED DOME DETECTABLE WARNING SURFACE 

<=:i SURFACE 1.5% MAX 

... SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO $CAL£) 

LOCATION "CR/I/I" STATION 

1 E18+34.09 R37.29 

2 E18+34.08 R32.62 

3 E18+34.7S R2B.S2 

4 E18+37.02 R24.96 

5 E18+37.73 R24.26 

6 E18+41.24 R21.96 

7 E18+4S.34 R21.0S 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.69 

CORNER POSITION: 4 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

--- _!A!!------

GUTIER ELEVATION 

208.28 

208.29 

208.30 

208.29 

208.29 

208.28 

208.28 
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EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 

TRANSITION TO EXISTING SIDEWALK, TYPICAL 

CONSTRUCT s• WIDE CURB 
AT BACK OF WALK AS 

DIRECTED BY THE ENGINEER 

---

CURB RAMP NOTES; 

~\! 
\, 

1. CURB RAMPS ARE 4. 1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4. 1 ' X 4. 1' UNLESS 
OTHERWISE SHOWN. 

41H AVENUE 

~ 
~ I 
0 5 

I-
(/) 

z 
0 
~ 

INSTALL NEW re~~ 

REMOVE AND REPLACE EXISTING 
CATCH BASIN TOP PER RD366 

I 
10 

\ 

MARKED OR INTENDED CROSSING LOCATION 

r:".:;_~-~ _:_ ;:.I SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

~ SURFACE 1.5% MAX 

.... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERSLOPE 

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR/I#" STATION 

1 E15+42.11 L.33.13 

2 E15+43.50 L27.44 

3 Et 5+45.90 L24. 13 

4 E15+47.86 L22.83 

5 E15+48.75 L22.38 

6 E15+50.99 L21.60 

7 E15+55.09 L21.17 

8 E15+58.90 L21.16 

DESIGN EXCEPTION CONTROL: 

LRM: 031 00D00 

MP: 10.74 

CORNER POSITION: 1 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

Rt.WP ___ _ 

-----

GUTTER ELEVATION 

208.70 

208.65 

208.71 

208.78 

208.80 

208.87 

208.87 

208.89 
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CURB RAMP NOTES: 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4. 1' X 4. 1 ' UNLESS 
OTHERWISE SHOWN. 

\~ 
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--I 
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~ ONnmc•~~ 
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\ \ \ 
'i\ \ 
\ 

INSTALL STAGGERED \ 00 00~--~ =~·~~ ·1 

\_ ,L .. LIMITS TD NEXT COHCRETE .. ., 
OR AS NEEDED TO MAINTAIN ACCESSIBLE .... TRANSmON TO EXISTING SIDEWALK, TYPICAL (/) 

z 
0 

~ 

I 

I 
10 

MARKED OR INTENDED CROSSING LOCATION 

t; ~-~ _:_ ::-1 SIDEWALK 

~ TURNING SPACE 

E:·:·:·:·:·:·:·:·:·:t TRUNCATED DOME DETECTABLE WARNING SURFACE 

¢=l SURFACE 1.5% MAX 

--- SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERS LOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION •cRIJ/1" STATION 

1 E14+84.11 L15.21 

2 E14+89.13 L15.19 

3 E14+93.23 L15.15 

4 £14+98.14 L16.06 

5 E14+99.68 L17.88 

6 E15+00.19 L22.90 

7 E15+00.17 L27 .00 

8 E15+00.14 L31.99 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.74 

CORNER POSITION: 2 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALi( 

rv,MP ----------

GUTIER ELEVATION 

209.07 

209.05 

209.03 

208.98 

208.95 

208.90 

208.84 

208.62 
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REMOVE EXISTlt:IG \ 

CROSSWALK AND RELOCATE 

TO THE EAST AS .. DIR. ECTED ~ 
BY THE ENGINEER ---- ~~ ._. 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4. 1 ' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

t
(/) 

z 
0 
~ 

\ 

) 

l____.i 
5 IO 

41H AVENUE 

~ INSTAU. CROSSWAU< 

---
" -ooiNo UlffS TD NEXT CONCRE1£ JDINT 

"-- OR AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING SIDEWALK, TYPICAL 

\ 
I 
I 

MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE 

•••••••••• •••••••••• TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX .. SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?" 

"CR#f,. 

CURB 

COUNTERSLOPE 
- i::::====~~==-~ -------

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR:/1:/1" STATION 

1 E14+89.75 R21.70 

2 E14+92.50 R22.96 

3 E14+95.76 R25.57 

4 E14+97.49 R27.76 

5 E14+98.01 R28.62 

6 E14+99.17 R31.19 

7 E14+99.96 R35.23 

B E14+99.97 R39.18 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.74 

CORNER POSITION: 3 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

RAWP ___ _ 
--------

GUTTER ELEVATION 

208.64 

209.06 

208.97 

208.93 

208.92 

208.90 

208.96 

208.98 
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EXTEND LIMITS TO NEXT CONCRETE JOINT OR AS NtEDED TO 

MAJNTAIN ACfE5S1BL£ TRANimoN TO EXISTING \°EW\' 1 TYPICAL 

I
t/) 

z 
0 

~ 

I 
REMOVE AND REPLACE 
EXISTING CATCH BASIN 

TOP PER RD366 

CURB BAMP NOTE$: 

1. CURB RAMPS ARE -4.1' WIDE UNLESS 
OTHERWISE SHOWN, 

2. LANDINGS ARE -4. 1' X -4. 1' UNLESS 
OTHERWISE SHOWN. 

"' •· 

\ 

\ 

\ 

@ 

RAMP 1 
fj 

\ 

.. 1- 1 
0 / 5 10 

---

4,H AVENUE 

MARKED OR INTENDED CROSSING LOCATION 

t ; - ~~ _:_ ;:. I SIDEWALK 

™ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

~ SURFACE 1.5% MAX 

~ SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCAll) 

LOCATION "CRfl/1" STATION 

1 E15H2.06 R38.49 

2 E15H2.05 R32.99 

3 E15+42.82 R29.10 

4 E15+-45.37 R25.09 

5 E15H9.99 R21.81 

6 E15H9.99 R21.81 

7 E15+54.09 R21.16 

8 E15+59.10 R21.19 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.74 

CORNER POSITION: 4 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

~MP ___ _ 

--------

GUTTER ELEVATION 

208.75 

208.89 

208.82 

209.29 

209.30 

208.84 

208.84 

209.31 
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EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 

TRANSITION TO EXISTING SIDE\t\

1

.U<, TYPrAL 

\! 
I 

ST\-\ AVENUE 

\ 

-

P- I hi 
0 5 '\ 

INSTALL NEW 
CROSSWALK 

CURB RAMP NOTES: 

1-
(/) 

z 
0 
:j 

1, CURB RAMPS ARE 4.1 ' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4, 1' X 4. 1' UNLESS 
OTHERWISE SHOWN. 

\ 
\ 
' 

; .:~ .... ~._ .,~· r · .-. : ~-i 
MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

<=::J SURFACE 1.5% MAX 

... SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

"CRff" 

COUNTERS LOPE 

CURB 

----

CURB DETAIL 
(NDT TO SCALE) 

LOCATION •cR##" STATION 

1 E12+52.40 L36.14 

2 E12+52.51 L30.65 

3 E12+54.05 L26.68 

4 E12+56.03 L24.28 

5 E12+56.79 L23.63 

6 E12+59.61 L22.06 

7 E12+63.63 L21.15 

8 E12+69.13 L21.12 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.79 

CORNER POSITION: 1 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

----------

GUTTER ELEVATION 

209.62 

209.62 

209.68 

209.97 

209.98 

209.71 

209.71 

209,65 
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~ INSTALL CROSSWALK 

5,H AVENUE 

REMOVE AND 
REPLACE EXISTING 
CATCH BASIN TOP\ 

PER RD366 \ 

_____:~--. 

. ,o 
ADJUST MANHOLE RIM ~,o· 

ronNISHGRADE ~ 

---

\ 

\ 

r 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE -4.1' X -4.1' UNLESS 
OTHERWISE SHOWN. 

\ 

I 

CD 

INSTALL STAGGERED 
CONTINENTAL CROSSWALK 

\\ . ' 
EXTEND LIMITS TO NEXT CONCRETE JOINT OR AS NEEDED TO 
MAINTAIN ACCESSIBLE TRANSITION TO EXISTING SIDEWALK, TYPICAL 

~ I I 
: f 
l I 

I 

! 

\ ' 

r• I i 
0 5 10 

t-
(/) 

z 
0 
~ 

P-. ; : . : •· l 
; .. :~ .•·• . .. _ w·· 

MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX .. SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E•?• 

CURB 

COUNTERSLOPE ----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION .. CR/I/I" STATION 

1 E11+92.12 L15.28 

2 E11+99.62 L15.05 

3 E12+03.69 L 1-4.9-4 

4 E12+08.63 L15.79 

5 E12+10.06 L17.-42 

6 E12+10.58 L22.89 

7 E12+10.52 L27.00 

s E12+10.35 L3-4.49 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.79 

CORNER POSITION: 2 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

RAMP ___ _ 

--------

GUTTER ELEVATION 

209.65 

209.67 

209.66 

209.63 

209.62 

209.60 

209.58 

209.60 
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CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1 ' UNLESS 
OTHERWISE SHOWN. 

1-
(./) 

z 
0 

?:i 

INST ALL~CROSSWALK, TYPICAL 

f 

\ 
INSTALL STAGGERED 
CONTINENTAL CROSSWALK 

i 

\ 

\ 

\ 

\ 

\ 

I 

I 

I , 
) 

I 

r• i l 0 5 10 

51H AVENUE 

REMOVE AND REPLACE EXISTING 
CATCH BASIN TOP PER RD366 

\ 
\ !, -\ 

ADJUST MANHOLE RIM 
TO FINISH GRADE 

\_ 

',\.I 

EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING SIDEWALK, TYPICAL 

1: 
! 

\ 
\ 

MARKED OR INTENDED CROSSING LOCATION 

f'.:;_~-~-:. ;:.I SIDEWALK 

~ TURNING SPACE 

r:•:•:•:•:•:-:•:•:•:i TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR#/r STATION 

1 E11+91.15 R15.02 

2 E11+95.56 R15.53 

3 E11+99.65 R17.22 

4 E12+03.74 R20.26 

5 E12+04.47 R20.94 

6 E12+07.51 R24.90 

7 E12+09.14 R29.01 

8 E12+09.76 R32.75 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.79 

CORNER POSITION: 3 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AA,MP __ _ ---------

GUTTER ELEVATION 

209.57 

209.63 

209.67 

209.51 

209.52 

209.53 

209.55 

209.52 
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~ 

EXISTING LANDSCAPE STRIP 

6" WIDE 
VARIABLE HEIGHT 

CURB, TYPICAL 

j 

INSTAU LANDSCAPING 
ON CORNER 

1NSJ>u. CROSSWALK, TYPICAL/ 
\ 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4. 1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1 ' UNLESS 
OTHERWISE SHOWN. 

\ 

® 

RAMP 1 

r• I i 0 5 10 

- - ----- ;:;. ----
EXTEND LIMITS TO NEXT CONCRETE 
JOINT OR AS NEEDED TO MAINTAIN 

/ ACCESSIBLE TRANSITION TO 
/ EXISTING SIDEW.WC, TYPICAL 

\ PROlECT EXISTING 
CATCH BASIN 

MARKED OR INTENDED CROSSING LOCATION 

t .:; -~-> ;J SIDEWALK 

~ TURNING SPACE 

r:•:•:•:•:•:•:•:•:•:t TRUNCATED DOME DETECTABLE WARNING SURFACE 

<!==J SURFACE 1.5% MAX 

... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION •cR#/1" STATION 

1 E12+52."8 R36.34 

2 E12+52.56 R30.84 

3 E12+53.84 R26.84 

4 E12+54.11 R26.34 

5 E12+59.93 R21.56 

6 E12+60.43 R21.39 

7 E12+64.44 R20.91 

8 E12+64.94 R20.91 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.79 

CORNER POSITION: 4 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AAMP ___ _ 

--------

GUTTER ELEVATION 

209.65 

209.60 

209.65 

209.65 

209.68 

209.68 

209.70 

209.70 

...... 
00 

•• N N w, , 
~ lQ ~ I 
Q ........ 
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?"TH AVENUE 

RAMP 1 

-~-=--~, 
ll 

\ \ \ 7 
EXTEND LIMITS TO NEXT CONCRETE:! JOINT OR 

AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING :SIDEWALK\~ TYPICA\L 

II 

\\ \ 

(\ 

\ 

CURB RAMP NOTES: 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1 ' UNLESS 
OTHERWISE SHOWN. 

~ PROTECT ElCISTING 
CATCH BASIN 

\ 
\ 

I-
(/) 

z 
0 

~ 

MARKED OR INTENDED CROSSING LOCATION 

~,-_:; -~-~ _:_ ;:.I SIDEWALK 

~ TURNING SPACE 

f:•:•:•:•:•:•:•:•:•:t TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

CURB 

COUNTERSLOPE 

CURB DETAIL 
(NOT TO SCAU:) 

LOCATION •cRIIII" STATION 

1 E6+21.47 L21. 18 

2 E6+27.96 L21.49 

3 E6+31.91 L23.12 

4 E6+33.49 L24.36 

5 E6+34.14 L25.14 

6 E6+35.44 L27 .18 

7 E6+36.S6 L31.21 

8 E6+36.S6 L33.64 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.91 

CORNER POSITION: 2 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AAMP ___ _ 
--------

GUTTER ELEVATION 

211.34 

211.35 

211.41 

211.62 

611.62 

211.49 

211.44 

211.07 

... ... 
00 

•• N N 
a.J .. -;;;. 

!c N ~ I 
Q .,_ a, I 
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CURB RAMP NOTES; 

1. CURB RAMPS ARE -4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE -4. 1' X -4. 1' UNLESS 
OTHERWISE SHOWN. 

,j 

* 

\ 

\ 

PROTECT EXISTING CAT<II BASIN _y 
1-
(/) 

z 
0 
~ 

" 

\ 

( 

\ 

r• I I 
0 5 IO 

?iH AVENUE 

/, 

PROTECT EXISTING,, CATCH BASIN 

6" WIDE VARIABLE HEIGHT 
CURB ADJACENT TO EXISTING 
LANDSCAP.~ SJRIP, ·-TYPICAC 

.;;, --· 

\,\ 
\\ 

----:.:= 

\_ 

1~\ 

EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING SIDEWALK, TYPICAL ' - ' i\ 

I\ 
'ii 
\I 

\ 

\ 

MARKED OR INTENDED CROSSING LOCATION 

f_:; -~-> ;:.1 SIDEWALK 

™ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX .... SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?" 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCAI.£) 

LOCATION "'CRflfl"' STATION 

1 E6+25.79 R20.99 

2 E6+26.28 R21.02 

3 E6+30.28 R21.81 

4 E6+32.93 R23.50 

5 E6+33.66 R2-4.19 

6 E6+35.35 R26.58 

7 E6+36."3 R30.58 

8 E6+36.-46 R31.08 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.91 

CORNER POSITION: 3 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AAMP ___ _ 
--------

GUTTER ELEVATION 

211.6-4 

211.6-4 

211.63 

211.-46 

211.-45 

211.-42 

211.36 

211.36 

;i 
is 
:::> " •• 6 .,15 

>- "' 
~al.Jr.l 
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D.. 0 
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\ \ i 

I \\ 
EXTEND LIMITS TO NEXT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 

TRANSmON TO EXISTING SIDEW~LK, TYPICAL 

TRANSmON FROM EXISTING 

\ 
\ 

SIDEWALK TO NEW CURB RAMP~ 

AS lllR£CTEll BY lH[ EIDNEER I\ 

--

BiH AVENUE 

I \ 

r
V) 

z 
0 

6" WIDE VARIABLE HEIGHT :j 
CURB ADJACENT: TO EXISTING 
LANDSCAPE STRIP 

-

EXISTING TELEPHONE POLE TO 
BE RELOCATED BYIOTHERS 

\ 

~- I i 0 5 10 

SEE CORNER POSITION 1A 
t r~ 

~ \ 

~ \ 
cuRJ RAMP NOTES; . 
1. CURB RAMPS ARE 4 •. 1-~ WIDE UNLESS 

,,OTHERWISE SflOWl•C 
I 

2. LANDINGS ARE 4.1' X 4, 1' UNLESS 
OTHERWISE SHOWN. \ 

MARKED OR INTENDED CROSSING LOCATION 

I<) -~-> :::.1 SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

<=::i SURFACE 1.5% MAX 

... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER F'OOT. 
3. SEE STANDARD DRAWINGS F'OR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?" 

COUNTERSLOPE ---

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR##" STATION 

1 E3+97 .09 L36.60 

2 E3+97.06 L31.60 

3 E3+98.22 L26.60 

4 E3+99.80 L24.32 

5 E4+00.59 L23.55 

6 E4+02.89 L22.01 

7 E4+06.99 L20.99 

8 E4+07.49 L20.99 

DESIGN EXCEPTION CONTROL: 

LRM: 03100D00 

MP: 10.96 

CORNER POSITION: 1 

RAMP NUMBER: 1 & 2 

CURB LINE SIDEWALK 

AAMP ___ _ 

--------

GUTIER ELEVATION 

212.28 

212.31 

212.32 

212.29 

212.27 

212.24 

212.19 

212.18 

II 
:z:"' .. in: 

cni:ii .J • z c.> 
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BTH AVENUE 

f 

\ 

\ 
s• WIDE VARIABLE 

HEIGHT CURB 

I 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1 ' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1 ' X 4.1' UNLESS 
OTHERWISE SHOWN. 

X 

~ 
REMOVE AND REPLACE CURB 
TO TOP OF EXISTING WING \ .- i 

0 10 

\ 
EXISTING FIRE 
HYDRANt AND VALVE 
BOX TOiBE REMOVED 

\ (' 

. 
t
(/) 

z 
0 

~ 

/ 

MARKED OR INTENDED CROSSING LOCATION 

f::;_~-~ ;_ ;:.I SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1 • SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERSLOPE 

CURB 

---

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR##" STATION 

1 E3+5-4.8-4 L31. 10 

2 E3+5-4.93 L30.60 

3 E3+56.28 L26.53 

4 E3+62.69 L21.61 

5 E3+ 77 .35 L22.29 

6 E3+81.90 L27 .27 

7 E3+83.0-4 L31.18 

8 E3+83.1 0 L31.68 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.96 

CORNER POSITION: 1 A 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AAMP ___ _ 
------

GUTTER ELEVATION 

212.53 

212.53 

212.5-4 

212.70 

212.65 

212.57 

212.5-4 

212.5-4 
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s,H AVENUE 
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I \ \ 7 
EXTEND LIMITS TO NbcT CONCRETE JOINT 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 

TRANSITION TO i'STING ( D£WAUC. TYPICAL 

\ 
I 
I 

\ 
I 

I 

\ 

i® 

.,, 
~ 
--0 

\ 

I 
I 
\._ 

I 

~c I, 
0 '; 

t
(/) 
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I 
CURB RAMP NOTES; 

z 
0 

~ 

1. CURB RAMPS ARE -4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE -4.1' X -4.1 ' UNLESS 
OTHERWISE SHOWN. 

10 

MARKED OR INTENDED CROSSING LOCATION 

L:.~-> ;:.j SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

<=:J SURFACE 1.5% MAX 

.... SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR:/1/r STATION 

1 E3+25.03 L 1-4.27 

2 E3+2B.32 L 12.96 

3 E3+32.-42 L 12.93 

4 E3+36.-47 L U.68 

5 E3+39.29 L17.B5 

6 E3+-41. 16 L2-4.62 

7 E3+-41.2B L2B.72 

8 E3+-41.25 L33. 72 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.96 

CORNER POSITION: 2 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AA,lt\P ------------

GUTTER ELEVATION 

212.B-4 

212.76 

212.77 

212.96 

212.36 

212.32 

212.36 

212.-45 

~ 

~ 
~ ~ 

~ iE:~ 
~ ~ u ~! ~~ ~o 
~~ ~'? 
~c,j ~~ ~~ =~ C e:s 

t;<~ 

c~ ~~ 
""'-i~ ~ ~ ~~ 

~ ~ ~~ ~ ~ 
~ E,,,.;; t..> 

~ ~~ 
~~ 

t t u~ 
"'~ 
~~ 
~ cc 

-A 
~ 

~ 
~ 
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MATCH EXISTING CURB. REMOVE AND REPLACE 
CURB AND gD£WAU( AT !"IS11IIG RAMP, TYPICAL~ 

I
V) 

z 
0 

~ 

EXISTING LANDSCAPE STRIP 

\ 

REMOVE EXISTING CURB RAMP AND WINGS. REMOVE AND REPLACE CURB 
ACROSS WIDTH or EXISTING CURB DROP. MATCH EXISflNG CURB (N,S), TYPICAL 

BTH AVENUE 

[·-·" i i 
0 5 10 

6• WIDE VARIABLE 
HEIGHT CURB, TYPICAL 

EXTEND LIMITS TO NEXT CONCRETE 
JOINT OR AS NEEDED TO MAINTAIN 

\ ACCESSIBLE TRANSITION TO 
\ EXISTING SIDEWALi<, TYPICAL 

EXTEND LIMITS TO NEXT 
CONCRETE JOINT OR AS 
NEEDED TO MAINTAIN 
ACCESSIBLE TRANSITION 
TO EXISTING SIDEWALi<, 
TYPICAL 

\ 

MARKED OR INTENDED CROSSING LOCATION 

t'.:: -~-> ;:.I SIDEWALK 

~ TURNING SPACE 

r:•:•:•:•:•:•:•:•:•:i TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX ... SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER F'OOT. 
3. SEE STANDARD DRAWINGS F'OR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR/I/I" STATION 

1 £3+27.75 R21.33 

2 £3+28.25 £21.33 

3 £3+33.96 R21.32 

4 £3+34.46 R21.32 

5 £3+81.92 R25.41 

6 £3+81.94 R25.91 

7 £3+82.00 R30.91 

8 £3+82.01 R31,41 

DESIGN EXCEPTION CONTROL: 

LRM: 03100000 

MP: 10.96 

CORNER POSITION: 3 

RAMP NUMBER: 1 AND 2 

CURB UN£ SIDEWALK 

---~!!------

GUTTER ELEVATION 

213.17 

213.18 

213.19 

213.19 

212.87 

212.87 

212.93 

212.93 

Ii 
:::, "" :i::"' •• iii lj 

VI~ .J • z u 
0 
iii 
> - .. 
t!o~~ 

z"'"' 
...... 
00 

•• N N 
LoJ ;;.-~ 
I- N N I 

~~~. 
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EXTEND LIMITS TO NEXT CONCRETE JOINT OR AS NEEDED TO 

MAINTAIN ACCESSIBLE TRANSITION TO EXISTING SIDEWALK, TYPICAL 

I \ 
~ ~ 

\ 

\ a·, \ 
6• WIDE VARIABLE HEIGi-iT CURB, TYPICAL 

1-
(/) 

z 
0 
~ 

\ 

- .,.. !f 

,. 
SEE CORNER POSITION 3 

\ 

\ 

\ 

\\ 
'\ 
\ 
\ 

\ 

'f, \ ~;>., 

RAMp 1 

\ 

\ 

® 

[· 1- i 
0 5 10 

PROTECT EXISTING 
CONCRETE BLOCK WALL 

Bl"H AVENUE 

MARKED OR INTENDED CROSSING LOCATION 

f_:;_~-~-:-;:.j SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

<:=J SURFACE 1.5% MAX 

.... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERSLOPE ----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR##" STATION 

1 E3+97.06 R35.05 

2 E3+97.06 R31.05 

3 E3+98.-43 R26.05 

4 E-4+00.03 R2-4.00 

5 E-4+00.85 R23.28 

6 E-4+03.08 R21.95 

7 E-4+07.17 R21.15 

8 E-4+07 .67 R21. 1-4 

DESIGN EXCEPTION CONTROL: 

LRM: 031 OODOO 

MP: 10.96 

CORNER POSITION: 4 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

RAMP ___ _ 
--------

GUTIER ELEVATION 

212.39 

212.67 

212.65 

212.6-4 

212.6-4 

212.63 

212.61 

212.62 

!~ 
~5 
:::, "' .. a ul5 

>- "' 
Cl) ID .J cS 
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g,H AVENUE 
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t 

I 

' -~.:i' 
EXTEND LIMITS TO NEXT 
CONCRETE JOINT OR AS 

NEEDED TO MAINTAIN. 
ACCESSIBLE TRANSITION\ 
TO EXISTING SIDEWALK, 

TYPICAL 

' CROSSWALK 
CLOSED 

I 

ADJUST TRAFFIC SIGNAL JUNCTION 
BOX TO f'INISH GRADE. (2) TYPICAL 

\ 

--

r 

\ I 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4. 1 ' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1 ' X 4.1' UNLESS 
OTHERWISE SHOWN. 

PROTECT EXISTING LIGHT POLE 
"' 

INSTALL 24•x18• CROSSWALK CLOSED SIGNS 
(OR22-7) ON BOTH SIDES Of' MULTIPLE MAILBOX 
SUPPORT. SEE ODOT STANDARD DRAWING RD100. 

( 

® 

)
tn 

z 
0 

(D 

~ :j 
PROTECT EXISTING CATCH BASIN 

10 

\ 

f".:: ~-~ ~-_;:.I 

™ 

MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE 

•••••••••• •••••••• TRUNCATED DOt.tE DETECTABLE WARNING SURFACE 

<!:=J SURFACE 1.5% t.tAX 

... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER F"OOT. 
3. SEE STANDARD DRAWINGS F"OR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

•cRff• 

CURB 

COUNTERSLOPE --r=======~==-S-------
CURB DETAIL 

(NOT TO SCALE) 

LOCATION "CR/I#" STATION 

1 E0+49.08 L20.51 

2 EO+S4.18 L20.43 

3 E0+58.28 L20.46 

4 E0+62.61 L24.97 

5 

6 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 11.07 

CORNER POSITION: 1 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

Rl,WP ___ _ -----

GUTTER ELEVATION 

212.37 

211.86 

211.87 

211.92 

EXPIRATION DATE: 12/31/2017 

SHEET NO. 185 OF" 192 

PROJECT NO:ST-15-O3-B 

FILE: BASE.DWG 



a:::z 
00 
LI. -1-
0 U 
w ::, 
>a:: 
0 ta::: ,n 
a. z 
D. 0 cu 

g,H 

' 
0 
i 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

\ 

AVENUE 

" " \ 
\ 

@ 

----.... 
,/ \ 

\ 
\ 

\ 
INSTALL 24•x,a· CROSSWALK CLOSED SIGNS 

(OR22-7) ON BOTH SIDES Of" MULTIPLE MAILBOX 
SUPPORT. SEE ODOT STANDARD DRAWING RD100. 

SEE CORNER POSITION 1 

\ 
\ 

) 
I 
I 
I 
I 

( 

1-
(/) 

z 
0 

~ 

-
0... 
~ 
<( 
~ 

' CROSSWALK 
CLOSED 

I 

. / 

~ 

u ,,_ 

" ~ 
..,{? 

6!t 

...... 
~ iv-

~ 

.$' 
iv-

-·· .... --.. ---·· 

r•. i i 
0 1 5 10 

EXTEND LIMITS TO NEXT 
CONCRETE JOINT OR AS 
NEEDED TO MAINTAIN 
ACCESSIBLE TRANSITION TO 
EXISTING SIDEWALK, TYPICAL 

\ 

...... ~---
--~· ··--

PROTECT EXISTING STOP SIGN 

MARKED OR INTENDED CROSSING LOCATION 

t ;_~-~ ~-.:~-1 SIDEWALK 

~ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

~ SURFACE 1.5% MAX 

.... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERSLOPE ----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR/Ill" STATION 

1 E0+47.91 L3.68 

2 E0+Sl.34 LS.19 

3 E0+SS.44 L4.61 

4 E0+SB.38 LO.SS 

5 

6 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 11.07 

CORNER POSITION: 2 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

V,MP ___ _ 

--------

GUTTER ELEVATION 

212.65 

212.46 

212.40 

212.27 

EXPIRATION DATE: 12/31/2017 
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9TH AVENUE 

PROTECT EXISTING TRAFflC SIGNAL/ 
JUNCTION BOX. (2) TYPICAL 

PROTECT EXISTING PEDESTRIAN 
TRAFFIC SIGNAL POLE 

0 5 

EXISTING CROSSWALK / 'o•=• 
1 

CURB RAMP NOTES; 

EXTEND LIMITS TO NEXT CONCRETE JOINT OR 
AS NEEDED TO MAINTAIN ACCESSIBLE 
TRANSITION TO EXISTING SIDEWALK, TYPICAL 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4. 1' X 4. 1' UNLESS 
OTHERWISE SHOWN. 

10 

MARKED OR INTENDED CROSSING LOCATION 

ff°_)-~-~.:_ ;:.j SIDEWALK 

™ TURNING SPACE 

TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR/I/I" STATION 

1 E0+51 .96 R62.97 

2 E0+50.14 R67.08 

3 E0+48.42 R70.81 

4 E0+46.72 R74.27 

5 

6 

7 

B 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 11.07 

CORNER POSITION: 3 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

RA.WP ___ _ 

--------

GUTIER ELEVATION 

211.61 

211.51 

211.55 

211.36 

EXPIRATION DATE: 12/31/2017 

SHEET NO. 187 OF 192 

PROJECT NO:ST-15-03-B 

FILE: BASE.DWG 



ai:z 
co 
IL -1-
DU 
w ::::, 
> D:: 
0 l
a= en 
a. z 
a. 0 ceu 

EXTEND LIMITS TO NEXT CONCRETE JOINT OR AS NEEDED TO 
MAINTAIN ACCESSIBLE TRANSITION TO EXISTING SIDEWAU<, TYPICAL 

\ 

CURB RAMP NOT£$· 

1. CURB RAMPS ARE 4.1 ' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

EXISTING STRIPING TO REMAIN, TYPICAL 

@ 

RAMP 1 @ 

PROTECT EXISTING 
PEDESTRIAN TRAFFIC 
SIGNAL POLE 

MARKED OR INTENDED CROSSING LOCATION 

f:".:; _.;.~;_; :.I SIDEWALK 

~ TURNING SPACE 

l•:•:•:•:•:•:•:•:•:•:t TRUNCATED DOME DETECTABLE WARNING SURFACE 

<:=J SURFACE 1.5% MAX 

~ SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

"CRf#" 

CURB 
CURB EXPOSURE 

ET" 
COUNTERSLOPE ----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION •cR/1/f' STATION 

1 E0+90.13 R70.39 

2 E0+88.59 R75.15 

3 E0+87.40 R79.08 

4 E0+87 .17 R83.20 

5 E1 +14.74 R72.25 

6 E1+18.57 R69.71 

7 E1+21.82 R67.34 

8 E1 +25.89 R64.32 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 11.07 

CORNER POSITION: 3A 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWAU< 

AAIAP __ _ -------

GUTTER ELEVATION 

212.45 

212.37 

212.35 

212.26 

212.55 

212.60 

212.61 

212.68 
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CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

EXTEND LIMITS TO NEXT CONCRETE JOINT OR AS NEEDED TO 
MAINTAIN ACCESSIBLE TRANSITION TO EXISTING SIDEWALK, TYPICAL 

\ \ 

\ EX$TINC CROSSWALK 
TO REMAIN \ 

\ 
E1+OO 

\ 

\ 

p-
o 

INSTALL 24"X18" CROSSWALK CLOSED SIGNS 
(OR22-7) ON BOTH SIDES OF MULTIPLE MAILBOX 
SUPPORT. SEE ODOT STANDARD DRAWING RD100. 

\ 
CROSSWALK 

CLOSED 
gTH AVENUE 

\ \ 

~ . ; _.. : ~-I ... :~ ~ .... "'. -~-
MARKED OR INTENDED CROSSING LOCATION 

SIDEWALK 

TURNING SPACE 

•••••••••• •••••••••• TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX .... SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?" 

COUNTERSLOPE 

CURB 

----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION •cR/1/f' STATION 

1 E1+05.25 R3.77 

2 E1+08.98 R3.85 

3 E1+13.08 R3.84 

4 E1 +16.70 R4.01 

5 

6 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 11.07 

CORNER POSITION: 3A 

RAMP NUMBER: 3 

CURB LINE SIDEWALK 

AA.MP ___ _ 

--------

GUTTER ELEVATION 

212.65 

212.60 

212.62 

212.56 

.... 
00 

•• N N ....... ~ !c N ~ I 
0 ,,t"' I 

EXPIRATION DATE: 12/31/2017 
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LYON ST 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1 ' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1 ' X 4.1' UNLESS 
OTHERWISE SHOWN. 

\ 

@ 

5-9" 
'-

PROTECT EXISTING 

PEDESTRIAN SIGNAL POLE~ 

PROTECT EXISTING ,C~TCH BASIN~ 

~ © 

EXISTING STRIPING TOIIDIAIN,Tll'ICAL\ 
7 

~ 
r-I - ~ 

5 JO 

PROTECT EXISTING r ~TCH-N 
\ 

PROTECT 
STREET LIGHT 

ADJUST TRAFTIC SIGNAL 
JUNCTION BOX TO FINISH GRADE 

EXTEND LIMITS TO NEXT CONCRETE 
JOINT OR AS NEEDED TO MAINTAIN 
ACCESSIBLE TRANSITION TO 
EXISTING SIDEWALK, TYPICAL 

f= ") ~-> ;:.I SIDEWALK 

~ TURNING SPACE 

I•:•:•:•:•:•:•:•:•:•:i TRUNCATED DOME DETECTABLE WARNING suRrAcE 

¢::J SURrACE 1.5% MAX 

.... SLOPE 7.5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER rooT. 
3. SEE STANDARD DRAWINGS rDR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERSLOPE ---

CURB DETAIL 
(NOT TO SCALE) 

LOCATION .,CR/I/I" STATION 

1 E1+25.31 R89.30 

2 E1+30.17 R85.78 

3 E1 +33.49 R83.38 

4 E1 +38.36 R79.86 

5 E1+49.43 R84.16 

6 E1 +48.94 R91.71 

7 E1 +48.94 R95.81 

8 E1 +49.12 R102. 77 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 11.07 

CORNER POSITION: 4 

RAMP NUMBER: 1 AND 2 

CURB LINE SIDEWALK 

AAMP ___ _ 

--------

GUTTER ELEVATION 

212.06 

212.05 

212.03 

212.10 

212.35 

212.37 

212.44 

212.56 

.... 
00 

•• N N w;;;.-;;;,. 
!c -t!.-t!.1 
Q • CII I 

EXPIRATION DATE: 12/31/2017 
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EXTEND LIMITS TO NEXT CONCRETE JOINT OR AS NEEDED TO 

MAINTAIN ACCESSIBLE TRANSITION TO EXISTING SIDEWALK, TYPICAL 
'· \ . . / 

PROTECT EXISTING PEDESTRIAN 
TRAFAC SIGNAL POLE 

EXISTING STRIPING TO REMAIN 

LYON ST 

I ,f 
. ,6'" 

;; /7.5' 

~, 
10. 

@ @ 
RAMP 1 

P- I i 
0 5 10 

~ ADJUST TRAFFIC SIGNAL ~ JUNCTION BOX TO FINISH 
GRADE. (2) TYPICAL. 

-

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4. 1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4. 1' X 4. 1 ' UNLESS 
OTHERWISE SHOWN. 

MARKED OR INTENDED CROSSING LOCATION 

[.:;_~-> ;:.j SIDEWALK 

~ TURNING SPACE 

I•:•:•:•:•:•:•:•:•:•:f TRUNCATED DOME DETECTABLE WARNING SURFACE 

SURFACE 1.5% MAX 

SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?• 

COUNTERSLOPE 

CURB 

-----

CURB DETAIL 
(NOT TO SCALE) 

LOCATION .. CR##" STATION 

1 E1 +88.70 R104.63 

2 E1 +89.24 R98.47 

3 E1 +89.89 R94.41 

4 E1+91.20 R88.23 

5 

6 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 11.07 

CORNER POSITION: 5 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

AAIIAP ___ _ 

------

GUTIER ELEVATION 

213.94 

213.35 

213.32 

213.69 

0 
iii 
> - N 

~OiHi z II< II< 
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EXTEND LIMITS TO NEXT CONCRETE JOINT"'' 
OR AS NEEDED TO MAINTAIN ACCESSIBLE 

TRANSITION TO EXISTING SIDEWALK, TYPICAL 

ADJUST TRAF'F'IC SIGNAL 
JUNCTION BOX TO FINISH GRADE 

PROTECT EXISTING 
CONCRETE PAYERS BEHIND 

SIDEWALK, TYPICAL 

--

\ 
I 

\ 
CROSSWALK 

CLOSED' 

\ 
91\-\ AVENUE 

\ 

)
(/) 

z 
0 

~ 
P- I i 
0 5 10 

PROTECT EXISTING CURB INLET 

~\ I 1 
? \ 

PROTECT EXISTING STRIPING 

\ 

INSTALL 24"X18" CROSSWALK CLOSED SIGNS 
(OR22-7) ON BOTH SIDES OF' MULTIPLE MAILBOX 
SUPPORT. SEE ODOT STANDARD DRAWING RD100. 

\ 

CURB RAMP NOTES; 

1. CURB RAMPS ARE 4.1' WIDE UNLESS 
OTHERWISE SHOWN. 

2. LANDINGS ARE 4.1' X 4.1' UNLESS 
OTHERWISE SHOWN. 

MARKED OR INTENDED CROSSING LOCATION 

f: ·.) '~-> ;:. I SIDEWALK 

™ TURNING SPACE 

I•:•:•:•:•:•:•:•:•:•:f TRUNCATED DOME DETECTABLE WARNING SURFACE 

<=:J SURFACE 1.5% MAX 

... SLOPE 7 .5% MAX 

CONSTRUCTION NOTES: 
1. SLOPES HOLD OVER ELEVATIONS. 
2. MAXIMUM CROSS SLOPE CHANGE ON RAMP IS 0.5% PER FOOT. 
3. SEE STANDARD DRAWINGS FOR DETAILS NOT SHOWN. 

CURB EXPOSURE 
E=?" 

"CR#f" 

COUNTERSLOPE 

CURB 

CURB DETAIL 
(NOT TO SCALE) 

LOCATION "CR##" STATION 

1 E1+06.06 L31.26 

2 E1+08.97 L26.36 

3 E1 +11.84 L23.« 

4 E1+15.90 L20.69 

5 

6 

7 

8 

DESIGN EXCEPTION CONTROL: 

LRM: 03100100 

MP: 11.07 

CORNER POSITION: 6 

RAMP NUMBER: 1 

CURB LINE SIDEWALK 

tt,.MP __ _ ---------

GUTTER ELEVATION 

211.IU 

211.78 

211.82 

211.87 
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